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I. General Data.

Electrical Subsector Demand

La Empresa Nacional de Energia Eléctrica (ENEE) was created on February 20, 1957 as an autonomous
body responsible for the production, commercialization, transmission and distribution of electricity in
Honduras. When the ENEE was established, the construction of the first large hydroelectric power
station in the country, Cafiaveral, was started, as well as the construction of transmission lines and
substations to conduct the electric power to the consumption centers. Over time, the electrical system,
known as the National Interconnected System (SIN), has expanded and nowadays the transmission
network covers the main regions of the country.

Since the early 90's the national electrical system has faced difficulties to meet the growing
demand of the country. Proof of this is the electricity deficit that occurred in 1994, when consumers
of the electric service suffered rationing of up to 12 hours a day. On the other hand, the failure of
the Francisco Morazan Hydroelectric Power Plant (300 MW) in 1999 revealed the vulnerability of
the generation system, having to rely on a relatively large power plant, which needs a similar
capacity to face any contingency.

Under this environment, since 1994 the central government has oriented its energy policy to
encourage private participation in the generation of electricity to meet the growing demand that
entails the economic and social development that the country has been experiencing. In such a
degree that currently to meet the needs of electricity, the Honduran system has an installed
capacity of 1,610.29 MW (December, 2010).

As a result of the immediate need for the power and energy required by the accelerated growth of the
national economy, the greatest growth in installed capacity was focused on thermal generation plants
with rapid installation and low energy costs due to the low prices the world oil market experienced,;
creating an imbalance between the generation of thermal energy versus renewable energy. Thus, to
date 38% of the country's energy demand is supplied with renewable sources and the remaining 62%
with thermal plants of different technologies.

Installed Electrical Capacity 2010

5.68%

\

M Termica

M Hidraulica

Biomasa

In the following figure we can observe the evolution of the electricity supply between 1985 and
2010; appreciating the modifications in the participation in the generation of renewable versus
thermal electricity; starting in 1985, where almost 90% of generation was renewable, the
predominance of renewable energy over thermal energy continued until 1994, where a sustained
growth in thermal energy can be seen, coinciding with the increase in private investment in this
area.
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Installed Capacity Historical Evolution
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Background

On December 31, 2010, Power Supply and its Associated Energy Generated with Renewable
Resources Contract No. 073-2010 was published in the La Gaceta. This contract was made by the
Empresa Nacional de Energia Eléctrica and Sociedad Inversiones de Generacion Eléctricas S.A. de
C.V. (INGELSA) Jilamito Hydroelectric Project (See Annex No. 1).

On September 7, 2012, the Attorney General's Office issued Legal Opinion No. PGR-DNC-041-
2012, in which a Support Agreement for the Compliance of supply Power and Energy Contract
No. 073-2010 was signed between Empresa Nacional de Energia Eléctrica and la Empresa
Inversiones de Generacion Eléctrica S.A. de C.V. (INGELSA) and Supportive Guarantee of the State
of Honduras, as stated in file No. PGR-506-2010 (See Annex No. 2).

On September 10, 2012, the Operating Contract for the Generation, Transmission and
Marketing of Power and Electric Power was signed between Secretaria de Recursos
Naturales y Ambiente and la Sociedad Inversiones de Generacion Eléctricas S.A. de C.V. (See
Annex No. 3).

On November 9, 2011, the Secretaria de Recursos Naturales y Ambiente granted a Contract
for the Use of National Waters for the Electric Power Generation of the Jilamito Hydroelectric
Project (See Annex No. 4).
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1.1 Name of the Project.
Hydroelectric Jilamito
1.2 Economic Activity.

The objective of the project is the use of the water resource of the Jilamito River for the generation of
electrical energy.

1.3 Location.

The Jilamito Hydroelectric Project is located on the Jilamito River, in the Jilamito Village,
Municipality of Arizona, department of Atlantida. The UTM coordinates of the project are:

Site X Y
Dam Site 0467820.00 | 1717429.71
Pressure Tank 0467366.66 | 1717799.61
Powerhouse 0466516.86 | 1719130.19
Conducting Line 0465894.00 | 1719208.00
Conducting Line 0466371.00 | 1718658.00

Influence Area of the Jilamito Hydroelectric Project
(See Annex No. 5).

Area de Influencia del proyecto Hidroeléctrico Jilamito

- 5000_0 NARio de Infl i

: 1 Area de Influencia

i M Tanque @ Presa
Datum: WGS84 # Sala maquinas
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1.4 Investment amount.

The initial investment of the project is Seven Hundred Thirty Six Million One Thousand
Six Hundred Seventy Lempiras Exact (L. 736,001,670.00).

1.5 Legal Guardian.

Name: Abg. Ana Lourdes Martinez Cruz

Address: Colonia Palmira, Calle Republica de Venezuela, frente a edificio Mas Publicidad,
Tegucigalpa, M.D.C.

Telephones.: 2222-2771

Fax. 2222-2771

E-mail: alourdes911@hotmail.com

1.6 Legal Representative.

Name: Lic. Rafael Ledn De Picciotto Cueva
Address: Km 13 carretera a Puerto Cortés, Choloma
Telephones.: 2565-2820

Fax.: 2565-2833

E-mail: ingelsa@iesa.hn
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Il. Biophysical Description of the Project Location Area.
2.1.Geographic conditions.

The Municipality of Arizona has a diversity of topographic levels, marshy areas, flood valleys, non-
floodplain plateaus, and small hills up to hills more than 1,800 meters high in the Nombre de Dios
mountain range.

On the project site and the northern band of the Texiguat Wildlife Refuge the topography is abrupt and
there are several types of soils.

211 Geological Conditions

The geology is represented in a high percentage by intrusive granodioritic, rock of high hardness but that
in exposed zones presents high alterations of the rocks converted into waste and saprolitic soils, that
due to its condition of easy erosion, it is possible to observe the landslides and the great thickness of the
reddish soils, Lateritic Waste. The rest are some outcrops of metamorphic schists that are observed
along the river or on the slopes of the nearby hills. The rock has healthy areas on the bedrivers with
profiles of cliffs or very vertical slopes product of the turbulent action of the river during the periods of
maximum avenues. The rocks that have been observed in the project area correspond to gneiss, which
are generated by the weathering of the area, coming from hard rocks such as granites, which are of
plutonic origin, meaning their cooling process has been slow, which results in the formation of large
silica crystals.

According to the Geological Map of Honduras, the project site is located in the stratigraphic unit
corresponding to (Pzm) Esquistos Cacaguapa, which are metamorphic rocks comprised of schists and
phyllites with quartz veins, sericitic schists, mica schists, talcum-schists, quartz shards, gneisses,
quartzites and marbles.

@5itio de Maquinas
@sitio de Presa

Depto. Yoo

@ Sitio del proyecto

Project Site
(Pzm) Esquistos Cacaguapa, (Qal) Quaternary Alluvium, (Ki) Intrusive Rocks
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2.1.2 Soil

According to the Simmons classification, the soils of the area where the project will be located are
Tomala soils (See Annex No. 6), which are well-drained, shallow soils derived from Esquistos
Cacaguapa with a mixture of marble and quartzite. The slopes of these soils are very steep with
slopes of up to 60%. Up to 20 centimeters deep are silty loamy soils of yellowish brown color.
These soils have a moderate content of organic material composed of litter and humus, with
granular structures and in angular and sub-angular blocks of different sizes, few thick fragments
within the profile, constituted by stones and gravels of highly weathered metamorphic rock, remain
moist most of the year, due to the vegetation cover they support.

@:itio de Maguinas
@:itic de Preza

Depta. Yom

@ Sitio del Proyecto
(Ta) Tomala, (Sv) Valleys Soils, (AM) Alluvial, (AS) Alluvial Soils, (AF) Alluvial Soils, (To) Toyos, (AP) Beach Sands

2.1.3 Use of the Soil

The area where the project will be developed is considered as Deciduous Forest (See Annex No. 7).
2.2.Underground and surface hydrography.

In the northern part of the Texiguat Wildlife Refuge, there are several streams and rivers, four of
which are declared micro watersheds (PROLANSATE, 2011). The declared micro watersheds are
the Matarras River, Mangungo River, Mezapa River and Jilamito River. There are also the
Texiguat River, San Juan River, San Juancito River and Jimia River as well as La Ruidosa
Stream, La Nutria Stream, La Vega Stream, Atenas Stream, Espinoso Stream, Grande Stream,
Chalmito Stream, Polomoy Stream, Liquidambar Stream, as like some other.

The Jilamito Hydroelectric Project will take advantage of the Jilamito River's water potential,

developing the project in part of the Jilamito River sub-watershed, which belongs to the Lean River
watershed.

10
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Jilamito River

The Lean River watershed has a total area of 60 km2, which is under code 5 at importance level in
the hydrological map of Honduras, but which at the Central American level, next to the Nutria y
Cuero watersheds, has under the Official Nomenclature the number 27.

The rivers near the project are the following:

Mangungo Mezapa Mezapita El La El
Site gung 2ap -ap Arrogante Nutria  Espinoso
River River River
Stream Stream Stream
Dam 5.7 km 4.2 km 1.4 km 3.5km 1.8 km 3.2km
Power 4.3 km 3.7km 1.3 km 2.6 km 3.0 km 46m
house

(See Annex No. 8).

The company has made measurements of flow, rainfall, temperature and relative humidity of the Jilamito
River watershed through a Civil Engineer specialized in Hydrology (See Annex No. 9).

2.3. Weather Conditions.

In the Municipality of Arizona, the very tropical rainy climate predominates, which is characterized by
abundant rains throughout the year without a marked winter season; the average annual temperature
oscillates at 26 °C, but also reaches up to 29 °C. The minimum temperature oscillates at 19 °C. The
prevailing winds of the Northeast bring humid air to the coast; the mountain mass of Texiguat and Pico
Bonito cause that the humidity that arrives at the coast becomes rain, making the most humid zones of
the country those of the plains and mountains of the Atlantic.

The estimated relative humidity is 80%, although it can often be higher. The humid tropical climate
in this area is characterized by good water conditions. The coastal plains and mountain slopes
located north of the Texiguat Wildlife Refuge receive rainfall between 1,800 and 2,800 mm / year;
the rainiest months are October and November, and the least rainy months are from March to
May.

According to Edgardo Zuniga Andrade, the project area presents an annual rainfall ranging from 1400 to
1600 mm.

11
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87030 06—

8700010

16000'N ——

(O Project Site

Source: The modalities of the Rain in Honduras, Edgardo Zuniga Andrade, 1990

2.4. Flora and fauna.

241 Flora

In the reserve, 671 species were recorded including 298 species of plants, 72 of amphibians and
reptiles, 200 of hirds, 25 of mammals and 76 of aquatic macro invertebrates, it is important to note that
in the Texiguat Wildlife Refuge there are species that they are within international environmental
conventions, such as the Convention on International Trade in Endangered Species of Flora and Fauna
(CITES), which includes in its three appendices some of the species that inhabit Honduras. On the other
hand, the IUCN Species Survival Commission includes several species of Honduran flora and fauna in
its Red Book.

In this sense, protection for the species Haptanthus hazletii is prioritized.
In order to conserve the species, it is recommended to start the circa-situm modality.
The flora species that are present in the Texiguat Wildlife Refuge are the following:

Cedrillo (Mosquitoxlum jamaicense), bone (Macrohaseltia macroterantha), drum (Hernandia
stenura), aguacatillo (Phoebe gentlei), cirin (Miconia argentea), charcoal (Guarea
brevianthera), mayamaya (Pithecellobium longifolium), matapalo (Coussapoa panamensis),
white blood (Pterocarp [us hayesti), girdle (Willardia schiediana), green zapote (Pouteria
viridis), bull leather (Gordonia brandegeei), cuts (Tabebuia guayacan), macuelizo (Tabebuia
rosea), paleto (Dialium guianensis), mountain wood ( Swartzia panamensis), barillo
(Symphonia globulifera), white mangrove (Laguncularia racemosa), rosita (Hieronyma
alchorneoides), cedar (Cedrela adorata), marapolan (Guarea grandifolia), massica

12
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(Brosimum alicastrum), blood (Virola koschnyi), turkey tail (Cespedezia macrophylla), ant
(Platymiscium dimorphandrum), bitter (Vatairea lundelli), jagua (Genipa americana), tit
(Zanthoxylum microcarpum), selillon (Pouteria izabalensis), barenillo (Ampelocera
hottlei), maria (Calophyllum brasiliense), ash (Licania hypoleuca), liquidambar
(Liguidambar striraciflua), aguacatillo (Ocetea laetevirens), reed beard (Cojoba arborea),
coal (Mimosa schomburgkii), black chaperone (Lonchocarpus lasiotropis), matasano
(Esenbeckia sp) , silion (Pouteria belizensis), san juan (Vochysia ferruginea), negrito
(Simauruba glauca), colorado, calf.

5

Project site Vegetation
2.4.2 Fauna

Within the direct project influence area, at least the presence and occurrence of some 40 species of
amphibians and reptiles with a high degree of endemism and approximately 13 species of aquatic macro
invertebrates in the Jilamito River have been reported in a sample. Endemic species are found, mainly
with the herpetofauna of the Refuge, one of the largest localities that have great endemism in the region.
There are 22 endemic species of herpetofauna in the Refuge, both from Texiguat and from the Nombre
de Dios mountain range. Added to this, the fact that in the Refuge was detected the presence of the five
species of felines located in Honduras and the danto (T. bairdii) this is a specie that is endangered
according to the IUCN, whose populations are threatened by forest fragmentation and excessive
hunting.

The fauna species that are present in the Texiguat Wildlife Refuge are the following:

Birds

Pajuil, (Crax rubra), turkey (Penelope purpuracens), goldfinch (Myadestes obscurus), pigeons
(Columba sp), thrush (Turdus plebejus), quetzal (Pharomacrus mocinno), torogon (Aspatha
gularis), white sparrowhawk (Leucopternis albicollis), woodpecker (Dryocopus lineatus),
oriole (Zarhynchus wagleri), chachalaca (Ortalis sp), parrots (Psitacidae sp).

Mammals

Guatuza (Dasyprocta punctata), tepezcuintle (Agouti paca), spider monkey (Ateles geoffroyi),
white-faced monkey (Cebus capucinus), tiger (Panthera onca), tigrillo (Leopardus wiedii), lion
(Felis concolor), mountain cat (Felis yagouarondi), squirrel (Sciurus sp), honey bear
(Myrmecophaga tridactyl), tyrole (Mazama americana), very rare to see them.

Reptiles

Yellow beard (Bothrops asper), timbo (Bothrops nummifera), mica (Spilotes pullatos),
coral (Micrurus nigrocinctos), false coral (Lampropeltis triangulum).

13
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Fishes

Downstream from the powerhouse are some species Cuyamel (Jothurus pichardi), tepemechin
(Agonostomus monticola), which will not be affected by being outside the area where the water
intake will be made.

It should be noted that some of these wildlife species have migrated to the core area of the Texiguat
Wildlife Refuge due to the reduction of vegetation due to the presence of people engaged in illegal
logging on the site.

2.5. Areas of environmental importance.

The dam site is located within the buffer zone of the Texiguat Wildlife Refuge, while the powerhouse is
located at a distance of 1.0 km from said refuge (See Annex No. 10), which has been verified by AFE
COHDEFOR (See Annex No. 11).

Decree 87-87 is the protection for the creation of the Texiguat Wildlife Refuge. This decree covers the
creation and management of protected areas of cloud forests. From the enactment of this Law, the area
was defined under the Wildlife Refuge management category.

Activities allowed by SINAPH.

++ In an unrestricted way, in the buffer zone to the protected area, scientific-cultural activities, hiking,
contemplation, preservation or conservation and regeneration of the ecosystem and / or landscape
can be carried out. In the same area and with the permission of the competent authority, hunting
activities, wildlife species collection, forestry, beekeeping, agrosilvopastoral practices, hunting farms
and zoo breeding grounds and others authorized by the State may be carried out too.

+» Likewise, the execution of projects for the generation of hydroelectric power with a capacity of up to
fifteen (15) megawatts in the buffer zones, if the area has the corresponding delimitation and the
corresponding approved Management Plan, will be allowed.

+¢+ Other related to ecotourism but regulated.
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Ill. Socioeconomic situation.

The Municipality of Arizona, is located in the North coast of Honduras, in the northern sector of the
country, specifically in the center of the department of Atlantida, between the coastal plains of the
Caribbean Sea and the Nombre de Dios mountain range in the department of Atlantida.

Its territorial limits are:

To the North: with the Caribbean Sea

To the South: with the Nombre de Dios mountain range.

To the East: with the municipality of Esparta.

To the West: with the municipality of Tela, Atl&ntida
The Municipality of Arizona has a population of 21,548 inhabitants, which is divided as follows: 10,902
Women and 10,646 Men. The surface of the municipality includes 530.80 km?

Water Supply.
The drinking water supply in the municipality of Arizona according to statistical data for 2001 is
segmented as follows:

= Public or private system piping 86.55 %
= Winch well 1.54 %
= Well with pump 0.53 %
= Of slope, river or stream 9.24 %
= Lake orlagoon 0.05%
= Of purifying companies 0.05 %
= Others 2.04 %
Garbage Truck.

The municipality of Arizona has a garbage truck; however, it does not cover all the homes in the sector,
according to the number of occupied homes the collection is done by:

= Garbage Truck 0.77 %
= \Waste taken to the container 0.16 %
= Private Service 0.77 %
= Burn or Buried 92.06 %
= Throws it to the street, river, ravine, lake or sea  4.69 %
= Other 1.56 %

Sanitary System.

In the municipality 2.73% of homes are connected to the sanitary sewer system, while 18.38% do not
have sewerage service, 18.54% use the simple latrine for the elimination of excreta, 60.06% are
connected to septic tank and 0.29% has a toilet with river or stream discharge.

Electric System.
The energy in the municipality is supplied by different sources, according to the inhabited dwellings; the
energy is distributed according to the type:

Type of Energy %
Own motor Electricity 0.24
Private system Electricity 3.58
Public system Electricity 65.57
Lamp, gas lamp (kerosene) 25.82
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Candle 4.10
fiirewood 0.08
Solar panel 0.08
Other 0.53

3.1.Communication in the area.

The place of the project is accessed by the paved road between Tela and La Ceiba, then take the detour
that leads to the community of Jilamito making an approximate route of 3.00 km on a unpaved road in
good condition. After the community of Jilamito to where the powerhouse will be built there are 7.7 km of
road used by people in the area where you only have access by horses and on foot.

The main means of communication used is the land bus service between the different communities
and the main population centers. The radio is the media and diffusion of more long range.
Currently there is a very good cell phone signal from the companies that provide this service.

3.2.Nearest Population.
The closest communities to the project are the following:

o San Rafael hamlet, is located at an approximate distance of 500 m from the powerhouse, has a
population of 45 inhabitants.

e Agua Caliente hamlet, is located at an approximate distance of 2.2 km from the powerhouse, has a
population of 63 inhabitants.

o Mezapita village, is located at a distance of approximately 4.5 km from the powerhouse, has a
population of 1,728 inhabitants.

¢ Jilamito Viejo village is located at an approximate distance of 4.0 km from the powerhouse with a
population of 162 inhabitants.

¢ Jilamito Nuevo village, is located at an approximate distance of 4.2 km from the powerhouse
has a population of 320 inhabitants.

o El Retiro hamlet has an approximate population of 357 inhabitants.

o El Empalme hamlet has an approximate population of 160 inhabitants.

3.3.Economic activities develop in the area.

The main productive activities in the municipality are related to agriculture, livestock, manual sawmilling,
wood processing and merchandize.

Below is a brief description of these activities:

Agriculture

The main source of income in most communities is agricultural activities, mainly producing basic grains.
Fruits and vegetables are produced at the level of home gardens; occasionally there is the cultivation of
sugarcane in some communities.

Livestock

Livestock activities are diversified and use traditional production systems. Most of the communities have
a high population of pigs, cows, horses, mules and poultry.
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Forest

This resource is used on a regular basis, obtaining mainly wood and firewood; on the other hand non-
timber products such as food and medicines are obtained. Hunting is also practiced for consumer
purposes and honey is harvested from wild hives.

Merchandize
There are other minor economic activities such as the sale of groceries.

Tourist Potential

It is important to mention that the municipality has a high Eco touristic potential, where we find several
points or sites of interest, such as waterfalls, boulders, watering place, viewpoints and caves present in
most of the communities.

3.4.Community structures.

Community structures in the Jilamito community are the following:

e 1 School
e 1 Church

3.5.Water supply source of the surrounding population.

The water of the community of Jilamito comes from the Jilamito River.
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IV. Description of the project activities to be carried out in each of its stages.

Honduras is a country with significant potential for hydroelectric generation, especially through small and
medium-sized power plants, due to its available water resources and its orography.

The Jilamito hydroelectric project will take advantage of the Jilamito River's water potential,
developing the project in part of the Jilamito River micro watershed, belonging to the Lean River
watershed.

The average flow for the site of selected intake work is 2.70 m3/ s, so the ecological flow to be
considered will be 0.27 m3/s (2701/s).

Due to the fact that there is no regulating reservoir that allows an hourly regulation of the river flow, the
type of exploitation of the resource will be flowing water or running water, that is, there will be no
important reservoir to store water. The waters will be derived from the river in an intake built in a weir on
the channel and conducted by a 490 m conduction channel, by the left margin of the Jilamito River.
Subsequently the water will be conducted by about 1,875 m of high pressure pipe to reach the
powerhouse.

General Data of the Project:

Nominal Data:

Watershed catchment area: 17.72km?
Design flow rate: 3.0md/s
Annual average flow: 2.70md3/s
Ecological flow: 0.27m?d/s
Gross Falls: 600.00m

Net Falls: 575.00m
Average rainfall in the watershed: 5,520.20 mm
Avenue design flow: 340 md/s
Avenue Frequency Period: Every 200 afios
Installed capacity:

Nominal Power: 14.90 MW
Annual Average Generation: 83.50 GWh
Plant factor: 64%
Interconnection Voltage to the SIN: 138 kV
Interconnection Line Length: 19.50 km
Civil works

Weir

Type: Gravity, cyclopean concrete on the edge of water.
Dam height: 525m

Dam width: 10.00m

Dam length: 22.00m
Dump

Type: Profile in tiers for energy dissipation.
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Water Intake

Type:
Water intake elevation:

Sand trap and spillway control

Type:
Volume;:
Dimensions:

Conduction
Type:

Slope:
Length:
Diameter:
Location:

Loading chamber
Type:

Dimensions:

Water Volume:
Water level meter:
Dump:

Pressure pipe
Type:

Length:

Diameter:
Thickness:
Hydraulic Distributor:

Powerhouse

Type of Unit
Download level (aprox.)
Area(aprox.)

Building:

Height:
Width:

Inclined grid self-cleaning
986.00 m

Biichi, rectangular pool with a longitudinal slope of 3.00%
320.00 m3

Width: 4.00 m; long: 32.00 m; Depth: 2.50 m minimum
with a bottom channel for sediments, Slope: 3.00%

Metal pipe exposed, in concrete supports, with an internal
diameter of 1.3 m. Water will flow from the weir to the
loading tank under pressure.

0.41%

500.00 m

1.3m

Left bank of the river

Loading chamber, reinforced concrete structure

7.5m (L) X 7.5m (A) X 8.00 m (Depth)

450.00 m3

1 Limnimeter

The Dump will be in the intake work, due to the fact that
the conduction line will be a pressurized system.

Charcoal steel pipe, exposed, supported by concrete
pilasters.

1,875.00 m

1.00 m

17-23 mm

At the end point of the pressure pipe the hydraulic
distributor will be installed, whose main function will be to
distribute and channel the water derived by the forced
pipe to each of the turbines through the guard valves.

2 Pelton, horizontal axis

382.00 m.s.n.m.

1,000 m2

Rectangular, concrete foundation, steel columns, block walls
with a gable roof of sheet metal, windows on all four walls
and an access bay.

17.00 m (from bottom of vent to ceiling ridge)

15.15m
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The water intake work in the Jilamito River will be of the "riverbed" or "zip line" type with a
relatively low weir, in order to raise the level of the river as little as possible and not to increase this
element of the project, given the gross fall of it; it will be located approximately at 985 m.a.s.l a
sand trap after this collection work will be responsible for accumulating the sediment solids that
pass through said structure.

After capturing the water to be turbinated and to drain it, the transportation of the same will take
place through exposed steel pipe. This pipeline will be designed to transfer the 3 m3 / s of design
flow from the project equipment to the structure of the pressure pipe.

At the end of the pipeline of the project, prior to the start of the pressure pipe of the same, there
will be a loading chamber. This work will be constructed of reinforced concrete, and will be
designed for the proper regulation of hydroelectromechanical equipment for the use.

Later, to conduct the water to the equipment in the control room, you will find the pressure pipe of the
project, which will be made of steel; this pipe will also be exposed.

The powerhouse of the project will be located at an elevation of 385 m.a.s.l. approximately, which will
house two Pelton turbines with two horizontal axis injectors with their respective generators, electrical
equipment of command and control. After the generation of energy the water will be returned completely
to the Jilamito River by means of two discharge channels.

General Scheme of the Project

. 2 )
TUBERIA DE CONDUCCION
© = 1.30 m - LONGITUD = 480 m

CAMPAMENTO GENERAL |
AREA= 1000w
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4.1.Construction.

The main components

The general outline of the Jilamito hydroelectric project considers the following elements arranged in
series:

Work Taking Jilamito River + Sand Trap

Conduction Pipe

Loading Chamber

Pressure Pipe

Powerhouse, with its equipment and vent.

Transmission line and electrical substation.

YVVYVYVYY

Powerhouse
It will house the two turbine-generator units with their grounding and excitation systems, the two
guard valves, the two hydraulic groups, cable channels and a 50-ton bridge crane.

Control Room
It will house the control, measurement, protection and supervision panels.

Electric Room
It will house the panels of medium and low voltage switches, bank and battery charger.

Restitution Channel
Two channel-type structures made of reinforced concrete, to deliver the turbine water to the river.

Sub Station
The transformer will be located in a covered area, adjacent to the Powerhouse building.

Additional Components during Construction.

Office

Cellar materials

Opening of access roads to the Works

Maintenance of existing roads

Aggregate processing plant

Concrete aggregates quarries

Concrete plant: small and truck mixers.

Solid waste dumps (dumpsites)

Quarry for the construction and maintenance of roads

The project’s construction is expected to be completed in 24 months (See Annex No. 12).

a. Leveling, excavations, new accesses.

The development of the Jilamito Hydroelectric Project involves the construction of access roads to the
powerhouse area; in addition, roads will be constructed that communicate from the project intake work
to its loading chamber.

The construction of this road will be carried out as defined by Detailed Engineering and as the works
progress, so the exact length of this road is not yet known. However, it is preliminarily known that the
length of the access road will be 7,698.19 m and a width of 6.00 m (See Annex No. 13).
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For the transportation of materials, tools, machinery, equipment, etc., for the construction of the support
saddles and the anchor blocks and for the installation of the pressure pipeline, a heavy-lift cable car will
be used; no roads will be built along the project's pressure pipeline. The estimated load capacity of the
cable car will be about 10 tons.

To achieve earthmoving, small "spider" type excavators should be considered which do not need an
access road to be located at the points where they carry out earthmoving work.

G 2

e car loading heavy m

inery and steel pipes

Example of cabl

b. Total Area.

The total area of the project is 23,157,140 m2.
c.Construction Area.

The total construction area is 9.375 m2.

d. Construction characteristics of physical facilities.

Intake Work in the Jilamito River + sand trap

The deviation works of the river will be carried out as part of the construction of the intake work. This
intake work will be, as mentioned above, of the type "riverbed", and will be relatively low; the maximum
level in the catchment grid of 3 m3 /s is defined at 986.00 m.a.s.|.

The structure will have an exceedances landfill of about 13 m wide at the height 986.50 m, which
will dissipate the energy of the excess flow by means of the construction of bleachers, and with a
steel grid of 6 m wide in the adjacent part to the left bank of the river; it will be built of reinforced
and cyclopean concrete, and will have walls on its sides to protect the floods, which will be
constructed of reinforced concrete. Below the grate there will be a box, which will contain the water
that will be taken to the subsequent sand trap. After the intake work, the entire width of the
riverbed will be placed with foundation to prevent erosion in the base of the work downstream of it.
The sand trap of the flow taken from the Jilamito River (Biichi type) will be found on the left bank of
the river, immediately after the intake. It will have a compound grader at the beginning for the
evacuation of the largest solids that manage to pass the capture grid. After this, proceed to the main
body of the sand trap, which will have a width of 4.00 m and a minimum depth of 2.50 m, without
counting the bottom channel; the length of this part of the structure will be 32 m with a 3% slope. At the
end you will find the purge system of the bottom channel, towards the Jilamito River; just before the
purge, the landfill will be located at a height of 984.35 m.a.s.l. through which the water resource will flow
into the pipeline of the project. The sand trap will be constructed of reinforced concrete. (See Annex
No. 14)

The intake work on the Jilamito River is planned near the point with coordinates UTM 16P 467'810
E 1'717'610 N.
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Conduction Pipe

To conduct the water to turbinate from the intake point to the loading chamber and finally to the
Powerhouse, a conduction structure capable of carrying the 3 m3 / s of design flow of the project is
necessary. For this element, the installation of steel pipe of approximately 490 m in length has been
considered; the estimated diameter for this pipe is 1,300 mm.

The pipeline of the project will be installed in an exposed way and will have supporting saddles
throughout its route, which will be constructed of reinforced concrete. It will be built on the adjacent road
to the pipeline of the project, which will go from the intake work in the Jilamito River to the loading
chamber prior the pressure pipeline.

(See Annex No. 15)

Loading Chamber

In order to guarantee the flow for the regulation of the equipment in the powerhouse of the project,
and in order to support the level changes that may be caused by variations in the operation of the
plant, precisely from the same equipment, the construction of an element that supports the
oscillations associated with these events is necessary.

The loading chamber of the Jilamito Hydroelectric Project will consist of a single section. It is a
square of 7.50 m long by side and 8.00 m deep, and will be connected on one side with the
pipeline and on the other (perpendicularly) with the pressure pipe of the project. As for the
construction aspects, it will be built entirely of reinforced concrete and will have a cover to prevent
the entry of pollutants into the water to be turbinated (See Annex No. 16).

In replacement of the loading chamber, a usable raft of some 21,000 m3 could be envisaged, which would
guarantee the power of 14.9 MW for 95% of the time during the hours of more use (4 hours a day).
The loading chamber is provided close to the point with UTM coordinates 16P 467'337 E 1'717'772 N.

Pressure Pipe

Starting in the loading chamber of the project will be placed the pressure pipe, which is expected
to be steel, which will lead the water from this point to the bifurcation prior to the turbines in the
powerhouse. The estimated diameter for it is 1,000 mm, with an approximate length of 1,875 m. At
the beginning of the pipe a butterfly valve with safety locking devices will be installed, which is
necessary to avoid causing damage to the steeply sloping hillside where the pipeline will be
installed or in the powerhouse, due to eventual failures of the pipeline .

The pressure pipe of the project will be installed in an exposed manner and will have supporting
saddles throughout its entire length. Where necessary, due to abrupt changes of direction either in
the plant or in profile (for prior to arrival at the powerhouse), large anchor blocks will be installed.
Both the blocks and the saddles will be constructed of reinforced concrete. (See Annex No. 15).

For the transport of materials, tools, machinery, equipment, etc., for the construction of the
supporting saddles and the anchor blocks and for the installation of the pipeline, a heavy-lift cable
car will be used; the construction of roads along the pressure pipe of the project is not foreseen,
which will positively favor the environment, this being an innovative system in the country. The
estimated load capacity of cable car will be about 10 tons.

Powerhouse

The project's powerhouse will be located on the left bank of the Jilamito River at approximately 385
meters above sea level (level of income of the pipeline); will be of external type and within it will be two
Pelton turbines of horizontal axis of two injectors that will have an installed capacity of about 14.9 MW of
power.
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The usable flow will be conducted to each of this equipment through a bifurcation in the pressure pipe
prior to the arrival of the same to the powerhouse. This last section of bifurcated pipe will have a smaller
diameter per unit. Just before the water enters the turbines, butterfly valves will be found to stop the
operation of the equipment.

For the assembly and maintenance of each of the equipment components (turbine, impeller,
generator, etc.), a bridge crane with sufficient capacity to load and move them will be used.

The discharge of the turbines resource will be achieved through discharge channels that will
receive the water used in both machines to return it to the Jilamito River.

(See Annex No. 17)
The powerhouse is planned near the point with coordinates UTM 16P 466'530 E 1'719'127 N.

Electrical substation and transmission line

In the same powerhouse will be generated 13.8 kV and a high substation will be installed at 138 kV to
transport the energy produced in this voltage due to the greater efficiency in terms of load losses. After
this, to achieve interconnection the transmission line should be extended from the Jilamito HP
powerhouse to the Lean substation. (See Annex No. 18).

Interconnection Line

The interconnection with the SIN will be done through a three-phase aerial power line at 138 kV 60 Hz,
with a transport capacity of 17.0 MW and 19.50 km in length. The line will be built in lattice type metallic
structures, according to the ENEE technical specifications.

Interconnection Substation:
On the site called Lean, an exchange Substation (Switcheo) will be built without transformation. To
connect to the transmission line L 516 of 138 KV, this goes from Tela to La Ceiba.

Provisional installations

Prior to the physical execution of the different elements of the project, temporary works
necessary for the storage of materials, machinery and equipment of the contractors
thereof must be constructed.

Dumps

The project will have sites destined for dumps; its location will be defined by the
corresponding Detail Engineering during the construction process according to the best
engineering practices and economic technical analysis.

Quarries
The location will depend on the results of the laboratory analysis during the construction period.

Camps

The construction of camps will not be necessary since the camp that was built for the "Mezapa
Hydroelectric Plant" will be used, which has offices for Project Supervision, the contractor and
subcontractors. The camp has excellent conditions of security, lighting, health and hygiene. It has the
necessary facilities for a nursery with the capacity to produce 5,000 seedlings per month. The houses for
the technical and administrative staff will be located in the community of Mezapita.
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Nursery House for technical and administrative staff

Materials and supplies to be used during construction:

e Cyclopean concrete
» Cement

* Concrete blocks
* [ron

* Grids

* Zinc sheets

* Iron rod

* Wood

* Nails

+ Welding rod

* Sand

* Gravel

* Gutter

* Painting

* Gas

* Explosives

Machinery to Use.

* D6R and DG6H tractors.

* Spider-type excavator

* Retro-excavators

* Hydraulic hammers on excavator.
* Moto leveling machines.
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* Vibratory and manual roller compactors.
*5and 10 m3 dump trucks.

* Service trucks.

* Pick Up 4X4

* Pneumatic drills.

* Paila trucks

* Heavy Equipment Maintenance Trucks
+ Compressors

*Welding equipment

Aggregate processing plant

Due to the distance of the aggregates production centers, it is foreseen to manufacture the coarse and
fine aggregates in the work site, using as quarry the Jilamito River material. The aggregate production
plant or crushing plant will consist of a crushing mill and an aggregate grading system that will have a
pumping system for water supply and the energy supply will initially depend on a diesel power plant.

This plant will be located within the home of the powerhouse. The plant will be equipped with reducing
devices or fines decanters and means to avoid river contamination by diesel or grease waste.

Concrete Plant (small mixers)

For the production of concrete will be used concrete plants and mobile mixers of 1.5 bags and 2 bags
with gasoline engine and mixers of 3 self-propelled bags, gasoline engine the dosage of aggregates,
water and additive will be volumetric and the concrete in bags.

4.2. Operation.

Once the assembly work is completed in the entire dam system, powerhouse, electromechanical and
electrical installation, it will proceed to the issuance of the owner's preliminary acceptance certificate,
prior to the operation and performance tests that must be carried out to each of the equipment and
production systems before issuing a substantial acceptance certificate.

In coordination with the Empresa Nacional de Energia Electrica, the final tests are carried out,
which consist of interconnecting the plant generators with the national interconnected system, thus
leaving the plant ready for commercial operation, after reading the energy meter in the delivery
point established in the PPA.

During the plant’s operation there will be qualified engineering staff and technicians who will be in
charge of their due operation and the respective maintenance to maintain it at the optimum level.
Likewise, there will be staff from the area that will be hired to clean the grid, clean the conducting
channel and supervise the works.

a.Project Objective.

The objective of the project is the generation of Electric Power through water, an installed capacity
of 14.9 MW is estimated.

b. Materials or supplies to use.
Water is the main resource to be used; maximum flow rates of 3.0 m3 / s are estimated.

The materials to be used during the operation stage will basically be spare parts for machinery and
consumables (hydraulic oils, lubricating oils, fuels solvents and paints).
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c.Tecnologia a utilizar.

Turbines

Type: Pelton

Injectors: Two per Turbine
Turbine design flow rate: 1.50m3/s
Number of Units: Two

Efficiency at design flow rate: 88.00%
Rotational speed: 720 RPM
Power of each turbine: 7.45 MW

Inlet valves: Spherical
Control Units: Hydraulic oil
Regulator: Governor of Speed-Frequency and Active Power.

Runaway speed:

1300 RPM

Separation of Units: 6.60 m
Generators
Estimated maximum annual production:  100.00 GWh
Service Factor: 1.25%
Power Factor: 0.9
Type: Three-phase synchronous
Ventilation: Air | Water.
Rotor: Rotor of salient poles with damping coils.
Excitation: Auto excited in solid state.
Insulation class: FIF
Nominal capacity: 7.45 MW
Plate Capacity: 8.20 MVA
Power Factor: 0.9 backward
Nominal voltage: 13.8kV
Frequency: 60 Hz
100% efficiency: 96.91%
Overload: 110% for 1 hour
Regulator: AVR and Reactive Power.
Moment of Inertia GD2: 7tm2

Auxiliary equipment

Electric Panels:

Elevator transformer.

Emergency generator.

Supervision and Control System:

Automatic Control Panels, Local-Remote for each generating unit.
Common Protection panel, Measurement and annunciator of alarms and shots.
Bar Panels and Medium Voltage Switches of Generators and

Bars Panel and switches of the Own Service.
Bars Panel and switches of the Own Service Transformer and

SCADA system (Supervisory Control and Data Acquisition which translated into Spanish means: Control
Supervisor y Adquisicion de Datos) for the digital collection of status and operation data and for the
remote control of the generating units. Limnimeter in the loading tank.

27



“Hydroelectric Jilamito” DAC AMBITEC,

Own Service Transformer
Capacity of 150 KVA, 208/120 V

Light and Force System
Lighting and outlets in PowerHouse, Sub Station, Loading Tank and Dam.

Emergency generator
A 75 KW emergency generator driven by diesel engine, starting and stopping
automatically, with transfer switch.

Sub Station

The substation will be for outdoor equipment. In this area will be located the 20 MVA
step-up transformer, with line disconnectors, earthing switch, power switch, current and
potential transformers for measurement and protection of the transformer and the
electric line, and a granty for the connection with the transport airline.

Crane

Crane type traveler bridge, located in the engine room, with displacement on 2 fixed rails, one at each
end and on which run the 4 wheels of the bridge. The crane is positioned on the generating units and
guard valves.

Capacity: 50 Ton

Drive: Cable control with remote center.
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V.Human Resource.
5.1.Number of employees.

In the construction phase of the project, there will be 225 employees and 11 employees will work in
the operation stage.

5.2. Distribution by Departments.

Construction Stage

= Heavy Machinery Operators 20 people
= Light Machinery Operators 10 people
= Bricklayers and Assistants 50 people
= Welders and Assistants 25 people
= Carpenters 10 people
= Technical Staff 20 people
= Administrative Staff 15 people
= Laboratories and Quality Control 10 people
= Nursing 1 person
= Maintenance Staff 10 people
= Security 20 people
= Electricians and Linesmen 20 people
= Food and hygiene 14 people

e Operation Stage:

Departament | Number of Gender
employees

Operation 3 Masculine

Maintenance 3 Masculine

Civil Works 2 Masculine

Administration 1 Masculine

Forest 2 Masculine

5.3. Workdays.
Construction Stage: It will work under the scheme of 11 continuous days from 6:00 a.m. to
2:00 p.m. plus three days of continuous rest. Eventually, work will be done under the scheme of
44 weekly hours with three rotating shifts.

Operation Stage: Due to the nature of the operation, it will work with three rotating shifts
so that the Plant operates 24 hours a day, 365 days a year.

5.4. Benefits to be granted.
The employees will count, in addition to all the benefits granted by the Labor Code Law, with the

following benefits: transportation to work sites, accident insurance, medical insurance, and training
against accidents.
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VI.Basic Services.
6.1. Water Supply and Consumption.

The supply and consumption of water during the construction stage will be obtained from the
Jilamito River. The design, logistics and operation of said supply and consumption network will be
under the responsibility of the civil work Contractor who is awarded the construction of the project,
having to follow the environmental regulations established by the corresponding authorities.

The water for human consumption will be bottle purified water.

6.2. Garbage Truck.

Due to the fact that there is no municipal garbage truck, there will be a private service that will
transfer the waste to the Arizona municipal crematorium. This work will be the responsibility of the
Civil Works Contractor who is awarded the construction of the project, having to follow the
environmental regulations established by the corresponding authorities.

It is also planned to install a garbage dump on the project site, with all the necessary environmental
characteristics to avoid contamination of the area.

6.3. Telephone Access.

In the area there is no telephone service, so the project will have radio communication systems and
satellite telephony.

6.4. Sanitary and Pluvial System.

During the construction and operation stages, the project will be equipped with toilets with their
respective septic tanks. The individual toilets for the construction employees as well as the waters
coming from cleaning activities will be connected with said septic tanks.

The pluvial drainage will be by natural means following the unevenness of the land.

6.5.Road System.

Access to the different points of the project will be by cable car like from the loading tank to the
powerhouse and by dirt roads from the loading tank to the weir.

Likewise, the development of the Jilamito Hydroelectric Project involves the construction of an access
road to the powerhouse area.

The construction of this road will be carried out as defined by Detailed Engineering and as the works
progress, so the exact length of this road is not yet known. However, it is preliminarily known that the
length of the access road will be 7,698.19 m and a width of 6.00 m (See Annex No. 13).

6.6. Type of Energy.
In the areas where the project will be developed, there is no electricity. Due to the proximity to Jilamito

an extension of the primary circuit of this community is projected which will supply the office, campus
and workshops.
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For the loading tank and intake sites the power supply will be through stationary generators, from 1
to 2 units with a total of 600-700 Kw generation capacity.

During the project operation, electric power produced by the same generating plant will be used.

Likewise, the powerhouse will be provided with a Diesel generating unit for emergency cases of
essential services. This unit will be installed on the outside of the powerhouse, with its required
protection systems which is expected to provide:

Continuous power supply of the battery chargers of the Power House.
e Continuous power supply for the essential AC service for control of the power plant, fire
detection and safety.
Opening of a bottom discharge gate with its own power supply.
o Capacity to supply the high demand electric service required for the following operations:
= Start and connect a unit to the national interconnected system without external conditions.
= Operate the sump pumps under conditions of maximum flow.
= Operate fire pumps in the powerhouse.
= Operate the powerhouse cranes, the dam frames and the drainage monorail.

The emergency generator will be dimensioned for continuous operation, automatic starting and
feeding of the main bars. It will be supplied with a diesel storage tank of adequate capacity.
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VII. Contingencies.

As part of the corporate policies and taking into account the guidelines provided by the National
Legislation on Safety, Health and Environment, this study proposes general guidelines for the
preparation of a Contingency Plan, which must be formulated by the Contractor either of Civil Works and
assembly of machinery adapting to the specific conditions of the environment and of the labor activities,
for contractual acceptance and for compliance with the municipal and governmental environmental
authorities, additionally, a Contingency Plan will be formulated according to the Organizational Structure
of the Generation Company and Internal Policies, will also take into account institutions such as
COPECO, the Fire Department, the Red Cross and others that provide assistance in the event of high-
risk natural disasters and contingency accidents. Said plan has the purpose of preventing any potentially
dangerous situation that represents damage to the health or physical integrity of the workers as well as
diminishing the risks inherent in the development of the site preparation, construction and operation
activities of the project.

The contingency plan should be based on:
e Action plan during emergency.
Use of equipment for the protection of assigned tasks.
Designation of specific areas.
First aid.
Clean and neat.
Spills Prevention.
Traffic accidents.

It should be noted that the probability and magnitude of the contingencies that may arise, are
determined depending on the stage of development of the project, that is, in the construction stage
there is a greater risk of accidents due to the nature of the activities and the number of people
involved, on the other hand, in the operation stage, the number of employees is lower and the
activities to be carried out have a lower risk of emergency occurrence.

7.1 Organizational Structure

The organizational structure will be made up of different levels of operation (Supervision and Execution)
in the construction activities, assembly of equipment and machinery as well as in the operation stage of
the project; these levels will be integrated by staff with the necessary competence according to the
assigned functions.

Risk management will be entrusted to all staff that integrates the different levels of the organization,
which could be integrated hygiene and safety committees, taking as a rule that the committee that
complies should be composed of an equal number of representatives of the employer and Workers. This
will also take into account working days establishing a committee for working hours.

In the construction stage, the direct responsibility for the execution of the contingency plan
corresponds to the contractor in charge of the construction work who will select the person
responsible for the implementation of said plan and will also have a construction execution
protocol that contemplates both the prevention of accidents, drills, review or inspection of
infrastructure conditions and work environment aimed at effective risk management.

INGELSA will be directly responsible for compliance with the plan of the operation stage and will
supervise the compliance of the same by the contractor in the construction stage.
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7.2 Occupational Safety

Action Plan During Emergency
This plan aims to provide an effective and efficient response to the occurrence of events following
predefined logical steps.

Rules to Follow in Case of Fire
To attack and counteract the fires, a series of basic rules have been created to avoid that in case of
this, the damage may be greater and above all avoid the loss of human life.

Authority Designated by the Company

Both the Contractor and INGELSA will appoint a Representative (Chief of the Hygiene, Safety and
Environment Committee) with sufficient authority to make decisions based on their experience, to direct
the workforce to a fire event in order to carry out the safe actions to face the sinister.

This will also be the communication link between the Company and external institutions such as the
Municipal Fire Department, Red Cross.

Coordination of the Safety Committee with the members present or in shift, for the execution of the
response actions before a fire event, will carry on.

Identification of Institutional Assistance

You must have identified the different external entities in the project jurisdiction (Fire Department, Red
Cross), that can provide help, with the name of the entity, name of the contact, telephone numbers to
establish communication before a fire event of a such magnitude that it cannot be counteracted by the
Safety Committee of the company.

This information should be available to key staff of the company at any time.

Communication devices available

The means of communication available must be established and provided so that the staff,
whether from the Company's Safety Committee or not belonging to it, can give alarm to the rest of
the workers and ask for help from the Institutions authorized to provide assistance in event of a fire
event of such magnitude that it cannot be counteracted by the staff.

For this you can provide:
e Portable radio
e Portable Speakers.
e Alarms (bells, electronic devices with audio).

Equipment to Attack Fires
First of all you must have a basic equipment to attack any fire of small magnitude.

Within the equipment that can be used is:

e An extinguisher in places where flammable liquids are handled.
Long extension hoses in case of having to attack a small fire.

e Emergency departures which must have a dimension that allows the eviction of employees
in @ maximum time of three minutes.

o Helmets and gloves for personal protection in case of attacking a small fire with a fire
extinguisher.
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In addition to having the equipment, it is important to give employees talks about how to act in case of a
fire and teach one or more employees how to use fire extinguishers in case of emergency.

It is important to mention that fire extinguishers should be given constant maintenance to avoid
damage and a periodic review to verify its validity or expiration.

It is clear that all the guidelines that are proposed are to counteract a fire of small magnitude, not
for major fires.

Signaling Area

It is important to highlight the importance to signaling the different areas and the location of the project
equipment.

The signaling is an element that transmits information on the status, location and characteristics of the
equipment and the different areas for each activity.

The signaling system is used to give better and greater location and orientation, to the staff in general,
besides when an evacuation route is followed; the loss of time is avoided. Staff will be trained for this
purpose.

That is why the signaling must be done through visible, clear and understandable signs.

The following must be signaled:

The location of fire extinguishers.

Flammable areas, with a no smoking sign or no matches.
The location of tools.

The dangerous areas.

Evacuation routes.

Emergency exits.

Areas and different work centers.

The following General Standards must be followed:

e The signaling should not be affected by the occurrence of other signals or circumstances that
hinder their perception and understanding. The signaling must remain as long as the situation
that motivates it persists.

e The means and signaling devices must be kept clean, checked, repaired or replaced when
necessary in order to preserve their purpose.

o Health and safety signaling will be carried out using safety colors, panel signs, obstacle signs,
dangerous and marked road signs, special signs, acoustic light signals, verbal communications
and gestural signals.

o Safety colors will have the following characteristics:

o They should draw attention and indicate the existence of a danger, as well as facilitate
their rapid identification.

o They can also be used by themselves to indicate the location of devices and
equipment that are important from the safety point of view.
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Table of Safety Colors, Meaning and Indications

COLOR MEANING INDICATIONS AND
PRECISIONS
Prohibition Danger - Dangerous behavior
Alarm Stop, disconnection and emergency
RED devices Identification and location.
Firefighting equipment and
material
YELLOW OR Warning Attention, caution.
ORANGE Verification.
Obligation. Behavior or specific action.
BLUE "
Obligation to wear personal
protective equipment.
Salvage or aid. Doors, exits, passages, materials,
Premises, etc. rescue or emergency post.
GREEN Safety situation.
Back to normal.

The combination between safety colors, contrast and symbols or pictograms will be made according to
the following table:

Symbology Colors

SAFETY CONTRAST | SYMBOLS
COLOR COLOR COLOR
Red White Black
Yellow Black Black

Blue White White

Green White White

e The prohibition signs will carry the following characteristics:

o Round shape.

o Symbol in black on a white background, edges and red bands (transverse descending
from left to right crossing the pictogram at forty-five degrees (45°) with respect to the
horizontal). The red color must cover at least thirty five percent (35%) of the signal
surface.

e Warning signs will carry the following characteristics:

o Triangular shape (equilateral triangle).
o Black symbol on yellow background and black borders (yellow must cover at least fifty
percent (50%) of the surface of the signal).

e  The obligation signs will have the following characteristics:
o Round shape.
o White symbol on a blue background (blue must cover at least fifty percent (50%) of the
signal surface).
o Signs relating to firefighting equipment shall have the following characteristics:
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= Rectangular or square shape.
= White symbol on a red background (the red color must cover at least 50% of
the signal surface).

e The rescue or emergency signals will have the following characteristics:

o Rectangular or square shape.

o White symbol on a green background (green should cover at least fifty percent of the
surface of the signal.

e The requirements for using the signals in the form of a panel are the following:

o The signs will be installed preferably at a height and in an appropriate position in
relation to the visual angle, taking into account possible obstacles in the immediate
proximity of the risk or object to be signaled, or when it is a general risk, in the access
of the risk zone.

o The place where the signal is placed must be well lit, accessible and easily visible. If
the general lighting is insufficient, additional lighting will be used, or phosphorescent
colors or phosphorescent and well-lit material will be used.

o Not put to many signals close together may cause confusion.

o The signals must be removed when the situation that justified them ceases to exist.

e Special signaling; in case of falling risks, shocks and blows.

o For the signaling of unevenness, obstacles or other elements that give rise to risks of
falling of persons, shocks or blows, it will be possible to choose, with equal efficiency a
corresponding panel or a safety color, or both can be used in addition.

o The delimitation of those areas of the work premises to which the worker has access
on the occasion of this, in which there are risks of falling people, falling objects,
shocks or blows, will be signaled, by means of a safety color .

o The signaling by color referred to in the two previous sections, will be made by
alternate yellow and black stripes, the stripes should have an approximate inclination
of forty-five degrees (45°) and be of similar dimensions according to the following
model:

AN \N NN AR\

e Characteristics that must be marked on the communication routes.

o When the use and equipment where required, for the workers protection, the traffic
routes of the vehicles will be clearly identified, by continuous strips of a visible color,
preferably white or yellow, taking into account the color of the soil.

o For the painting of the strips, the necessary safety distances between the vehicles that
can circulate on the road and any object that could be nearby, as well as between
pedestrians and vehicles, will be taken into account.

o Permanent exterior roads that are located in built-up areas should also be marked to
the extent necessary, unless they are provided with barriers or an appropriate
perimeter.
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All these signaling rules must be instructed to the Hygiene and Safety Committee of both the
Contractor and INGELSA of the project, by a professional in aspects of occupational hygiene and
safety, giving the training to all the representatives and members of each committee (in the case
that there is more than one due to the organizational need of more than one working day); it must
be defined which signals will be used, these should appear graphically and in color in the hygiene
and safety manuals of both the contractor in the construction and assembly stage and in the
operation stage by INGELSA, said manuals should be accessible to all staff and as part of the
induction of new employees should be educated about its content and application.

7.3 First Aid

To be able to attend the first aid, there will be a First Aid kit which will be supplied with the
necessary equipment to assist the staff in non-serious or minor emergencies.

In this First Aid kit you will have the following medications:

e Small, medium and large dressings e Hibiscet (disinfectant soap)
e Bandages e Analgesics

e Immobilizing splints e External local anesthesia

e Cervical necks e Anti spasmodic

e (Gauze e Optical solutions

e Sticking plaster e Sulfaplate (For burns)

o Wipes e Antacids

e Cotton e Antidiarrheals

e Peroxide e Ophthalmic solutions

e Alcohol e Antidotes for snake bites

It is necessary to be trained to be able to give the adequate assistance at the moment of an accident
that is why in the project, there will be people trained to give the assistance in the correct way. It has
been taken as a precaution to have several capable people because in the absence of one, another will
be available to give the necessary assistance. The training of the employees responsible for the First
Aid kit should be provided by a health professional, be it a general practitioner or Red Cross staff, the
effectiveness of the training on supervised practices will be evaluated.

The training will be given to the representatives and members of the Safety Committees of both the
Contractor and INGELSA, who are present at each working day to ensure timely assistance in the
event of a minor accident, personal injury to any worker.

Records will be kept of each accident event or first aid assistance (due to occupational disease,
pre-existing illness, among other probable causes) where the type of accident, cause of the
condition, medications provided, date of the incident, name of the accident, etc. will be established
also the person served, referral to a healthcare center in case of further treatment when necessary,
the responsible for providing first aid, all this information will be analyzed by the hygiene and safety
committee to establish the applicable preventive and corrective measures, any event will be
quantified by means of applicable statistical techniques.

It is important that this First Aid kit is conditioned with medications for injuries, accidents or first
degree ailments, which does not require medical or professional assistance.

It will be treated that in the project, accidents do not happen very often due to the precaution that will be
taken when executing the different activities. All accidents and minor assistance that have to be given will
be given in the project, the assistance they require a professional, they are treated in a hospital or in a
private clinic.
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7.4 Clean and Neat

This section refers to the correct disposition and in its place of the utensils, tools, machines,
containers, waste in each work place, in order to reduce the risk of suffering work accidents it is
essential to maintain order and cleanliness in all work areas. That is why the project will have a
series of rules to follow to maintain order and cleanliness in it.

Here are some rules and parameters to follow:

e Throw the garbage in its place.

o Place the tools and materials in the places already established and well protected.

e Carry out a garbage collection in your work area at the end of the day and deposit it in the
trash can.

e Leave at the end of the day, your work area well-arranged and conditioned.

7.5 Behavior and Rules of Conduct

Both the Contractor during the construction and assembly stages as well as INGELSA for the operation
stage must establish an Internal Regulation which will regulate the conduct of the workers during the
working hours by means of regulations, said regulation should focus on the following aspects:

¢ Restriction of consumption of alcoholic beverages.
* Presentation of the worker's drunken state during working hours.
* Adequate clothing at work.
* Use of assigned personal protective equipment.
* Prohibition of smoking in critical or restricted areas.
* Prohibition of the use of stimulating substances (drugs, narcotics).
* Misuse of communication equipment.
* Fights or pugilism among workers.
* Respect and mutual cooperation.
* Restriction on the use of weapons in the workplace.
* Confidentiality of company information.
+ Contribution to the protection of local fauna.
* Adequate disposal of waste.
* Cleaning and order of the work site.
+ Section of internal sanctions.

The weighting of the magnitude of an incident must be agreed between the Contractor and
INGELSA, as well as the appointment of the representatives of the parties for the communication
and resolution of conflicts.

7.6 Hurricane Preparedness

The project will establish and maintain a preparation plan against hurricanes or tropical storms where
preventive actions are established to continue if necessary; the timely evacuation of staff at risk,
assurance of the existing infrastructure, suspension of services (closing gas water and electricity
supply,) securing of fuel tanks and evacuation of transport units.
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7.7 Post=Storm

Once the storm has passed, every effort should be made to return to normal operation in the project. A
complete inspection of the installation must be made and any type of damage must be evaluated, which
must be reported and repaired.

Project staff should return to their work as quickly as practically possible after the storm has passed.
Consideration should be given to the existence of broken pipes and broken transmission lines when
inspecting the project.

Care should be taken when reconnecting to the electrical system since faults in the system can
cause operational problems.

7.8 Floods

Severe floods can result from heavy rains, or from waters carried by storms. Floods bring the
following threats:

e Contamination. The flooding of the waters can cause drains and bilge pumps to overflow
causing environmental pollution.

o Damaged equipment. Machinery and other equipment can be damaged due to the
elevation or overflow of water.

e Threat of electrocution. The flooding of the waters can cause electrical short circuits and
can cause electric shock.

o Flooded land may sink. Tanks underground, especially if they are empty, may be forced to
emerge. The pipe can be broken or distorted.

e Ground slides. Flooded lands can move or result in landslides or mud. Earth dams can
collapse.

Procedures

In case of flooding of the waters or continuous heavy rains the person in charge of the project must
ensure that:

e Timely evacuation of the workforce.
Communication and coordination between the Contractor, INGELSA and the Local
Institutions of the jurisdiction and national institutions represented locally; COPECO,
ENEE, Red Cross to determine the actions to be taken depending on the intensity of the
natural event.

e Inventory and equipment should be moved from the site to a safe storage location or
raised high enough to ensure they are not flooded.

e Vehicles should move to higher places if possible, or evacuate them.

Post-Flooding situation

In general, follow the outlined procedures established in a Procedures Manual in such events for after a
hurricane, which should contemplate at least the following actions:

e Ensure that if there is contamination by sediment, organic plant material (fallen trees), be
contained and removed in accordance with established procedures.

o Check if there has been any collapse or possible distortion of the equipment's frames and
its foundations.

o Review the state of conservation of infrastructures such as tunnel and powerhouse.
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o Evaluate the conditions resulting from the access routes to the site.
e Pump the areas that have not been drained naturally.

7.9 Spill Prevention

It is intended to prevent or minimize the potential for contamination from spills and identify the actions and
equipment required to disperse or remove contaminants in case they occur.

Fuel spills

The areas considered critical must be defined and conditioned to reduce the risk of spills. Generally
small or moderate spills occur when the machines maintenance is carried out and during the supply of
the same due to not using the adequate tools and not having the minimum required care, on the other
hand, the spills of larger quantities are linked to the activities of transport and discharge of fuels.

For the control of spills caused, spill equipment must be purchased, which must include at least:

Absorbents of cloth type, pads, wood sawdust, shale.
Shovels, poly bags.

Protection glasses.

Boots.

This equipment is functional for the use of containment and prevention of spills of fuels and oils.

Small Spills
The penetration of fuel into the soil will be avoided by using absorbents, cloths or other containers. All

fuel wastes will be collected and their final disposition will be made according to the best environmental
practices in waste management.

Large Spills

Due to the magnitude of the spill, external help will be required to control it; the measures
recommended by the external support team will be taken.
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7.10 Traffic Accidents

The transit through the access roads to the project being from the working population and of the
machinery and heavy equipment in the construction and assembly stage will be done considering
all the existing regulations in the traffic regulations, being the drivers trained to this aspect.

Drivers must have their current driver's license, respect the speed limits established and the use of
seat belts will be mandatory for drivers and passengers.

The conditions of the vehicle must be reviewed periodically and this must have the necessary
equipment to face mechanical and medical emergencies.

7.11 Protective Equipment

According to what is established in the Labor Code in its Article No. 391, every employer or
company must provide premises and work equipment that guarantee the safety and health of its
workers during the different stages of the project.

Employees will use the following protective equipment:

e Gloves e Ear protectors
e Eye protectors e Suitable shoes
e Strength belts e Boots

e Masks e Helmets

The protective team will be selected according to the activity to be carried out, either emergency
response or daily tasks.

7.12 Safety Organization and Management in the Construction and Assembly Stage

This section gives the general guidelines so that both the Contractor and INGELSA take them into
account when organizing and ensuring Safety in the different activities during the Construction and
Assembly stage for the workers involved. The author of this report recommends following the ILO
guidelines for construction, for which he has selected these Good Practices according to the type of
activity that is carried out, as well as by type of implement, input and tool that is used and that are
common in all constructive work of great magnitude. Finally the Security manager will take into account
the guides needed for specific activity in the work.

The improvement of safety, health and working conditions ultimately depends on the collaboration
of people who work together, whether government officials, employers or workers. Security
management includes the functions of planning, identification of problem areas, coordination,
control and direction of safety activities in the work, all with the aim of preventing accidents and
diseases. It is often misunderstood what accident prevention means, since most people mistakenly
believe that "accident" is equivalent to "injury”, which assumes that an accident is unimportant
unless it leads to an injury. Construction managers are obviously concerned about workers'
injuries, but their main concern should be the hazardous conditions that cause them, the "incident"
rather than the "injury” itself. In a construction site there are many more "incidents" than injuries. A
dangerous action can be done hundreds of times before it causes an injury, and the efforts of managers
must focus on eliminating those potential dangers: they cannot expect human or material damage to do
something. So security management means taking security measures before accidents occur. An
effective security management pursues three main objectives:
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e Achieve a safe environment.
e Make work safe.
o Make workers aware of safety.

7.13 Safety Policies

Safe and healthy working conditions do not happen by chance: it is necessary that employers have a
written safety policy in the company that establishes the safety and health standards they intend to
achieve. Said policy shall appoint the chief in charge of applying the rules and authorized to delegate
responsibilities to management and supervisors at all levels to comply with them.

The security policy must cover the following aspects:

e Devices to provide training at all levels. It is necessary to pay special attention to workers in key
positions, such as those who build scaffolding and handle cranes, whose mistakes can be
especially dangerous for others.

o Safe working methods or systems for risky operations; the workers who carry out these
operations must participate in its preparation.

o Duties and responsibilities of supervisors and workers in key positions.
e Devices to disclose health and safety information.
o Measures to establish security commissions.
e Selection and control of subcontractors.
7.14 Safety Organization

It will depend on the size of it, the employment system and the way in which the project is organized. It is
necessary to keep safety and health records that facilitate the identification and resolution of problems of
that nature.

For subcontractors, the contract must establish the responsibilities, duties and safety measures
that are expected of the work force of the subcontractor. Such measures may include the supply
and use of certain safety equipment, methods for the execution of specific tasks in a safe manner,
and the inspection and proper handling of tools. The person in charge of the work must also verify
that the materials, equipment and tools brought to it comply with the minimum safety standards.

Training should be provided at all levels: management, supervisors and workers. It may also be
necessary to train subcontractors and their workers in the safety procedures of the work, since different
teams of specialized workers can affect their mutual safety.

There must also be a system for management to receive information quickly about unsafe practices and
defective equipment.

Safety and health tasks should be assigned specifically to certain people. The following are
examples of some of the duties that need to be included:

e Supply, construction and maintenance of safety facilities such as access roads, pedestrian
paths, barricades and overhead protection.

o Construction and installation of safety posters.
Safety measures characteristic of each trade.

e Testing of lifting devices such as cranes and load winches, and lifting accessories such as
ropes and rings.
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e Inspection and rectification of access facilities, such as scaffolding and ladders.
Inspection and cleaning of common welfare facilities, such as toilets, changing rooms and
dining rooms.

e Transmission of the relevant portions of the safety plan to each of the working groups.
Emergency and evacuation plans.

7.15 Security Manager / Supervisor

Construction companies of any size must appoint one or several duly qualified persons whose main and
special responsibility will be the promotion of safety and health. Whoever is appointed must have direct
access to the executive director of the company, and among his duties will be:

e The organization of information that will be transmitted from the management to the
workers, including those who work for subcontractors.

e The organization and conduct of safety training programs, including basic training of the
construction workers.

e Research and study of the circumstances and causes of accidents and occupational
diseases, in order to advice preventive measures.

e Provide consulting service and technical support to the safety commission.

o Participate in the preliminary planning of the work.

To fulfill these functions, the security officer must have experience in the industry and have
adequate training, as well as belong to a recognized professional association of safety and health,
in countries that have one.

7.16 Supervisors

The good organization and planning of the work and the assignment of clearly defined
responsibilities to the supervisors are fundamental for construction safety. In the present context,
"supervisor" refers to the first level of supervision that in the works receives different names such

as "foreman"”, "overseer", "manager", etc.

Each supervisor requires the direct support of the work management, and within their area of
competence must ensure that:

¢ Working conditions and equipment are safe.
* Occupational safety inspections of work sites are carried out regularly.
* The workers are adequately trained for the work they must do.
* Security measures at work sites are met.
* The best solutions are adopted using available resources and skills.
+ Exist and use the necessary personal protective equipment.

The work safety will require regular inspections and the provision of means to take corrective
measures. The training of the workers allows them to recognize the risks and know how to
overcome them. They should be shown the safest way to do their job.
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7.17 Workers

Every worker has a moral, often legal, duty to exercise the utmost care for his own safety and that of his
colleagues. There are several ways to achieve the direct participation of workers in the preparation of
the work, such as:

e Pre-instructional sessions: meetings of five to ten minutes with the supervisors before beginning
the task, which give these and the workers the opportunity to consider the security problems
that may arise, and their possible solution. It is a simple activity that can prevent serious
accidents.

e Security control: proof, that workers perform to verify the safety of the environment before
starting an operation, and allow them to take preventive measures to correct situations of risk
that could later endanger them or other workers.

7.18 Safety Commissions

A dynamic safety commission is a great incentive. Its primary purpose is for the management and
workers to collaborate in monitoring the work safety plan to prevent accidents and improve working
conditions. Its size and number of members will depend on the size and nature of the work under
construction and the different legal provisions and social circumstances of the countries in
question, but it must always be an action-oriented group in which both the management and the
workers are represented. Work Inspections by the full commission raise awareness of safety. The
duties to be fulfilled by a dynamic safety commission will include:

e Regular and frequent meetings at the construction site to consider the safety and health
program and make recommendations to management.

Study of security staff reports.

Analysis of reports on accidents and diseases in order to make preventive recommendations.
Evaluation of improvements introduced.

Study of the suggestions presented by the workers, especially by the security representatives.
Planning of educational and training programs and information sessions, and participation in
them.

7.19 Security Representatives

They are appointed by workers, sometimes in accordance with national legislation, to represent them in
matters of safety and health. They must be experienced workers, capable of recognizing the risks of a
work under construction, although they probably require training to acquire new skills in inspection and
use of information. Its functions are as follows:

¢ Present complaints to management about matters of importance related to the safety and health
of workers.
+ Attend meetings of the security commission.
* Perform regular and systematic inspections of the work.
* Investigate accidents together with management to establish their causes and propose ways to
remedy them.
* Investigate the complaints of their peers.
* Represent the workers in the deliberations with the government inspectors in their visits to the
work.

Sufficient time must be given to security representatives to train and fulfill their duties properly.
These activities should not mean loss of pay, since safety and health on the job are beneficial for
both employers and workers.
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7.20 Plan and Disposition of the Work

Disposition of the work

A poorly distributed and untidy work is the underlying cause of many accidents that result from the
collapse of materials and collisions of the workers with each other or with the plant and equipment. The
reduced space, especially in urban works, is almost always the main limiting factor and a work plan
designed for the safety and health of workers may seem difficult to reconcile with productivity. Adequate
planning by management is an essential part of the preparation and factor of the efficient operation of a
construction site.

Before the work begins, it is necessary to think about the following aspects:

The sequence or order in which tasks and especially dangerous processes or operations
will be carried out.

The access of workers to the work and its surrounding areas. The routes must be free of
obstructions and risks such as falling materials, equipment and vehicles. Appropriate
warning signs should be posted. The roads to and from the toilets, changing rooms, etc.,
require similar consideration. It will be necessary to install protections on the edges of wells
and stairs, and in any place where there is a fall of two meters or more to the vacuum.

Ways to move vehicles. They should be one-handed, as far as possible. Traffic congestion
is detrimental to the safety of workers, especially when impatient drivers unload their
vehicles in a hurry.

Areas of storage of materials and equipment. The materials should be stored as close as
possible to the work sites, for example, sand and gravel near the cement mixing plant,
wood near the carpentry shop. If this is not possible, it is important to plan the arrival of
materials.

Location of construction machinery. This usually depends on operational requirements so
that tower cranes are subject to limitations in their radius of action or loading and unloading
points. The objective should be to avoid that the loads pass over the operators.

Location of the craft workshops, which usually do not change place once they are built.

Location of medical and security facilities. On the other hand, in large works it is necessary
to provide hygienic services for both sexes in several different places.

Artificial light in poorly lit places or where work continues at night.

Safety in the work. The work must be fenced to prevent access by unauthorized persons,
especially children, and to protect the public from risks. The type of fence will depend on
the type of project to be executed.

Measures to conserve the ordered work and for the collection and removal of waste.

Low voltage electrical power requirements for temporary lighting, tools and portable
equipment.

Training needs, both for operators and supervisors.

The order in the Work

By making the worker aware, he can make an important contribution to the work safety on site, paying
attention to order. To prevent many accidents from tripping, slipping or falling on materials and
equipment that have been left on the road, and step treading nails protruding from the wood.
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The worker must take the following precautions:

e (o cleaning as you move, do not leave garbage or debris to be picked up by the one
behind.

o Clear walkways, work platforms and stairs, removing materials and equipment that are
not of immediate use.

e Clean spilled liquids (Figure No. 7.1).
Deposit wastes in the sites conditioned for that purpose.

e Remove or crush the nails you see protruding from wooden boards (Figure No. 7.2).

Figure 7.1 Figure 7.2 Crush the
g'?ﬁg‘d protruding nails
Iiguids. with the hammer.

7.21 Excavations

Risks

Most of the construction work includes some type of excavation for foundations, sewers and
services below ground level. The digging of ditches or pits can be extremely dangerous and even
the most experienced workers have been surprised by the sudden and unexpected collapse of the
walls without propping up an excavation. A person buried under a cubic meter of earth will not be
able to breathe due to the pressure on his chest, and leaving aside the physical injuries he may
have suffered, he will soon suffocate and die, because that amount of land weighs more than a
ton.

The excavation task involves extracting earth or a mixture of earth and rock. Water is almost
always present. Although it is not in the form of soil moisture and copious rain is a frequent cause
of slippery floors. The possibility of waterlogging is another risk to always keep in mind. The
release of pressures as material is being removed, and drying in hot weather, causes the
appearance of cracks.

The nature of the soils is variable (for example fine sand slides easily, hard clay is more
cohesive), but no soil can be expected to sustain its own weight, so precautions must be taken to
prevent the collapse of soil sides of any ditch more than 1.2 m deep.

Causes of Accidents

The main causes of accidents in the excavations are the following:

o Workers trapped and buried in an excavation due to the collapse of the sides.
e Workers beaten and injured by materials falling into the excavation.
e Workers who fall into the excavation.
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Insecure access means and insufficient means of escape in case of waterlogging.
Vehicles brought to the edge of the excavation, or very close to it (especially in reverse),
which cause walls to detach.

e Asphyxiation or poisoning caused by gases heavier than the air entering the excavation,
for example exhaust gas from diesel engines and gasoline.

Security Measures to Prevent the Collapse of Excavations and Falls

The sides of the excavation or ditch should be laid at a safe angle, usually at an angle of 45 ° at
rest, or fastened with timber or other suitable material to prevent them from collapsing. The kind of
support will depend on the type of excavation, the nature of the terrain and the existing
groundwater.

Planning is of vital importance. It is necessary to ensure the availability of materials to prop up the
ditch that has to be dug in all its extension, since the supports must be installed without delay
when excavating. For all excavations an accumulation of reserve woods is required, but those 1.2
m or more in depth require a wood or special coating (Figure No. 7.3). If the ground is unstable or
lacks cohesion, a tighter deck is needed. Never work in front of the propped up area.

The shoring must be installed, modified or dismantled only by specialized workers under supervision. As
much as possible, they should be erected before they have dug to the maximum depth of the trench.
You have to start before reaching the 1.2 m. The excavation and installation of supports must then
continue in stages, until reaching the desired depth. It is necessary that the workers know well the
procedures to rescue a companion trapped by a landslide.

Figure 7.3
Shoring to prevent the collapse of the sides of an excavation, consisting of wooden or steel frames
with narrow boarding between them.

Workers often fall inside the excavations. Appropriate barriers, of sufficient height (for
example, about 1 m), should be placed to prevent these accidents (Figure No. 7.4).
Often, the ends of the supports protruding from ground level are used to support these
barriers.
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Figure 7.4
Barriers on both sides of a ditch,
to prevent workers from falling
into it.

Inspection

Excavations should be inspected by a suitable person before work begins on them, and at least once a
day after the work has begun. A suitable person should review them thoroughly once a week and a
record of those inspections should be kept.

Edges

Materials or equipment should not be stored or moved near the edges of excavations, as this leads to
the danger of falling materials on those working below, or that increases the load on the surrounding
land and collapses the timber or supports of the support. Waste piles or discards must also be away
from the edges of ditches.

Vehicles

Suitable stop blocks should be placed and well anchored on the surface to prevent tipper vehicles
from slipping into the excavations, especially when they reverse to discharge (figure 7.5). The
blocks must be sufficiently far from the edge to avoid the dangers of a detachment under the
weight of the vehicles.

Access

When working in an excavation, it is necessary to ensure that there are safe means of entry and exit,
such as a ladder properly secured. This becomes particularly important when there is a risk of
waterlogging, and rapid escape is essential.

lllumination

The area surrounding the excavation should be well lit, especially at access points and in the
openings of the barriers.
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Figure No. 7.5
Stop blocks to prevent dump trucks from
sliding into the excavation when unloading
in reverse.

7.22 Ladders

Every year many workers are Killed or seriously injured when working with ladders of all kinds.
Limitations

If you are going to use a ladder, remember that:

e Only allows the ascent or descent of one person at a time.

e Only allows one person to work from it at a time.

e Ifitis not tied at the top, it will require two workers to use it: one on the ladder
and the other down to hold it.

e Leaves only one free hand; climbing a ladder with tools or loads is difficult and
dangerous, and the weight that can be carried, very limited. There is also the
danger of dropping things on top of other people.

e Constrain the movements.

It must be well located and fastened.
e Itis limited in terms of the height it can reach.

Tie the ladder

More than half of the accidents involving ladders are caused by sliding the ladder at the base or
top, so be sure to support it on firm, level ground. Never lift one side of the base with a wedge if
the ground is uneven: if you can, level the ground or bury the foot of the ladder. If the terrain is
soft, place a plank. Never support the ladder by letting your full weight rest on the first rung; only
the legs or stringers are intended for that purpose.

The head of the ladder must rest against a solid surface capable of supporting the loads it supports;
otherwise, it is necessary to use a rein. Whenever possible, tie the top of the ladder; another person
must hold it at the base while performing the operation (Figure No.7.6). If such a thing is not
feasible, hold the foot of the ladder by tying it to buried stakes or by means of sandbags. If that is
not possible either, another worker should stand at the foot of the ladder to prevent it from sliding
while you work, but this precaution is effective only if the ladder is less than 5 m long. Your partner
must face the ladder holding a stringer with each hand, with one foot on the first step. The use of
non-slip pads on the legs of the ladder helps to prevent slipping.
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Ladder tied by the head
and protruding above the
access point.

Safe Use of Ladders

Safe use means taking the following precautions:

Verify that there are no overhead power lines with which the ladder can come in contact.

When wooden ladders have metal reinforced stringers, they should be used with the metal part
back; the metal crosspieces must be below the rungs and not above.

The ladder must extend at least 1 m above the place where it is accessed, or the highest step
that must be stepped on, unless there is a suitable handles on which to hold (Figure No. 7.6).
This prevents the risk of losing balance when entering and leaving the top.

It is necessary to be able to leave the ladder in the place where it is going to work without
having to go over or under the handrails and planks. Anyway, the spaces between handrails
and planks should be minimal.

Never use a ladder that is too short, and never set the base on a drawer, a pile of bricks, a fuel
drum or something similar to lengthen it.

Support the ladder at a safe angle of about 75 ° to the horizontal, that is, leave a light of about 1
m at the base for every 4 m of height.

Go up or down facing the ladder.

Make sure there is enough space behind the rungs to support your feet.

On extendable ladders, leave at least two steps above if the sections are 5 m long, and three
steps if they are more than 5 m.

Always stretch and shorten the extendable ladders from the ground, and check that the hooks
or locks are tight before climbing.

Verify that your shoes are clean of mud or grease before climbing a ladder.

As much as possible, carry the tools in your pockets or in a purse when climbing a ladder,
leaving your hands free to grab the stringers.

Try not to carry materials when climbing stairs: use a rope to hoist them.

A common cause of accidents is stretching a lot; do not try to reach too far; move the ladder
when necessary.

Ladders care

Appropriate care of the ladders requires the following measures:

Ladders have to be checked regularly by a suitable person; those that are damaged
should be removed from service. In the wooden ones you have to look for cracks,
splinters, and bends; in the metal mechanical failures. They must not miss rungs.

Each ladder must be identifiable, for example, by means of a brand.

Ladders should not be left on the floor when not in use, exposed to the weather, and
damaged by water and impacts. They must be properly conditioned on supports under
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roof, without touching the ground. Those being more than 6 m long must have at least
three support points so that they do not deform.

o Do not hang a ladder from the rungs or a crossbar, as rungs can be ripped out.

e Wooden ladders should be stored in well-ventilated areas, where there is no excess heat
or humidity.

e The equipment and the wooden ladders can be covered with a layer of clear varnish or
protector, but not with paint, which hides the defects.

o Aluminum ladders require an adequate protective layer if they are exposed to acidic,
alkaline or corrosive substances.

Scissor Ladders

Scissor ladders should be opened to the maximum and used on a level surface. As far as possible,
they should be placed at an angle of 90 ° with respect to the work that is being done. Do not work
from the top platform or from the bottom step unless there is an extension of where to hold on. The
ropes or chains used to prevent the ladder from opening further must be of sufficient length and in
good condition. If you use the stepladder in the open doorway, make sure that the door is secured
with a wedge.

7.23 Woodworking Machines

The staff who develop tasks in the woodwaorking area must be trained in the risks inherent to these tasks
and in the use of the protection elements that they must use.

The machines and other work equipment in wood must be equipped with the protections that guarantee
the safety of the workers. Be provided with mechanisms of action within reach of the operator in normal
working position, and have an emergency stop system with easy access and visualization. While the
machines are not in operation, the cutting sectors must be covered.

Every operation of repair, cleaning or maintenance must always be carried out with the machine
stopped, and the respective safety systems placed, which prevent the operability of the machine.

The circular saw should be provided with guards that cover the exposed part of the saw cut, above the
table, both when the saw turns in vacuum and when working.

These guards must be easily adjustable, protecting the worker against any accidental contact with
the blade in movement, splinter projections, total or partial breakage of the blade. In addition, the
lower part of the saw must be protected.

The wooden pieces of small dimensions must be guided and clamped or pushed with an auxiliary
element.

The band saw or auger must have the blade completely covered until the proximity of the cutting
point, by means of an adjustable device. The upper and lower wheels must be fully protected, to
avoid accidental contact.

The planning machine must have a bridge guard that covers the work slot in all its length and
width.

7.24 Manual Drive Tools and Portable Mechanics
The hand tools must be safe and adequate to the operation to be carried out and must not present

defects that hinder their correct use. They must have adequate protections, which should not be
modified or withdrawn when this means increasing the risk.

51



“Hydroelectric Jilamito” DAC AMBITEC,

The tools must be deposited, before and after their use in appropriate places that avoid accidents
risks due to falling from them, also during transportation should observe similar precautions.

Any failure or malfunction that is noticed in a portable tool or equipment, whether manual, electric,
pneumatic, activated by explosives or other energy sources, must be immediately informed to the
person in charge of the sector and taken out of service. Repairs in all cases must be made by
competent people.

Workers must be properly trained in relation to the risks inherent to the use of the tools they use and
also of the corresponding elements of protection.

Portable tools powered by internal power must be protected, to avoid dangerous contacts and
projections.

Its sharp or cutting elements must be equipped with guards such that they do not interfere with the
operations to be carried out and prevent accidents.

Triggered tools must have insurance, in order to prevent the accidental activation thereof.

In pneumatic and hydraulic tools, valves must close automatically when they are not pressed. The hoses
and their couplings must be firmly fixed to each other and must be provided with chain, retainer or safety
lock or other elements that prevent accidental detachment.

In areas of risk with flammable materials or in the presence of dust whose concentrations exceed the
limits of flammability or explosiveness, only tools that do not cause sparks should be used.

7.25 Pneumatic Tools

The percussion tools must have staples or seals to prevent the dies or drills from being accidentally
ejected from the machine.

Pneumatic tools must have a quick coupling system with a safety device and the hoses must be secured
by appropriate clamps.

It must be verified that the speed of rotation of grinders and grinding discs does not exceed those
established in the technical specifications of their components.
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7.26 Electric Tools

Power tools, power cables and other accessories must have mechanical protection and dielectric
conditions that guarantee the safety of workers according to the provisions of the Electricity
chapter.

They must also have devices that cut the power automatically, before the cessation of the
operator's action.

7.27 Vehicles and Automotive Machinery

Staff exposed to operations with machinery and motor vehicles must be adequately trained and trained
in relation to the specific tasks to which they are intended and the risks arising from them.

These machinery and automotive vehicles must be provided with the necessary safety mechanisms and
devices to:

e Avoid falling or sudden return of the platform, bucket, receptacle or vehicle, due to machine
failure, liting mechanism or conveyor or breakage of cables, chains, etc., being used.

e Avoid the fall of people and materials outside the aforementioned receptacles and vehicles or
through the holes in the box.

o Avoid random start-up and dangerous excessive speeds.

They must be kept in perfect use:

o The electromechanical system; brake and steering system, front, rear and horn lights.
Safety devices such as: direction signs, windshield wipers, defrosters and defrosters for
windshield and rear window, fire extinguishers, tire alarm system, rear-view mirrors,
reversing lights, audible reversing signal for trucks and vehicles that have it, non-slip
surfaces on bumpers, floors and steps, safety belt, reflective markings, etc.

They must carry a visible sign with indication of maximum admissible load that they support and in
no case can they transport people, unless they are adapted for that purpose.

All these vehicles must be equipped with brakes that can immobilize them even when they are
loaded to the maximum of their capacity, in any work condition and in maximum allowed slope.
These brakes must be blocked when the vehicle is stopped. In addition, the vehicle must be
equipped with wheel chocks, which must be used when necessary and as long as the vehicle is
stopped on a slope.

The vehicles and automotive machinery must be provided with a seat for the driver, who must meet
ergonometric conditions, and safe means to ascend and descend.

All those vehicles, in which closed cabins cannot be provided, must be provided with safety gantries of
sufficient strength in the event of overturning and protected from falls from height with guardrails and
baseboards in their empty contour.

The exhaust pipes must be installed in such a way that harmful gases and fumes do not
accumulate around the driver or passengers, and must be provided with a spark arrester in good
condition.

During the operation or displacement of a vehicle, a person must not be allowed to stand, or sit on the
roof, trailer, hitch bars, fenders, and stirrups or load the vehicle.

It must also be prohibited for people to ascend, descend or move from one vehicle to another while they
are moving.
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The coupling mechanism of the traction vehicles must avoid that the worker has to be placed between
the vehicle that is hooked and the adjoining vehicle, if one of them is in movement. To prevent the
vehicles that are hooked from colliding with each other, to have a resistance that allows towing the
heaviest load in the most unfavorable conditions and is provided with interlocking mechanisms.

In case a vehicle is suitable for transporting people, it should not be allowed to transport
flammable liquids, explosive material and / or toxic substances.

All vehicles and machinery must have a combined inertial safety belt (waist and banderole), and
be used permanently by their users.

Drivers must not be exposed to a sound level higher than the values established in this regulation. If
these values are exceeded, the appropriate measures must be taken to reduce them.

Any work that is done under a vehicle or machinery must be done while it is stopped and properly
shod and supported with fixed elements if it is raised for this purpose.

7.28 Trucks and Transport Machinery

The load that is transported in the trucks must not exceed its capacity, or the stipulated weight, nor
should it be loaded over the sides. In the case of having to transport a unitary package that makes it
impossible to comply with this standard, it is necessary to resort to the signaling of high degree of
visibility.

Dump trucks must have a visor or cabin protector. However, when a truck is loaded by other equipment
(crane, loader, etc.), the driver must ensure that the load cannot reach the cabin or seat.

7.29 Lifting Devices

The staff affected to tasks that use lifting devices must be adequately trained and trained in the
risks of the specific tasks to which they have been assigned.

Cranes and equivalent fixed or mobile devices must have signs indicating the maximum
permissible loads for different conditions of use recorded in a visible place and on the original
plate.

The assembly and disassembly of cranes and lifting devices must be carried out under the direct
supervision of competent staff. All the elements of the frame, mechanism and fixing accessories of the
cranes, winches and remaining lifting devices must be examined periodically by competent staff.
Maneuvers with lifting devices must be carried out by means of a pre-established signal code or other
effective communication system.

Likewise, the displacement area must be marked, the circulation of people is forbidden while the
task is being carried out and the workers are transported with the load.

The elements of the lifting devices must be built and assembled with the following safety factors:

* THREE (3) for hooks used in hand-operated devices.

* FOUR (4) for hooks used in devices driven by motive power.

* FIVE (5) for those that are used in the hoisting or transport of hazardous materials.
* FOUR (4) for the structural parts.

+ SIX (6) for the hoist cables.

* EIGHT (8) for transporting people.
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Those suspended loads that by their characteristics are received by the workers for their
positioning must be guided by accessories (ropes or others) that avoid accidental displacement or
direct contact.

The lifting of loose materials must be done with precautions and procedures that prevent the fall of
those. Lifting appliances with suspended loads must not be left.

The inputs of the material to the different levels where it rises, must be arranged in such a way that the
workers should not lean out of the vacuum to carry out the loading and unloading operations.

Lifting devices that are manually operated must have devices that automatically cut off the driving
force when the height, displacement or maximum load is exceeded.

Cabins

They must have such resistance and be installed in such a way as to offer adequate protection to
the operator against falls and the projection of objects, the displacement of the load and the
overturning of the vehicle.

They must offer the operator an appropriate visual field. Windshields and windows must be of
shatterproof safety material.

They must be well ventilated and in reasonable conditions, avoiding the accumulation of fumes and
gases inside, taking in the case of cold areas a heating system. Its design should allow the operator to
leave quickly in case of emergency.

The accesses to the cabins and posts of the operators, whether they are walkways, ramps, stairs, etc.,
must comply with the characteristics already specified in the ladder item and its protections.

Cranes

Cranes and equivalent equipment must have, at least in service, the original devices and interlocks plus
those that are added in order to enable the safe stopping of all movements and the activation of the
lifting and translating stroke limits.

When the crane requires the use of support stabilizers, do not operate with loads until they are
positioned on firm bases that prevent the crane from overturning. The same precautionary criterion must
be applied when the equipment is located on tires, in which case it will be necessary that they are shod
to avoid accidental displacements.

The frames of the vehicles and the ends of the bridge in the mobile cranes must be provided with safety
stops or brackets to limit the fall of the vehicle or bridge in the event of a broken wheel or axle.

When the cranes are operated from the floor of the premises, there must be corridors along their route,
with @ minimum width of NINETY Centimeters (90 cm), without abrupt slopes, for the movement of the
operator.

Bridge cranes must have aisles and platforms of a width not less than SIXTY centimeters (60 cm)
along the entire bridge, provided with railing and anti-slip floors, which ensure the safety of the
worker.

Forklifts and Similar Equipment

Do not drive with forklifts on surfaces with obstacles or unevenness that compromise their stability
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Also, do not load or unload a forklift manually while you are making movements or transporting
suspended and oscillating loads or people. The forklifts must have all the safety elements.

Lift truck

The unused holes of forklifts must be protected by means of screens, fences or partitions, in such
a way that access and falling of people and objects is impossible. The assembly and disassembly
of forklifts must be carried out by staff with adequate training, provided with belts and other safety
elements, under the supervision of the person in charge of the task.

Access points to forklifts must be provided with sturdy doors or other similar protections. The protection
of the enclosure must have a minimum height of 2 meters above the ground, landing or any other place
where access is planned.

The structure and its supports must have sufficient strength to support the maximum expected load and
dead load of the forklift, with a safety factor of at least FIVE (5). A cover securely attached to the sides of
the conduit of the highest level to which the forklift accesses must be provided.

The towers of the external forklifts must be lifted on firm bases and conveniently braced.

Cables, Chains, Ropes and Hooks

The rings, ropes, hooks, cables, sleeves, swivels, pulleys and other elements used to hoist or
lower materials or as means of suspension, must be tested.:

¢ Before starting a work.
* When they are destined for another use.

* When there is some kind of incident (overload, sudden stop, etc.) that could alter the integrity of
the element.

+ With the periodicity indicated by the person responsible for Hygiene and Safety.

+ This task must be carried out by competent staff authorized by the person in charge of the
assembly.

In their case, they must have identified the maximum admissible load they bear, either through
figures and letters, a particular code, payrolls, etc. said load must be strictly respected in each
operation.

All the elements considered should be stored grouped and classified according to their maximum load in
a dry, clean, closed and well ventilated place, avoiding contact with corrosive substances, acids, alkalis,
high temperatures or so low that they produce freezing. These items must be stored suspended.

Any defective item must be replaced, not admitting any type of treatment, repair or modification.

None of the aforementioned elements must come into contact with sharp edges, electric arcs or
any other element that could damage its integrity.

General Purpose Metal Cables

Metal cables for general use must meet the following conditions:

e Must be made of steel, with a minimum tensile safety resistance of ONE HUNDRED
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FORTY KILOGRAMS (140 kg.) per square millimeter. In no case shall the coefficient be
less than THREE WITH FIVE (3,5) times the maximum permissible load.

e They must be of a single piece, not accepting longitudinal joints.

o They will not have visible faults, knots, cracks, etc., nor will they be frayed.

The terminals and fasteners of the cables that constitute the gauze as well as the
tightening of flanges and clamps should be examined before use.

e The cables must be lubricated periodically, according to the use and environmental
conditions of the place where they are used or where they are stored. The lubricant used
must not contain acids and alkalis.

e Cables that exhibit wear, corrosion, elongations and broken wires should be discarded.

o Daily they must be verified visually by the operator under the supervision of the person in
charge of the task.

e The diameter of the pulleys or of the spools in which a cable is wound must not be less
than the one fixed in the written recommendation of the manufacturer of said cable or in
the pertinent standards.

o Every cable terminal must be constituted by elements that have a resistance superior to
that of the cable in ONE WITH FIVE (1,5) times the resistance of the same.

Metal Cables for Specific Use

All cable used in aerial rails, funiculars, elevators and forklifts must be considered for specific use and
adjusted to safety factors according to the speed of travel and conditions of use.

Ropes

All fiber ropes that exhibit wear due to rubbing, fraying, crushing, discoloration or any other sign of
deterioration must be replaced. A visual check should be made before each use under the
supervision of the person responsible for the task.

When storing the fiber ropes, the general storage regulations described must be observed, bearing
in mind that they must not be in contact with rough surfaces, earth, harrow or sand and that they
must be protected from rodents.

Strings of fibers must pass only by pulleys having a throat of a width equal to the diameter of the
rope and not showing sharp edges, rough surfaces or protruding parts.

Natural fibers ropes should not be used when wet or damp.
The use of natural fibers of sisal type is not allowed. Those in Manila must satisfy a security
coefficient equal to NINE (9).

It is the obligation of the manufacturers to clearly record the safety factors to be used, the
resistance tables and the average life of these elements, in the marketing catalogs. In all cases,
they must comply with national and international quality standards of recognized standardization
institutes.

It is mandatory to use the tensile strength and weight table provided by the manufacturer. In case
of absence of this and up to one year of the promulgation after the entry into force of this decree,
the one that integrates this regulation will be used.

Chains

Only chains that are in their original condition can be used and that the maximum deformation of any of
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their links does not show elongations greater than FIVE PERCENT (5%) of their initial length. Likewise,
no chain that has a link with a wear greater than FIFTEEN PERCENT (15%) of its initial diameter should
be used.

Must be constructed of forged steel and be selected for a calculated effort with a safety factor
greater than or equal to FIVE (5) for the maximum allowable load.

The rings, hooks, rings of the ends or any other element that directly participates in the effort of the set,
must be of the same material as the chain to which they are fixed. The pulleys or winding shafts must be
appropriate to the type of chain to be used.

Slings

They must be constructed with chains, cables, fiber ropes or strips of adequate strength to
withstand the stresses to which they will be subjected. The use of slings whose elements do not
comply with what is regulated in the cables, chains, ropes and hooks category is prohibited.

The nominal load capacities vary with each configuration use of the sling and with the opening
angle, with respect to the vertical. The manufacturer must issue tables with the respective values.
The manufacturer must provide detailed technical information of the tests carried out on the slings
of its manufacture.

The rings, hooks, swivels and end links, mounted on the lifting chains must be at least the same
strength as the chain.

When the slings are cables, they must be kept clean and lubricated.
When TWO (2) or more slings are used hanging from the same hook or support, it must be verified
that each one of them is taken individually from the aforementioned element, not being allowed to

take one sling to another.

In the operation, the slings must be protected at those points where the load has sharp angles.
Workers should keep their hands and fingers away from both the slings and the load.

Hooks, Rings, Shackles and Accessories

When these accessories are used in slings, they must have a minimum resistance of ONE TO FIVE
(1.5) times the strength of the sling, except in those cases in which the assembly (all the elements that
constitute the complete sling) has technical certification.

The hooks must be made of forged alloy steel and have a safety latch that prevents the accidental fall of
the loads. The part of the hooks that comes into contact with cables, ropes and chains must not have
sharp edges.

All hooks that are open more than FIFTEEN PERCENT (15%) of the original distance of the throat,
measured in the smallest place, or that are bent more than TEN DEGREES (10°) outside the
proper plane from the hook must be discarded.

The shackles used for the suspension of blocks must have pins fastened with locknuts and through keys
on the shackle bolt.

Blocks

The diameter of the pulleys or sheaves that constitute the blocks must be at least equal to
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TWENTY (20) times the diameter of the cable to be used. The replacement of any pulley whose
throat is damaged is mandatory.

The person responsible for the maneuver must check the block and lubricate its axis before being used.
It is forbidden the use of any block whose wear can compromise the sliding of the pulley on its axis, as
well as those whose deformation of the box allows the cable to fit between it and the pulley.

Synthetic Fiber Webbing Sling

It must have the following characteristics and conditions that must be detailed in the technical
specifications by the manufacturer:

Sufficient resistance to the efforts specified by its manufacturer.

Thickness and uniform width.

Have factory selvedges.

Do not show fraying or being cut from a wider strip.

The belt must be made with thread of the same material.

The seam, by coupling the ends of the sash and forming buttonholes, must have a
resistance greater than the breaking stress of the sling.

e The minimum safety coefficient for synthetic fiber belts is equal to FIVE (5).

The fittings must meet the following requirements:

e Have enough capacity to withstand twice the nominal load of the belt without showing a permanent
deformation.

¢ Resistance of breaking stress at least equal to that of the sling.

e Be free of any living angle that may damage the tissue.

Each sling should be marked or coded so that it can be identified by:

e Name or registered trademark of the manufacturer.
e Rated load capacity for the type of use.
o Type of material from which it is constructed.

Once the value of the load to be moved has been determined, the sling will be selected according to the
configuration of the load and working environment.

When a sling is prepared to be used as a lasso, it must be long enough so that the ironwork that serves
as the eye of the lasso falls into a girdle area.

In operations with slings the following should be observed:

They must not be dragged on the floor or on any abrasive surface.

They will not be twisted or knotted in any way.

They will not be extracted by traction if they are imprisoned by the load.

They will not be dropped from height.

They will not be deposited in places that cause them mechanical or chemical aggressions.

Will not be used in acidic environments.

They will not be used in caustic environments when they are polyester or polypropylene.

They will not be used in environments whose temperature is higher than EIGHTY CENTRAL GRADES
(80° C), when they are made of polypropylene.

e They will not be used in caustic atmospheres, when they have aluminum fittings.
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In general, they should be inspected by the person responsible for the task before each use. The
frequency of this inspection will depend on the frequency of use of the sling and the severity of the
working conditions.

All repairs must be made by its manufacturer or specialized staff, who must issue a certificate for the
nominal load, after being repaired. Provisional repairs are prohibited.

Slings of Metallic Belt

Belt slings must be carbon steel or stainless steel and all its components must meet the capacity,
strength and safety conditions appropriate to the functions to which they are intended. They must
have permanent markings containing the following data:

e Brand and name of the manufacturer.
¢ Nominal capacity for use as a simple sling that links the load and as a hook-on sling at
both ends.

These slings must be tested before their first use and after each repair, with a safety factor equal
to FIVE (5). They will be inspected with the periodicity indicated by the person in charge of
Hygiene and Safety, being discarded those that present anomalies that mean risk for the workers
safety, especially the following ones:

e Broken welding or metal defects in the eyelets.

e Wires cut anywhere in the mesh.

o Reduction in the diameter of wires greater than TWENTY FIVE PERCENT (25%) due
to abrasion or to FIFTEEN PERCENT (15%) due to corrosion.

Lack of flexibility due to distortion of the mesh fabric.

o Deformation or deterioration in the groove of the eye of the female, so that it exceeds
by FIFTEEN PERCENT (15%) its own original dimension.

e Metal deterioration of the ends that cause their width to be reduced by more than TEN
PERCENT (10%).

e Any wear or deterioration of the ends that causes the metal section remaining around
the eyelets to be reduced by more than FIFTEEN PERCENT (15%) of the original
section.

o Any deformation of the end that presents a distortion or warping.

After each repair and before its new use, these slings must be subjected to a load
test.

The staff affected to tasks that use metallic belt slings must be adequately trained in the respective
operations and trained in relation to the specific risks of that activity and the use of these accessories.
The person in charge of Hygiene and Safety will intervene in the determination of the working methods
and the requirements of characteristics, capacity, storage and manipulation of the belts.

Slings must be used within the limit temperatures indicated by the manufacturer to protect their integrity.
In his absence, the person responsible for Hygiene and Safety will indicate the values to be respected.

7.30 Welding and Gas cutting

When cutting or welding, equipment that meets the protection and safety conditions of workers
must be used.
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The staff related to the tasks must be properly trained in relation to the specific risks of the same. It
must be provided with protective equipment appropriate to those risks determined by the person
responsible for Hygiene and Safety and its use will be supervised by the person responsible for
the task.

Staff circulating in the proximity of the welding stations must be protected from radiation by
screens or similar means.

When the worker enters a confined space through a manhole or other small opening, he will be
provided with a seatbelt and life cable, to perform emergency rescue, and must be assisted from
the outside during the duration of the task. The cylinders of compressed gas will remain outside
while the same is carried out. When the work is interrupted the torches will be removed from the
interior of the place.

In the works in which welding and cutting of containers that have contained explosive or flammable
substances are carried out, they will be cleaned by inerting and degassing procedures. If the
contents of the container are unknown, precautions shall be taken as if they were explosive or
flammable substances.

7.31 Acetylene Generators

The installation, use and maintenance of acetylene generators must comply with the specifications for
Pressure Installations.

7.32 Calcium Carbide

In the handling and storage of calcium carbide should be observed efficient precautions to avoid fire
hazards.

The containers that contain it must be hermetic, clearly identified and located in a protected area of
water, an element that should not be used in case of fire. To open such containers should use tools and
procedures that do not produce sparks. Containers containing calcium carbide should be placed at a
level higher than the floor, in dry and well-ventilated rooms.

The premises where they are stored will have easily visible notices that indicate the prohibition to use
water in case of fire, as well as smoking or fire.

The installation of artificial lighting in the rooms where this material is stored must be designed to
avoid the explosion risk. Equipment that generates sparks that are not protected may not be used
in these premises. Empty containers must be destroyed, being forbidden to be reused for any
purpose.

7.33 Pressure Gas Cylinders

The storage, handling and transport of cylinders with gases under pressure, must comply with the
specified safety standards for Devices and Equipment under pressure.

Requlators

Pressure regulators designed only and especially for the gas in use should be used.
All regulators, whether for oxygen or for other gases under pressure, must be equipped with high
pressure gauges (to verify the content) and low pressure (to regulate the work).
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The high pressure manometers must have safety purge covers that prevent the glass from breaking in
case of an internal explosion.

Any manometer for oxidizing gases (oxygen and others) must expressly indicate the prohibition to use
oil or lubricating grease. When the regulators are attached to the cylinders, the connections and threads
should not be forced, and once installed it should be checked for leaks.

Hoses

The hoses used for oxygen and gas fuel must be suitable for the fluid to be driven and its
maximum working pressure, of different colors and meet the following requirements:

Not been used to drive compressed air.

Be mechanically protected against the passage of vehicles and similar assaults.
They must not have metallic exterior coatings.

Have devices that prevent the flashback of flames.

Have blocking valves.

Not having been subject to repairs.

Connections must be made using metal clamp, zipper or similar.

Nozzles and Torches

They must be kept clean and with them only work for which they have been designed must be
done.

The specific lighter or a pilot flame must be used to ignite the torches avoiding the hand approach
to the nozzle. To turn off a torch, the acetylene valve must be closed first.

Compressors

All air compressors, liquids or other products must have the following information on legible plates:
name of manufacturer, year of manufacture, test and working pressure, number of engine revolutions
and engine power.

These equipment will be equipped with explosion-protected pressure gauges and automatic safety
devices that prevent the maximum admissible working pressure from being exceeded. The moving parts
(stains, pulleys, belts or parts that present risk of accident) must be adequately protected.

Pressure Gas Cylinders

Cylinders and other containers containing pressurized gases must meet the following requirements:

e Have an enabling certificate.
Clearly indicate the contents of the cylinder in the cap and cap with letters and codes in
accordance with the internationally recognized Technical Standards.

e To be equipped with valves, pressure gauges, regulators and discharge devices.

The storage, handling and transport must be carried out observing the strict security measures.

The Allowed Combinations and the Prohibited Combinations must be taken into account and the
conventional colors will be used for the identification of the containers:
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Safety ARSEG
STORAGE OF COMPRESSED GASES - PERMITTED AND PROHIBITED
COMBINATIONS
Name and formula Oxygen ONX';[(;ZUS Hydrogen | Acetylene | Ethylene
Argon (A) YES YES YES YES YES
Acetylene (C2H2) NO NO YES - YES
Air YES YES NO NO NO
Carbon dioxide (CO2) YES YES YES YES YES
Ethylene (C2H4) NO NO YES YES
Helium (He) YES YES YES YES YES
Hydrogen (H2) NO NO - YES YES
Nitrogen (N2) YES YES YES YES YES
Nitrous oxide (N20) YES NO NO NO
Oxygen (02) YES NO NO NO
Propane (C1H) NO NO YES YES YES
Cyclopropane (C1H6) NO NO YES YES YES
02-001 Mixtures YES YES NO NO NO
02-He Mixes YES YES NO NO NO
N20-CO2 Mixtures YES YES NO NO NO
N2-He Mixtures YES YES YES YES YES
02-A Mixtures (Less YES YES YES YES YES
than 5% O2)
02-A Mixtures (More YES YES NO NO NO
than 5% O2)

Cylinders should be protected from temperature variations and electric shocks and located in adequately
ventilated rooms.

In addition, any possibility of shock should be avoided, separating the empty cylinders from the full
cylinders and also those from different types of gases.

7.34 Use of Compressed Gases
It is forbidden to use reducers, valves, hoses, etc. in a gas different from the one originally assigned to it.

Connections to the cylinders must be tightly fastened by appropriate clamps to prevent leakage. As a
leak or leak detection system, soapy water or other safe procedure should be used.

It is forbidden to attach or shape cylinder batteries on site. These systems must be provided by the
equipment manufacturer.

7.35 Compressed Air Tanks

The compressed air equipment must be equipped with a safety valve, pressure gauge and purge valve
and also with a check valve between the tank and the compressor.
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They must have a suitable opening installed so that it is accessible for the purposes of inspection
and cleaning.

They must be inspected and tested at intervals not exceeding one year by the manufacturer, the
installation firm or the competent professional.

7.36 Steam and Gas Ducts

For the pipes and ducts of steam and gases under pressure, preventive measures of accidents
must be adopted, such as the following:

e They must be marked, highlighting the location of the opening and closing valves of the
steam and gas pipes.

e Special procedures must be adopted duly authorized for pipe connection or disconnection
tasks while there is pressure on them.

e Pipes that conduct hot pressurized fluids and pass through walls, partitions, floors, or
other sites constructed of combustible material and where workers may come into contact
with them should be properly insulated.

e Fluids escaping from safety valves and other similar valves must be evacuated, so that
they do not endanger workers.

7.37 Energy Transformation Machines and Equipment

Its design, installation and repair must meet the safety conditions, so that they are not dangerous
for its operators, nor for the staff near them.

They will only be operated by qualified staff who has received specific prior training for that task,
under the direct supervision of the person responsible for the task.

They must have appropriate guards and protections that allow performing routine operation and
maintenance control, without the need to remove them. If for some reason it is necessary to
remove these guards, there will be devices that cut or prevent the operation of the machine or
equipment (locks, micro contacts, etc.), in addition to signs or other warnings that indicate the
prohibition to operate said equipment.

7.38 Internal Combustion Engines Start and Stop System

The commands of the start and stop systems must have devices that prevent accidental activation.
The accumulators of energy or batteries must be installed away from sources of intense heat and from
places where sparks or electric arcs are produced, and precautions must be taken to prevent the risk of
electrolyte projection in case of breakage or explosion.

7.39 Aspects of Occupational Safety in Quarries or Bank Loan of aggregates

Actions to Take After an Accident in the Quarry or Loan Bank

When an accident has occurred, the necessary measures should be taken in order to:

o Remove employees to a safe place to provide first aid.
e Eliminate any other danger that the fact may cause.
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Employees involved in rescue operations must take the necessary precautions to avoid jeopardizing
their own physical integrity and avoiding the dangers of any hasty action when the risks they face are
unknown. No person should be allowed into the area where the accident occurred, unless it has been
declared safe and the Chief or supervisor has expressly granted permission.

All injuries sustained by a quarry employee must be communicated to the person in charge of first aid in
the quarry so that the injured person can be checked and treated before returning to work or leaving the
quarry.

In case that the injured person requires specialized medical attention, they will be referred to a health
center in the nearest municipality.

Personal Protective equipment

The Manager and / or quarry supervisor must provide the necessary personal protective equipment that
will be used in the development of all activities in the quarry and must ensure that this equipment is used

properly.
The basic Personal Protective equipment must have the following:

e Safety helmet.

e Protective gloves (protects in the manipulation of materials or in the performance of work
that could cause injuries to the hands).

o Appropriate Protective Footwear.

e Hearing Protectors (in places where excessive levels of noise occur, where compressors,
drills or hammers are used).
Mask (to protect from dust in places where excessive dust is produced).

o Eyeglasses or protective goggles (to protect yourself from particles that are thrown away
can cause damage to the eyes, for example when you have to split a hard rock).

Another type of personal protection is also necessary, for example:

o Appropriate Work Clothing. Work clothes must meet the following characteristics:

o Adjust well without prejudice to the worker and his ease of movement.

o Do not have loose, torn or broken parts.

o Do not cause conditions when it is in contact with the user's skin.

o Lack of elements that hang or protrude, when working in places with risk derived from
machines or moving elements.

o Being of fabric and clothing adapted to the temperature and humidity conditions of the
workplace.

e Belts and Safety Ropes (when there is a danger of falling).

Security in Loans Bank of Aggregate Work for Concrete

Placement of Warning Signs and Barriers

It is recommended to correct the conditions of the land or any other dangerous condition in the quarry
that creates a danger for people before authorizing another job or trip in the affected area. While no
corrective work has been carried out, it is recommended to place a warning sign at the entrance.

When there is no surveillance, a barrier must be installed to prevent the entry of unauthorized
persons.
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Travel Routes and Secure Access Means

Quarry staff must often traverse difficult terrain to travel to and from workplaces within the site (eg,
walking through steep ditch walls and excavations where there may be a danger of slipping or
falling, the occurrence of slippage of materials, falling rocks, etc).

To reduce these hazards, it is necessary to regularly examine and adequately conserve the
stability of the ditches walls and the horizontal bleachers or of the slopes by which people normally
move to and from their assigned work places.

All quarry sites where people normally work must have adequate transit routes.

Surface Soil Removal

The quarries activities begin with the removal of the superficial soil, which usually consists of loose soil
or disintegrated rock. This material is unstable and can easily slip, especially when wet. As a result,
when digging loose ground, biased cutting or steep slope formation should be avoided.

Works in Walls and Horizontal Harrows

Any slope, wall or horizontal bench in which work is to be performed should be examined with
some regularity to detect cracks or other signs of tension or wear, in particular:

Before starting any work

After the blasting

After a heavy rain

As a guarantee of the conditions of the land

Loose Material Release

When rock or loose soil on any pit front could be a danger to people, it must be detached or propped up
safely before further work or travel is authorized in the affected area. If possible, detachment should be
carried out from the top of the cutting front in a downward direction. All people should clear the lower
area where the material that will be detached will fall. The detachment must be done from a point of
location that does not expose people to any injury because of the material that will fall as a result of the
detachment.

If the detachment is made from the lower part of the front of the pit, the bar that is used to detach
the loose material must be of a length and design that allows to remove said material without
exposing the person performing the work to any type of injuries.

Mechanical equipment

General Requirements

All machinery and equipment used in the Quarry must be resistant, be provided with security that
provides adequate protection and be maintained in good condition. The maintenance service must
be carried out according to the scheme prepared by the Quarry Manager in conjunction with the
Maintenance Workshop. Only a competent person must perform work with machinery that requires
technical knowledge and experience.
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Operation of Drilling Pneumatic Hammers

In the case that pneumatic drills are used or before starting the drilling hammers, the quarry
supervisor should check the mechanical parts that could affect the safe operation of the same,
such as the hose sockets, the hammer retainer and the condition in which it is found, to verify that
there are no defects. The same recommendations apply to pneumatic drilling machines.

The drilling hammer extraction operations must be done adopting a position that does not expose
the operator to occasional injuries due to the material that is released when drilling.

Lubricating oil must be used before starting the drilling hammer and every so often as the operation
requires. The material that is going to break with the drilling hammers (secondary break) must be placed
or blocked in such a way that any movement that could endanger the people who are in the work area is
avoided.

Before moving the pneumatic drills from one work site to another, the air compressor must be turned off
and any air remaining in the hose must be expelled. Drill hammers should not be used to break material
that may contain explosives or detonators.

7.40 Drilling Operations

It is recommended to inspect and correct any damage that the drilling equipment may have before
being used. The drilling area must be inspected for possible hazards before starting drilling
operations. Workers should not hold the drill bit while drilling holes or rest their hands on the chuck
while drilling. Workers should not drill when the support of their feet is not safe.

Before the drills are moved from one place to another, the air compressor must be turned off and the air
remaining in the hose must be expelled. No drilling should be done where there is a danger of crossing
a hole with an explosive charge that has not come to burst or a hole containing explosive material.

7.41 Air Compressors and Related Equipment

The air intake of the compressor must be kept extremely clean and dry. Air filters should be used to
ensure that only uncontaminated air enters the compressor. The flow of compressed air flowing from the
compressor to the point of use should be kept as dry and refrigerated as possible. Never point the
compressed air towards a person; the necessary precautions will be taken to protect from injuries to the
people who manipulate compressed air equipment and tools.

VIIl. Environmental Indicators.

Water-based power plants, also called flowing or run-of-river power plants, use part of the flow of a river
to generate electricity. They do not have a significant regulation dam. In this project the reservoir is a
reservoir in which the water that enters also leaves almost immediately. The turbines of the project
turbine the water available at the moment, limited to the installed capacity. The potential environmental
impacts of the proposed project are associated with the existing natural conditions of the site before the
start of construction works and how they will be modified, affected or not, as the different stages of
project development are carried out as well as in their phase of operation, as well as its influence on
existing communities and any sociocultural change that occurs in the area of direct and indirect
influence, the different environmental aspects considered to evaluate the potential impact that the
development and operation of said project will be detailed.
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8.1 Construction Stage
8.1.1 Liquid Waste

The flow generated by sewage effluents (black and gray) is directly dependent on the number of
workers who remain at the construction site, considering that most of the employees will be
residents of the towns near the project site. It can be predict that sewage generation will be timely,
temporary on-site.

Taking as a parameter the generation of 56 Liters per person per day approximately equivalent to 15
gallons and an estimated 225 people the generation of gray and black water would be estimated at
3,375 gallons per day.

Basically they will be the black water of the latrines. The adequate management of this domestic
wastewater by means of portable treatment systems or systems prepared in situ such as waterproofed
septic tanks would prevent any significant adverse environmental impact to both occupational health and
hygiene and to the ground and surface water courses near the camps. The best solution to be
implemented from a technical, economic and environmental point of view should be evaluated.

Another type of liquid waste that is expected is the generation of water with sediments produced in
the activities of washing aggregates, activity necessary to eliminate remains of organic material in
gravel, garvin and sand. The correct disposition of these effluents with high turbidity and solid
particles in suspension in works that allow the rest and settlement of the washing water and its
correct drainage will avoid environmental impacts of negative influence to superficial courses of
water.

The curing water of concrete on site to form the necessary installations of the project, is a water at low
temperature with a certain concentration of sediments, also said water must be conducted properly to
avoid forming surface run-off that alter the soil resource and nearby water currents.

In view of the remoteness of the works site with respect to a workshop in an urban or rural
population, it is necessary that the maintenance activities (be corrective or preventive) where
lubricant oils and greases are generated (synthetic and hydrocarbon-based compounds) from
rolling machinery and heavy equipment are carried out on the site, for this reason good practices
must be implemented and supervised to avoid, as much as possible, significant adverse impacts
of a permanent nature due to contamination of the soil, surface water and groundwater resources
produced by spills of oil. The correct disposal of such highly polluting liquid waste is essential
before being taken to an appropriate and authorized collection center for this type of waste.

8.1.2 Solid Waste

Generally in the development of the construction activities of a project a certain amount of waste of
different type and origin is generated, which, if not properly disposed, can cause certain impacts of
different magnitude, as the first affected medium would be the soil itself and depending on the
permeability and the depth of the groundwater level the groundwater second. Air is another
medium affected mainly during handling and disposal of materials that release runaway dust.

The production of household waste per person is 1 kg per day. It is considered that the production of

household waste will be 225 kg per day, equivalent to 495 pounds of waste per day, this considering
225 employees in the construction stage.
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For the collection of these household waste will be available in all areas of the project properly
labeled containers or dumpsters, which must have a hermetic cover to prevent the generation of
bad odors and also prevent rodents access to them, then they will be transferred to a specific
temporary storage site, its transfer to the landfill will be either by the municipal garbage collector or
by a truck hired for that purpose. Among the household wastes are listed below the most
important:

e Packaging plastic

* wrapping paper

+ Cardboard of packaging
* Aluminum sheets

* Food waste

+ Used toilet paper

* Cleaning cloths

It is predicted that during the construction stage, the previous parallel activities of site preparation that
involve dismantling (removal of vegetation cover) of the specific areas where access roads will be
constructed, excavations for installation of pipeline, foundation of support infrastructure of buildings, tank
and concrete components of the hydroelectric project under study will also involve the removal of
organic soil, consolidated rocks and remains of roots and trunks of plant origin.

The vegetal origin waste, as well as organic soil and rocks do not imply any impact as such if they are
disposed in a safe and differentiated place from the rest of non-degradable inorganic and inert waste.
The selected site should not be exposed to runoff, much less near surface water currents.

During the maintenance activities, cleaning rags impregnated with lubricating oils and greases are
generated, they must be disposed of separately from domestic garbage, in suitable containers to be
destined to the hazardous waste collection company, thus avoiding environmental impacts for
contamination to soil or water resource.

Both used oil filters and used and obsolete spare parts that are generated during maintenance activities
must be disposed of in specific places separated from domestic garbage, most of them have metallic
components that can be disposed of as scrap for recycling or reused, according to be the case.

The waste disposal according to the existing capacity should be established in coordination with the
Municipal Environmental Unit of the project's jurisdiction, and in case of limitations, alternate sites
should be found that meet the appropriate and approved conditions.

Below is a list of wastes that may originate from different types of activities during the Construction
phase.

Construction Waste

Filling material

Organic material for plant removal
cement mix

Pieces of wood

Metal pieces

Pieces of leftover concrete

Paper

Paperboard
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Welding rods

Paint residues

Adhesives Waste.

Pieces of electric cables Waste.
Pieces of poly-pipe pipes
Pieces of PVC pipes.

Metal containers.

Plastic containers.

Packaging plastic.

Rolling Equipment Maintenance Wastes

o Packaging; plastic, paper, paperboard, wood.
e Scrap metal: Metal.
o Qilfilters.
e Qiled rags.
8.1.3 Atmospheric Emissions

The impacts to the air are characterized by loose dust and gaseous emissions of automotive vehicles,
both light and heavy. Although the extension of the impacts to the air does not have a long-term effect,
rather they can be considered punctual and concentrated in the project area and are temporary during
the preparation stage of the site and construction activities.

Emissions of Particulate Material

¢ Activities of Excavation and Removal of Organic Soil and Rocky Stratus

At the preparation stage of the site, where it involves excavations, removal and transfer
of soil and rock stratum are removed, these produces particulate material in suspension,
which can be classified as TPS (total suspended particles) and PM10 (particles less than
10 microns) both they cause pollution to the environment with implications for health and
safety at work if the appropriate measures are not taken, such as sprinkling water,
covered with waterproof awning of stacked materials that could produce particulate
material.

Environmental impacts affect air quality temporarily; their magnitude may vary from
moderate to significant depending on the implementation or not of good practices where

they apply.
o Transit of Vehicles through Unpaved Roads

Particulate material emissions occur whenever vehicles move on unpaved roads or land. Dust clouds
are left behind as vehicles passes, since the force of the tires on the surface of the ground causes the
surface material to be pulverized. The particles are lifted and fall from the moving tires, and the surface
of the ground is exposed to strong air currents in a turbulent transient with the surface. The turbulence
left behind the vehicle continues on the surface after it has passed.

Emissions concerning the transit of vehicles on unpaved roads or land are designated as particulate
material (PM) including particles smaller than 10 microns in aerodynamic diameter (PM-10) and
particulate material smaller than 2.5 microns in aerodynamic diameter (PM-2.5). The amount of dust
emissions from a segment of an unpaved road varies linearly with the traffic volume. Field research has
also shown that emissions depend on correction parameters that characterize:
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The particular condition of the road or terrain

The associated vehicular traffic

Number of vehicles

Characteristics of the vehicles (weight of the vehicle)

Vehicle transit speed

The properties of the road surface material to be disturbed (silt content, moisture content)
Weather conditions (frequency and amounts of precipitation)

Dust emissions from unpaved roads vary directly with the silt fraction in the material of the ground
surface. The silt consists of particles smaller than 75 um in diameter.

Vehicle Emissions

During the construction stage it is expected that there will be a certain degree of air pollution due
to the contribution of gas from area sources derived from the traffic of both light vehicles, and
heavy rolling equipment, since they are gases generators such as nitrogen oxides, sulfur dioxide,
carbon dioxide, carbon monoxide, water vapor and volatile hydrocarbons. These gases, mainly
CO2 and NOx are the cause of the greenhouse effect, and the SO2 that causes acid rain.

The contribution of vehicular emissions to atmospheric pollution in this sense and the magnitude of the
construction works of the project is moderate and its incidence is related to the effects on occupational
health and to a lesser extent to the natural environment that is already anthropogenically intervened.

Examples of effects on human health include eye irritations, headaches and breathing difficulties. In
relation to the vegetation can cause abnormal growths, discoloration and mottling of leaves and death.

The vehicular concentration in the project site is determinant and proportional to the magnitude of the
impact by gaseous emissions, although said magnitude of the impact is associated to the type of
vehicle, the fuel used, taxiing and number of passengers its indirect and direct incidence is also
determined by room temperature, vehicle speed and site weather conditions.

Below is a table of emission factors for some types of vehicles.

Carbon (gramo/passenger-mile)
Dioxide . —
\Tgﬁleclzf (Ib/passenger Organic Carb()n OX(I)?ES DIOé:(de
- mile) compounds | Monoxide nitrogen sulfur
Truck
(gasoline):
O Simple
occupation
1 Average 1.55 3.20 27.46 2.05 0.23
occupation
0.81 1.68 14.45 1.08 012
Car:
[0 Simple
occupation
] Average 1.12 2.57 20.36 1.61 0.14
occupation
0.68 151 11.98 0.95 0.08
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Occupation of
\vehicles:

0 Cars with 3
occupants. 0.37 0.86 6.79 0.54 0.05
[1 Cars with 4
occupants 0.28 0.64 5.09 0.40 0.03
[0 Vans with 9
occupants. 0.17 0.36 3.05 0.23 0.03

Bus (diesel):
O Transit 0.39 0.25 1.21 1.82 n/a

Source: World Resources Institute, 1992, pg. 70

Another important factor to consider in the vehicles used is the fuel used that is directly related to
the concentration of pollutants produced by gasoline and diesel engines that contribute mainly to
air pollution, since the pollutants produced by the vehicles are formed to ground level, in this case
there is no chimney that favors the dispersion of the pollutants as it happens in the factories.

Below is a table showing the different concentrations of gases emitted in the vehicle emissions of diesel
and gasoline engines:

Pollutant Gasoline Diesel
Suspended particles 0.1 g/m? 0.01 g/me
Sulfur dioxide (SO2) 25 ppm 400 ppm
Nitrogen oxides (NOx) 1200 ppm 200 ppm
Volatile hydrocarbons (HC) 150 ppm 20 ppm
Carbon monoxide (CO)) 30 L

It is important to mention that the implementation of the cable car will reduce the aforementioned
negative effects on a large scale, since most of the equipment and materials will be transported to the
project site by means of the same.

The impacts to the air are characterized by loose dust and gaseous emissions of automotive vehicles,
both light and heavy. Although the extension of the impacts to the air does not have a long-term effect,
rather they can be considered punctual and concentrated in the project area and are of a temporary
nature.

8.1.4 Noise and Vibrations

Sound impacts may be of interest during the operational and construction phases of any project.
Noise should also be considered in relation to current and future planning and territorial policy.

The noise of a building is an important source in a community. This importance is greater and, therefore,
its impacts, in nearby towns that develop activities without any relation with the construction activities
(for example, residents of the area, workers, etc.). Among the important factors to determine the sound
levels that can potentially impact a population includes the distance to the sound source, if there are
natural or anthropogenic barriers between the source and the affected population and in this particular
case, the scale and intensity of the of the construction phase in particular (excavation, heavy equipment,
lifting or finishing).
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A positive aspect to consider is that the community closest to the project is at a distance of
approximately 500 m, so it is unlikely that they will perceive or hear any noise or vibration
generated by the construction or operation process of the Project.

The type of sound emission of interest will be a continuous noise, that is, noise of greater duration
and less intensity such as construction or traffic of heavy rolling equipment.

The construction activities in general cause noise levels higher than those that usually appear in the
project site; in this case they will be the staff that works in the construction of the project.

The noise in a construction varies according to the specific operation that is carried out. The operations
can be divided into five consecutive phases:

e Land clearing, including the demolition and removal of structures, trees and rocks.

e Excavation.

e Laying of foundations, including the conditioning of the old pavements and the
compaction of the ditches.

e Lifting, including structures, placement of walls, floors, windows and pipe installations.

e Finishing, including filling, paving and cleaning.

The noise for each activity is generated by the construction equipment used, as well as vehicles for
handling, loading and transfer of materials or waste.

The staff health can be affected by noise caused by the movement of vehicles and machinery
present in the project site, according to the specific activity that is being developed.

Below is a table showing that the noise levels produced by vehicles in circulation are a function of
vehicle speed.

90—
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7
S,
- AR
/385

<— Autobuses
80
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Automoviles
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60—
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-
o
|

— — — — Niveles medios

L1
0 a 20 30 40 50 60 70 80
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Noise power of individual vehicles depending on their
speed (Laboratories Wyle, 1971)

From the Book: Manual of Environmental Impact
Assessment, by Larry W. Canter.
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It should also be considered that the concentration of heavy vehicles either on the site under
construction, as well as on the road they are traveling, it is important to take appropriate measures
not to allow a high concentration of loading vehicles concentrated in one place. The following table
shows the noise levels produced at a certain distance from a reference point versus the number of
heavy vehicles that can circulate. It can be said that the sound impacts in this sense are minimal or
almost nil with respect to populations near the operations site.
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The noise in a construction varies depending on the activity that is performed; the following table
presents information on noise levels observed at 15 m distance from different construction equipment.
These levels vary from 72 to 96 dBA for earthmoving equipment, from 75 to 88 dBA for material
handling equipment and from 68 to 87 dBA for fixed equipment.
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Noise Interval in Construction Equipment

Noise level at 50 feet (15 m),
dBA 80 90 100

Compactors
(roller) -
Front loaders ——
Back shovels
Tractors -
SCrapers,

Hrarrows Aspatt

feaal Teal
TTOCRKI™TTUCRS

movement

Earth

Can L
CUTICTCTC

mixers
Concrete —
pumps Cranes,
mabile ("r:mne’
towers Pumps —
Generators
compressors ——
Pneumatic —
wrenches =
Hammer and
drill drills
Impact pile
driver spikes T

Vibrator Saws

Material
handling

Equipment with internal combustion

Set

Impact
Othery Equipment

From the Book: Manual of Environmental Impact Assesment, by Larry W. Canter

The environmental impacts related to the noise aspect during the preparation and construction
phase of the site are of a temporary nature and have their impact mainly on the local fauna, since
it will be frightened away and displaced, this adverse effect will be reversed once the activities and
human presence on the site is finished.

8.1.5 Biotic Environment

Site preparation activities that involve removal of vegetation cover, cutting of a certain number of trees,
will inescapably affect both the local flora and fauna altering its natural environment, habitat of both
small organisms, such as rodents, insects, small reptiles and nesting of certain birds, the impact will alter
the original conditions of the site as well as the characteristics of the natural landscape, by building
roads, structures for transmission lines and buildings that were not previously in the place.

The dismantling will involve the removal of both the vegetation that is established in the soil, and trees of
high altitude, the trees cut for their restitution should be quantified when the construction activities are
finished.

The opening of roads in a site that has already had anthropogenic intervention does not constitute a
significant additional impact to the existing conditions, although the opening of roads constitutes initial
barriers of certain species that transit through the site, as construction activities end and the transit of
heavy vehicles is reduced, the local species will return and cross by the open roads incorporating
themselves to the environment although this is modified.
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The alteration of the characteristics of the local landscape will be drastic during the preparation phase of
the site, mainly by the excavations, to give rise to the foundations of the components of the dam. The
significant environmental impact in terms of landscape, natural conditions of the environment in terms of
soil and flora will be temporary and transitory, foreseeing their recovery with the natural conditions of the
environment as the vegetation regenerates, although to a lesser degree certain civil works erected will
mean a permanent change in the natural characteristics of the environment.

8.1.6 Biotic Environment Associated with Water Resources

The project construction does not require a deviation of the current of the river, but it becomes narrower
to work half the river first and then the other half; therefore, there will be a temporary change to the
existing hydrological conditions that are linked to the ecosystem on which it depends, which will impact
due to the high turbidity of suspended solids in the water in the existing niches, affecting birds, fish,
amphibians, invertebrates such as; molluscs, insects, which depend on water resources. As the
construction work is completed and the normal course of the river continues the ecosystem can be
renewed according to the initial characteristics.

In this phase of the project the environmental aspects of the associated biological life of the water
resource will be affected by the reduction of the river channel, maintaining an ecological flow will reduce
the impacts on the ecosystems downstream of the river; this affectation is considered temporary.

8.1.7 Sociocultural Environment

The nearby communities can be favored thanks to this type of projects, which from their planning
and construction give opportunities for work sources to their inhabitants; the construction activities
of this project will provide new sources of employment to a certain part of the economically active
population, mainly male, but only of a temporary nature during the development of the works.

The development of this project will not imply a change in the cultural patterns of the population in the
area of influence, that is, it will not substantially change the environment where their economic activities
take place, such as agriculture and livestock activities.

There will be no mobilization of inhabitants to other areas because the characteristics of the dam "on the
edge of water" will not impact flooding of land where housing or agricultural economic activities are
located.

We expect more vehicular mobility (passenger units, heavy loading transport) in the access roads near
the project and that communicate with nearby populations, there will be more people, and the interaction
of the inhabitants of the area could offer service opportunities to the technical workers that arrive at the
site, increasing the circulation of traffic in the area.

8.1.8 Visual and Landscape Aspect of the Site

The natural conditions of the place will be affected in a temporary way, by the establishment of
infrastructure for storage of inputs and equipment will substantially modify the original aspects of
the site in its natural conditions by the removal of vegetation cover; such conditions are not
common on the site.

The construction of scaffolds will temporarily and in a timely manner change the current conditions
of the site since after the construction these will be removed. The presence of mobile cranes will
make changes but very punctually.

There is no recognized landscape value in the site that has given rise to recreational activities and
tourist value, for this reason the modification that the construction works of the project will rise not affect
this item.
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8.2 Operation Phase
8.2.1 Liquid Waste

During the operation stage it is foreseen that the generation of liquids waste will be reduced in
terms of wastewater since the labor population is considerably lower, composed of 11 workers
estimated at approximately 440 gallons per day, this volume of wastewater will not imply any
environmental impact to the environment or that imply a risk to the hygiene and occupational
health as long as said sewage is conducted by sewers in good condition and that lead to a system
of disposal or adequate treatment (septic tank).

During the maintenance activities of the equipment and machinery for generating and transforming
electrical energy when programmed, it will involve the generation of certain quantities of oil and
used lubricating greases which, due to their chemical nature, imply a highly polluting waste in soil
and water resources if they spill or they are poured of deliberate way, its correct disposition in
suitable and safe containers for its correct shipment to recollection centers of this type of waste will
be done.

The above also applies to oil changes to electric power transformers in the electric substation.
8.2.2 Solid Waste

During the operation stage of the hydroelectric project, the generation of solid waste from domestic
sources will be considerably reduced since the working population is minimal, and can be
characterized in the following wastes:

Food waste

Paperboard packaging

Plastic packaging

Waste paper

Plastic

Cleaning cloths

Empty containers of cleaning products
Excreta

During the activities of preventive and corrective maintenance either to transformers, generating
turbines, engines and other components of the hydroelectric plant, it is expected that the following solid
waste will be generated:

Oiled rags used in cleaning

Containers that have contained lubricating products (fats and oils)
Spare parts (mainly made of metal)

Packing wood

Paperboard

Paper

Plastic wrapping

Sawdust impregnated with oils

Paint residues

Solvents

A correct waste management will allow the correct and safe disposal of the different wastes
mentioned above, having as final destination either the authorized municipal dump or collection
and treatment of hazardous waste companies.

The final disposal of domestic waste must be at a site authorized by the UMA.
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8.2.3 Atmospheric Emissions

The generation of hydroelectric energy provides an alternative to the generation of electrical energy by
burning fossil fuels (electric power produced by thermal plants based on diesel, bunker, coal, among
others), or nuclear energy, since , allows to satisfy the demand of energy without producing hot water,
atmospheric emissions, ash, radioactive waste or CO2 emissions. For this reason there is no significant
impact related to the increase of gaseous emissions to the atmosphere since there is no associated
combustion process, nor will it incur alterations to the existing air quality.

Vehicular emissions are likely to increase a little bit in a non-significant way in addition to those already
existing at the project site, but they will not alter in any significant way the current conditions.

8.2.4 Noise and Vibrations

During the operation phase the produced noise will be generated in the powerhouse by the
generating turbines, the level reached is estimated to easily surpass 90 dBA, it is prudent to
observe the manufacturer's specifications regarding the noise levels produced by the different
machines installed in operation, as well as verifying the real values by means of noise audits, to
determine the risks present in the areas where the machines are located and to signal the present
risk for the requirement of the use of hearing protectors that mitigate the sound impacts at a time
of exposure by workers.

It is important to mention that the noise of the generating turbines is confined to the powerhouse, so it
will not have any impact towards the exterior of the project, therefore it will not affect any nearby
population.

The following table must be taken into account for the purposes of assuring the occupational safety of
workers in the plant, where the noise level generated is related to a maximum exposure time allowed:

Allowed Medium Level of Sound
Exhibition Time Pressure Measured on
per Day the Scale
(Hours) (Decibels)
8 85
4 90
2 95
1 100
0.50 105
0.25 110
0.13 115

The maximum value of 115 dB A shall be considered the maximum exposure limit, workers cannot
be exposed to higher levels of continuous noise

8.2.5 Biotic Environment

During the operation stage there will not be a significant permanent alteration (of great extension) of the
hiotic environment in spite of the erected infrastructure, it is considered an alteration of moderate
magnitude, for being infrastructure that did not previously exist in the site, one of the benefits of the
project is that it is a "water edge" hydroelectric project, that means, that the natural course of the river
will be used without altering its course or its flow, there will be no large reservoirs that cause flooding
and permanent drastic alteration of an irreversible nature, like happens in other hydroelectric projects
that need large reservoir areas for their operation. In addition, an ecological flow in the river will help
maintain aquatic life.
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The terrestrial fauna can be displaced by the activities of civil constructions, some will return as long as
the flora is allowed to regenerate, although some others having a greater presence of anthropogenic
activities move to more distant places less intervened.

8.2.6 Water Resource

The realization of a hydroelectric project of this type is necessary to contribute to the supply of electricity
from renewable sources and reduce the dependence on hydrocarbons as sources of energy that pollute
the environment even more.

The proposed project, as it has been said previously throughout the document, does not imply an
alteration or over-utilization of the water resource in this case the Jilamito River, since it is a
hydroelectric plant "water edge ", which will no incur alteration of the original natural course of the river,
or of the flow throughout the climatic seasons that occur in the year, it will not imply the creation of a
reservoir that produces flood of certain extensions of land that in turn imply relocations of populations,
no changes in the use of land or rural activities, as well as permanent and irreversible drastic
modification of the biophysical environment.

The rural communities near the site will not be affected in the use of the water resource for their
agricultural or domestic activities.

8.2.7 Sociocultural Environment

In its operation stage, the project will not affect the adjacent land extensions that are subject to
agricultural activities, believing that there will be dam discharges in rainy seasons that could cause
flooding, in this sense the project cannot give rise to this situation since it will not affect the flow
patterns of the river and the components of the dam are designed for events of large natural
phenomena.

The project operation will offer job opportunities to skilled labor or with some academic training, the
opportunities of employment sources are reduced and oriented to competent staff that can develop
in the company.

8.2.8 Visual and Landscape Aspect of the Site

Once the construction works involving the powerhouse and other components of the project are
completed, the original conditions of the site will change, it is expected that the modifications made will
not radically change the existing conditions since there will not be a reservoir of great magnitude due to
the nature of the project that is a "water edge" dam, nor does it represent a significant alteration to the
current forest cover conditions of the Jilamito River sub-watershed.

8.3 Transmission Line Environmental Aspects.
8.3.1 Operation and Construction Stage.

From the sub-station the energy will be conducted through a line of 19.50 kilometers in length until
it is connected to the L-516 transmission line. Although the length of this Transmission Line is not
very long, the environmental aspects during the construction phase of the power transmission line
specific to this industrial sector include the following:

e The alteration of the terrestrial habitat will be minimal and punctual, because the zone from
where the powerhouse will be located to reach the sub-station in Lean are already intervened
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areas (paddocks). In addition, the transmission line will be parallel to real roads and dirt roads
already established, is parallel to the fence of properties (land used as pastures for livestock,
areas heavily intervened by owners).

e Presence of magnetic and electric fields.

Terrestial Alteration.

The construction and maintenance of the transmission line in its laying route, especially those lined up
through forest zones, can result in alteration and disruption to the terrestrial habitat, including bird
species and an increased risk of forest fires; however, the transmission line of the project will be located
in heavily intervened areas, so there will be no section that will cross wooded areas thus reducing the
chances of forest fires.

Construction of the Right-of-Way.

The construction activities of right of way can transform habitats, depending on the characteristics of the
existing vegetation, topographic characteristics of the route chosen for the passage of the transmission
line and the height through which it passes, considering itself as permanent and impact on habitat
moderately. However, the establishment of towers for the transmission and distribution lines, are
heavily intervened areas (agricultural areas and pastures for livestock), so the alteration of the habitat
by these construction activities (preparation of the ground, foundation for the towers, opening of
temporary access roads) will be minimal, in turn disturbance may occur due to the presence of
machinery, construction workers, transmission towers and associated equipment. The transmission line
runs parallel to real passable roads and does not cross any wooded or forested area; therefore there
will be no forest fragmentation.

Maintenance of the Right-of-Way.

Regular maintenance of vegetation within the Right-of-Way is necessary to avoid disruption of
power lines and towers. However for the project maintenance will be minimal because the
transmission line passes mostly on land with agricultural plantations and paddocks.

Regular maintenance of the right of way for the control of vegetation growth may involve the use of
mechanical methods, such as mowing and cutting equipment that may disturb wildlife and their
habitats, in addition to manual thinning or. Vegetation management should not eradicate all
vegetation, but help maintain the growth of trees and plants that can negatively affect the
infrastructure at a level that is below an economically damaging threshold. Excessive vegetation
maintenance can unnecessarily remove vegetation amounts resulting in the continuous
replacement of successor species and an increased likelihood of establishment of invasive
species. However, the maintenance activities will be reduced because the transmission line
passes through highly intervened areas and parallel to the real road, therefore the vegetation is
very small. In some particular case where vegetation growth control is necessary, no herbicides
will be used.

Collisions and Electrocutions of Birds and Bats.
The combination of the height of the transmission towers and the electricity carried by the
transmission lines can potentially represent a fatal risk to birds and bats due to collisions and

electrocutions, the latter can occur in any of three ways (Raptor Protection Video Group
2000):

80



“Hydroelectric Jilamito” DAC AMBITEC,

1. Touching simultaneously an energized wire and a neutral wire.

2. Touching two live wires simultaneously.

3. Touching simultaneously an energized wire or any other piece of equipment on a pole
or tower that is glued to the ground by means of a ground wire.

Bird collisions with power lines can occur in large numbers if they are located on daily flight routes
or migratory corridors, or if the groups are traveling at night or during low light conditions (for
example presence of fog).

To reduce as much as possible the impacts to the animals that fly, the transmission lines will be built
according to the usual and normal standards for this type of works dictated by the ENEE and the IEC.

Alteration of the Aquatic Habitat.

The power transmission and distribution lines, and access roads and associated facilities, may
require construction of corridors crossing aquatic habitats that may cause disturbances in water
courses and require the removal of riparian vegetation, although on a smaller scale because they
are very intervened and the vegetation is extremely low. In addition to this, sediment and erosion
caused by construction activities and runoff from rainwater can increase the turbidity of the surface
of the watercourse.

Measures should be implemented to prevent and control impacts on aquatic habitats.

Impacts by Electric and Magnetic Fields.

Electric and magnetic fields are invisible lines of force emitted by and in the contour of any
electrical device (for example, electric power lines and electrical equipment). Electric fields are
produced by the voltage and increase in force when the voltage increases. The strength of the
electric field is measured in volts per meter (V / m). The magnetic fields result from the flow of
electric current and increase in resistance when the current increases. Magnetic fields are
measured in units of gauss (G) or tesla (T), where 1 T equals 10,000 G. Electric fields are
protected by materials that conduct electricity, and other materials, such as trees and building
materials. Magnetic fields pass through most materials and are difficult to shield. Both electric and
magnetic fields decrease rapidly with distance. The frequency of electric power typically has a
frequency in the range of 50-60 Hz, and is considered an Extremely Low Frequency.

While there is a public and scientific concern about the potential health effects associated with exposure
to electric and magnetic fields (not only high-voltage power lines and substations, but in addition to the
domestic day-to-day use of electricity), there is no empirical data demonstrating adverse health effects
from exposure to typical levels of electric and magnetic fields from electricity transmission lines and
equipment. (International Commission on Non-lonizing Radiation Protection (ICNIRP) (2001);
International Agency for Research on Cancer (2002), US National Institute of Health (2002), Advisory
Group to the Radiation Protection Board of the UK (2001), and U.S. National Institute of Environmental
Health Sciences (1999).

The construction of the project will be in accordance with the usual and normal standards for this
type of work dictated by the ENEE and the IEC, following the necessary recommendations and
taking into account the exposure to electric and magnetic fields of the personnel of both erection
and maintenance.
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Insulating oils and fuels.

Highly refined insulating mineral oils, are used to cool the transformers and provide electrical insulation
between the components. These are typically found in large quantities in electrical substations and
maintenance workshops. The oil hexafluoride (SF6) can also be used as an insulating gas for electrical
switchgear equipment and in cables, tubular transmission lines, and transformers. SF6 can be used as
an alternative to insulating oils. However, the use of SF6, a greenhouse gas with a potential global
warming effect significantly higher than CO2, should be minimized.

Liquid petroleum-derived fuels for vehicles and other equipment can also be used and stored in
transmission and distribution projects. The impacts in the incorrect handling of these inputs that could
cause spills directly to the ground and to the ground and surface water, as in other types of projects
have their effects in the contamination of the ground and in turn in the groundwater table of groundwater
as well as to receiving bodies, affecting organisms that depend on the quality of these ecosystems.

Measures must be implemented for the prevention and control of hazards associated with the
prevention of spills, emergency responses, cleaning and remediation of contaminated soils.

Environmental Impacts due to the use of Pesticides.

The use of pesticides should be established as part of an integrated pest management strategy with their
respective documented plan; the strategy should consider the preference of alternative strategies for the
management and control of pests with the use of pesticides based on synthetic chemicals such as last
option.

The environmental impacts from the use of pesticides for pest control do not differ from the impacts
indicated for the use of wood preservatives from the poles; affecting mainly soil and ground and
surface water by rainwater runoff, the recommendations of the manufacturer's application should be
followed to minimize or eliminate risks both from container spills and improper handling affecting the
health and occupational hygiene of the person does the application. It should try not to use
products that affect the habitat for other organisms where apply the product is needed.

For the minimization or elimination of potential impacts by management and application of chemical
products for pests control, it is suggested to follow international recommendations (IFC) of alternatives to
the application of pesticides or in the unavoidable case the recommendations for a correct application,
also it can consult and follow those recommendations issued at the country level by la Secretaria de
Agriculturay Ganaderia (SAG) y el Instituto de Conservacion Forestal (ICF).
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IX. Environmental Control Activities.

9.1 Construction Stage

Soil Resource

1. The slopes must be stabilized and consolidated to avoid risks of landslides or erosion, through the
construction of bioengineering works, structures, among others. The slopes can be covered with
native plant species such as vetiver, grasses, izote and others depending on the site.

2. Install sediment traps, ditches and energy dissipaters in the required places.

3. The disposal of sterile material (not suitable for use as aggregate in construction) should be done on
surfaces with little slope, away from water sources and stacked in such a way that they allow their
subsequent revegetation.

4. Resistant and with sufficient capacity containers should be placed, in all work fronts for the
temporary disposal of solid waste of domestic origin, following the guidelines established in the
Regulation of Solid Waste Management and in the Integral Management of solid waste Manual.

5. The waste should be collected as necessary, to avoid contamination / spill risks, and transferred to
the site established for that purpose.

6. The burning or accumulation of solid waste of any composition or characteristic within and near the
project area is strictly prohibited.

7. Upon completion of the work, all construction equipment, leftover material, waste and temporary
facilities shall be cleaned and removed from the land and disposed of properly. As part of the final
disposal of the solid waste, the cleaning activities of the surroundings and within the areas of the
Camp will be carried out, which is the exclusive responsibility of the Contractor, who through the
workers will keep the material stored; when finishing work, employees must verify that their work
sites (yards, warehouses, workshops and plants) do not present inadequately disposed garbage.

8. Excavation and demolition waste must be disposed of in previously selected, evaluated and
adequate sites for this purpose, and must be authorized by the project supervisor.

9. In the selection of a property as a deposit of materials, it should be kept in mind that it is not located
in an area of high agricultural productivity, in areas identified as unstable or close to sectors of
geological faults with the development of gap areas; it is necessary to evaluate the ease of access
to the place and locate the property on the intervened corridor.

Water Resource

1. To delimit the superficial and underground water courses, in the area of direct or indirect influence
of the project, in order to reduce the impacts derived from the construction works.

2. Respect the natural drainage patterns existing in the area, in order to practice good management of
rainwater and reduce erosion rates, especially in areas subject to landslides and silt.

3. Construct adequate drainage works for the management of rainwater in the main works and access
roads; they must be designed according to the standards of the Road Manual of the Secretaria del
Transporte Obras Publicas y Vivienda (SOPTRAVI) or in its absence, by the Manual "Guidelines and
Standards for Better Forest Management” (ICF, 2011).
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4. Establish a quarterly monitoring of water quality during the construction period according to the
quality indicators in the sections of the riverbed that will be altered by the aforementioned
activities; these indicators must be compared with the Baseline generated in the planning
stage.

5. When the work construction requires the construction of dams, these will be conditioned
preferably using rocks or coarse granular material, thus avoiding the discharge of fine particles
and their subsequent sedimentation in the course of water. A sediment barrier or curtain must
be installed to hold it downstream during dike construction.

6. Civil stabilization works must be installed in the sites of the intake, machine house and venting
channel, in order to avoid erosion and sedimentation of the channel; these works must
contemplate risk actions. Wherever possible, the planting of local vegetation perpendicular to
the ground will be used to reduce erosion.

7. The felling of trees in the protection strip of the riverbed should be avoided, and measures
should be taken for their protection. With exception where the civil works will be installed and
where construction activities will be carried out on the riverbed (roads, intake work, conducting
channel, powerhouse).

8. The water to be used for construction activities may be supplied directly from the springbed, as
long as the latter is not used for human consumption.

9. When water is used for human consumption (water from springs, rivers, and streams), it must
be treated in such a way as to guarantee the consumption of it by carrying out
physicochemical and bacteriological analyzes periodically, with the exception of purified water
purchased in large bottles.

10.The sites for the location of latrines or septic tanks should be outside the protection strips of
surface or underground water sources.

11.The dumping of fuels and waste oils on the ground or bodies of water is prohibited. These
wastes must be moved outside the construction area, treated or marketed for the reuse or
transformation of their components; it must have the appropriate means of verification, such
as: payment receipts, certificates, photographs, among others.

12.Pollution of watercourses with construction material waste should be avoided by the
construction of sand filters or drains. In addition, the correct storage of materials should be
observed, making ditches around sites with spill potential, such as material and hydrocarbon
stacks.

13.Portable latrines should be installed for the exclusive use of the work crew in the construction
phase, in relation to one latrine for every 10 employees, they must meet the specifications
established by the Ministry of Health. The cubicles will be kept in the proper conditions of
disinfection, deodorization and suppression of fumes

Air Resource

1. Dust emissions should be avoided during construction, material haulage and road traffic, for
this purpose, the busiest areas should be moistened periodically, as well as the use of
awnings for the reduction of suspended particles. If the use of water in the area is not
adequate, the roads should be covered with gravel to minimize the emission of dust into the
atmosphere. The use of burned oil will not be allowed to prevent this impact.
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2.If there are paved access roads, they should be kept clean of materials, waste or debris, thus
avoiding the dragging of material by rain or the generation of suspended particles to the
atmosphere.

3.Vehicles used in the hauling of materials and / or construction waste should not exceed their
capacity limit.

4.Use tarps or plastics that completely cover the stacks of particulate material and aggregates
to minimize the emission of dust or the dragging of sediments by the action of rain. Protect the
stacks also with removable boards (wooden for example) to ensure their containment.

5.Use equipment and mobile machinery in good condition, which must have appropriate devices
to prevent air pollution and excessive generation of noise. Options that are friendly to the
environment, such as biofuels, should be preferred where feasible.

6. A maintenance program for machinery and equipment will be established to maximize the
efficiency of combustion and minimize emissions of pollutants. This should include, but not be
limited to, tuning the engine, checking oil and tires. You must have records of this activity.

Flora
1. An area reforestation plan should be prepared.

2. During the clearing activities, the trees that need to be cut must be cut down and cut in such
a way that the fall does not damage the surrounding vegetation; it must be directed towards
the already cleared areas.

3. During the clearing of trails, avoid destroying habitat areas that are clearly used by wildlife,
this point is defined in the Fauna Component.

Fauna

1. Strictly prohibit project staff and contractors from carrying out wildlife collection, extraction
and hunting activities in the project area and surrounding areas.

2. Strictly prohibit employees from Kkilling, injuring, maiming, chasing and / or trapping wild
animals in the project area, except in defense of their lives (an attack by snake for example).

3. The Proponent must consider the installation of infrastructure that allows the free movement
of terrestrial and aquatic species, in the case of the latter the drainage systems should
consider the riverbed and other contributions for such purposes. Here we will also consider
the measures defined when determining the ecological flow.

4. The project staff must respect the biological corridors and make the respective disclosure to the
area residents, this disclosure refers to signage or any other means that the proponent considers
appropriate.

5. The sale or exchange of wild animals for consumption or as pets, or products derived from them,
shall not be permitted.

6. The introduction of wildlife species of any kind to the project area is prohibited.
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Health

1. Prepare and implement a Health and Occupational Health Plan for all stages of the project in
order to comply with the General Regulation of Preventive Measures of Work-related Accidents
and Occupational Diseases (STSS-053-04 Published in La Gaceta on October 19, 2004).

2. Elaborate an Internal Regulation for Field Employees that includes general standards, of human
behavior, hygiene and Health, environmental and of Health and road circulation, of obligatory
fulfillment for all employee and / or worker that works or renders his services through Contractors
and Subcontractors. The regulation will be in accordance with the guidelines of the Ministry of
Labor.

3. Prepare, implement and update a contingency plan against accidents that includes the situations
of the different stages of the project.

4. Provide to the staff the required personal protective equipment, in accordance with the activity
carried out, in order to prevent damage to workers' health.

9.2 Operation Stage
Solid waste management

1. Perform an Integrated Management of Solid Waste in accordance with the provisions of the
current Solid Waste Regulation and the Manual for the Integral Management of Solid Waste.

2. The burning or accumulation of solid waste in and around the area of influence of the project is
prohibited.

3. The silting material of the dam or any infrastructure work must be properly removed and
disposed of in a place where it does not affect the normal course of the river.

Electric power

1. Carry out periodic maintenance activities in the right-of-way areas of the transmission lines
of their own service. The use of herbicides should be avoided since they can contaminate
the surface waters, fauna and flora of the site; preferably using manual cleaning instead of
mechanical or by herbicides).

2. In the clearing of the sites vegetation where the towers of the line of conduction and the
rights of way will be constructed, the use of herbicides should be avoided, since these can
contaminate the superficial waters, the fauna and flora of the site; therefore, manual
techniques of clearing should be used (eg manual cleaning).

3. Label the towers of the conducting line with legends indicating danger, high voltage, etc.
when they are 69 kV or more; the signs should consider the degree of literacy of the
residents.
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Intake site or dam site

1. In order to meet the necessary requirements for the existence of aquatic life, the developer
through the environmental ruler shall monitor the quality of the water every six months in the
parameters of dissolved oxygen, temperature, turbidity, pH, suspended solids, heavy metals,
and color at the following monitoring points: upstream of the dam, downstream from the site of
the intake and discharge site, copies of these records must be submitted to the DECA,
comparing them with the information described in the project's baseline. The monitoring
should start once there is vehicular access to the Dam site.

2. In order to comply with the requirements of the ecological flow, the Developer must ensure
that it is continuous as long as there is water in the river.

Risk management

1.

The developer must disclose and socialize a risk management manual aimed at the project's
employees.

All areas must be properly demarcated and marked according to the local literacy index,
especially those related to temporary closure of access roads, handling of dangerous material,
etc.

Maintain properly stored the toxic or dangerous material, have the indications of its use and
what to do in case of accidents in visible places also have a file of the Health Sheets and train
employees on the handling of these materials.

Hygiene, health and occupational health component

Develop and implement a Health and Occupational Health Plan for all stages of the project in
order to comply with the General Regulation of Preventive Measures of Work-related Accidents
and Occupational Diseases (STSS-053-04 Published in La Gaceta on October 19, 2004).

To elaborate an Internal Regulation for Field Employees that includes general standars, of
human behavior, hygiene and health, environmental and health and road traffic, of obligatory
fulfillment for all employees and / or workers that work or provide their services through
Contractors and Subcontractors. The regulation will be in accordance with the guidelines of the
Ministry of Labor.

Prepare, implement and update a contingency plan against accidents that includes the
situations of the different stages of the project.

The Contingency Plan must also contain the acquisition of health equipment and the training of
staff in its use, including extinguishers to locate in strategic places that will be defined in the
Plan.

To provide the staff with the required personal protection equipment, in accordance with
the activity carried out, in order to prevent damage to workers' health.
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X. Data from the Environmental Consultants executing the diagnosis

MIGUEL ANGEL ENAMORADO VALLECILLO

Identity No. 1622-1964-00190

Collegium No. 2002-04-1290, CINAH

Agronomist Administrator Engineer, University of San Pedro Sula, 1995
Consultants Registration SERNA RI-0152-2005

Analysis and Environmental Control in General Topics

KITZIA MELISSA VIDES SANTOS

Identity No. 0318-1982-00607

Collegium No. 2405 CIMEQH

Industrial Engineer, Nacional Autonomous University of Honduras, 2007
Consultants Registration SERNA RI- 261-2009

RICARDO MATAMOROS FLORES

Identity No. 0801-1963-04639

Collegium No. 0072 CBH

Bachelor of Biology, National Autonomous University of Honduras, 1987
Consultants Registration SERNARI-022-2003

REGISTRATION OF THE CONSULTING FIRM AT SERNA RE-0004-2002
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Xl. Affidavit Consultant.

AFFIDAVIT

|, MIGUEL ANGEL ENAMORADO VALLECILLO, Agronomist Engineer, Administrator, of legal
age, married, with residence in San Pedro Sula, as General Manager of Empresa Ambiente y
Tecnologia, S.A. (AMBITEC), by this document and under affidavit, | state that all the information
presented of the Jilamito Hydroelectric Project located on the Jilamito River, in the Municipality of
Arizona, department of Atlantida; before the Secretaria de Recursos Naturales y Ambiente
(SERNA), is authentic in all its content.

And for the corresponding legal purposes, | extend the present in the city of San Pedro Sula, Cortés, on
the twenty-third day of the month of January of the two thousand thirteen.

ING. MIGUEL ANGEL ENAMORADO V.
General Manager
AMBITEC, S.A.
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XIl. Certification of Acceptance.

Certification of Acceptance

I, Mr. Rafael Ledn De Picciotto Cueva, of legal age, married, of Honduran nationality, of this
domicile, acting on behalf of the company named Inversiones de Generacién Eléctrica S.A. of
C.V. (INGELSA), as president, | formally accept the Qualitative Environmental Diagnosis,
carried out in the "Jilamito Hydroelectric Project”, which is located on the Jilamito River,
jurisdiction of the municipality of Arizona, Atlantida, so | can attest that it is from my
conformity which can be presented to the Secretaria de Recursos Naturales y Ambientes.

And for which | sign the present on the twenty-third day of January two thousand thirteen.

LIC. RAFAEL LEON DE PICCIOTTO CUEVA
Legal Representative
Inversiones de Generacion Eléctrica S.A. de C.V. (INGELSA)
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XIV. Anexos.

Anexo No.1
Contrato No. 073-2010 de Suministro de Potenciay su Energia
Asociada Generadacon Recursos RenovablesentrelaEmpresa
Nacional de Energia Eléctrica y la Sociedad Inversiones de
Generacion Eléctricas S.A.de C.V.
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Anexo No.2
Certificacion Procuraduria General delaRepublicaNo. PGR-DNC-
041-2012



bl )

Drocanadania Geaenal de la Repablica
Repuiblica de fonduras
CERFIFICACION

La infrascrita Secretarin General de la Procuraduriz General de la Repiblica, CERTIFICA 1a Opinidn
Legnl y et Auto de Aprobacion que literalmente dicen: Bxp. No PGR-506-2010.- Empresa Nacional de
Energia Eléotrica~ (OPINI ON LEGAL NoJPGR-DNC041-2012.- La Direccion Naciooal de
Consultosfa de la Procuradur{a Geneial de la Reptiblica, a través del suserito Consultor Jueidicoe, ha
tenido a Ja vista ef Expediente Administrativo No, PGR-506-2010, proveniénte de la Empresa Nacional
de Fnergia Eléctrica (ENEE), el cual corresponde a fa salicitud para Ta suscripeion del Acverdo de
Apoya y Aval Solidario del Estado de Honduras que se habria de firmar entre la Procuradora General
de In Reptblica, la Secretaria de Bstado en el Despacho de Finanzas y la Empresa Inversiones de
Generacion Eléotricas Sociedad. Andnima de Capital Variable (INGELSA), en el marco de o
catablecido en ¢l Articula 4 reformado del Decrete 70-2007 de fecha 31 de Mayo de 2007 gue contiene
ja Ley de Promocion a la Generacién de Energia Eléctrica con Recursos Renovables, pata garantizar el
cumplimiento de Jas obligaciones deriv‘adas del Contrato No. 073-2010 de Surninistro de Potencia 'y Su
Energia Asociadn Genernda con Recursas Renovibles, suscrito entre 1a Bmpresa Nacional de Energia
Eléctrica v Ta Bmpresa Inversiones de Generacién Fléetricas Sociedad Andnima de Capital Variable
{INGELSA) en fecha 8 de Junio de 2010, como consecuancia de la Licitacion Piblica Internacional
100-1293-2009 aprobado por el Congreso Nacional mediante Decreto No 212-2010 de fecha 26 de
_ Octubre de 2010, Habiendo analizado el mismo y en estricto cumplimiento a 1o instruido en el auto de
fechas 21 de Agosto de 2012, emitido por fa Sofiord Procuradora General de ja Repiblica, asi como, en
aplicacion de los preceptos jurfdicos relacionados al caso bajo examen, procede a emitir la siguiente
Opinién Legal: Z- Mediante Opinion Legal No. PGR-DNC-109/2011 de fecha 21 de Noviembre del
2011 esta Representacion Legal del Estado, se pronuneid al regpecto, concluyendo lo sipuiente: "...que
no procede fo firma del Acnerdo de Apoya'y dval Solidario del Estado de Honduras. que se hubria de
firmar entva la Procuradora General de la Repiiblica, la Secretaria de Lstado en el Despache de
Finamzas y ko Empresa Inversiones de Generaeion Eléctrica Sociedad Andnime de Ceapital Variable
(INGELSA), porgue dicho eontrato fue suscrito en buase o uwny recomendacicn de fa Comision de
Evaluncisn de lg Licitacion, gne se emitié en velacién a la Gavantia de Manteninlento de la Qferta, en
controvencion a las Boses de Licitacidn Piblica Interaacional No. 100-1293/2004, ln Ley de
Conpratacion del Bstado v su Reglamento, porque el vicio de que adolece o Garantia de
Mantenimiento de la Oferia No.§PS-21-499-102636, la hacia incurrir en Ja cousa de descalificocion
antes indicada”. 1T, Mediante Oficio No. GG-674-2012 de fecha 17 de Agosto del mismo afio, el Sefior
Enul Hawit Medeano actuando en su condicién de Gerente General de 1a Empresa Nagcional de Energia
Eféctrica (ENER), solicitd a esta Representacion Legal del Bstado de Honduwras se proceds a la
celebracién del Acuerdo de Apoyo con la Sociedad Inversiones de Generacitn Eléctrica, 5.A,
(INGELSA), sustentado en lo sigui'ente: “y. Bl Nuineral 4, Seccldn m Datos cle Licitacidn de I
Licitaeion Pablica Imernacionad "Compra de Potencia y su Energia Asociada Glenerada con Recursos

Renavables No. 100-1253/2009, establece que los oferentes, en esie case INGELSA, tendrd derecho o,
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celebrar con el Estads de Honchiras o través de la Pracuradurfa General de fa Repiiblica con el aval

solidario de la Secretarfa de Finanzas vt Acuerdo de Apoyo para el Cumplimients del contrato en
cusstion. 2. Inversiones de Generacidn Eldctricas 8. A enmplis con todos y cade wio de los
reguisitos definidos por lus bases de dichu Hcitacitn, conforme fue dictaminado por la Comisidn
Evaluadora coordinada por el Dr., Dennis A. Rivera Lépez; por lo tanto, la ENEE, en base u lo
anteriormente expuesto y sustentada en la Ley de Contratacién del Estadn, adjudict y procedié a la
suscripeidn del Contrato de Potencia y Su Energla Asoviada Generada con Recursos Renavables No.
073-2010 con dicha Sociedad con fecha 08 de Junio cel 2010, (La negrita s nuestra), 3. iste coniralo,
ya fue aprobado por ¢l Honorable Congreso Nacional medianie el Decreto No. 159-2010. asimisino,
ha sido sancionade por el Excelentisimo Sr. Presidente de la Repriblica, resultando en su publicacicn
en el Diario Oficial La Gaceta &l 31 de Diciembre del 2010™, 111, Consta en el Expediente, el Acuerdo
Bjecutivo No.-959~;2010 de fecha 3 de Tunio del 2010 publicado en el Pario Oficial La Gaceta ¢t 7 de
Junio det 2010 mediante el cual se autoriza al Procurador(a) General de la Repiblica como
Represeniante Legal del Estado, para que en su nombre y representacién en forma conjunta con la
Secretarfa de Bstado en ¢l Despacho de Finanzas suseriba el respectivo. Aduerdo de Apoyo y Aval
golidario del Tstada a favor de la Empresa Nacional de Energia Eléctrica (ENEL) para el
cumplimiento de los centratos de suministio que se deriven del proceso de Licitacién Poblica
Internacional No. 100-1293/2009 en el cual resultd adjudicada la Sociedad Inversiones de Generacidn
Eléctrica, S.A. (INGELSA)., ¥y el pronunciamiehto favorable. por esarito de 1a Direceion General de
Crédito Publico que requiere ef Articulo 4 reformado del Decieto 70-2007 de fecha 31 de Mayo de
2007 que contiene la Ley de Promocién a fa Generacion de Dnergia Filéetrica con Recursos
Renovables. IK Por otra-parte, |a Ley de Contratacién del Estado en sus Articultos 32 v 33 establece:
“drticulo 32. Organos Responsables: La preparacion, adjudicacion, ejecucidn y lquidacidn de los
cofratos se des.:rrroﬂard bajo la direccion del drganio responsable de la contratacion, sin perfjuicio de
la participacitn que por-ley terigan ofros organismos del Estado. Son responsables de la contratacion,
los drganos compelentes parer adjudicar o suscribjr los cotiralos. El desarrollo y la coordinacidn de
los procesos téenicos de contratacion, podrd ser delegado en midades técnicas aspecializadas".
“dvtfenlo 33. Comivién de Bveluacion. Para la vevision y andlisis de las ofertas en los
provedimientos de seleacién de contratistas, el drgano responsable de la confratacion designard wna
Comésion de Evaluacion inegrada por tres (3) o cinco {5} funciongrios de damplia experienrin ¥
capacidad, lo cual formdord la recomendacitn correspoundicnie. Noo poded perdoipor en esle

Comision, quien renga un conflicio dy inereses que Baagn pravande gue g evelsocidy e

i b
¢ impurcial, qrien se ercONEEre 8u CRIA sitwqeion podrd ser recundn por cuilguier mteratfy ™ Bl
Reglamento de ia Ley de Contratacion del Estado en sus Avticutos 136 ¥ 139 establees: “Artoue 136

Rocomendacion de odjudicacidn. Bl andlisis y evaluacidn de las pfirtas se hera denteo opd o gue

0 1S

se extablezca para su vigencia... Coma resuliado de fa Evatuccion, fa Comisicn Evaluwtors pro

al vitlay del éraano responsable de la contratacicn, w informe, debidcmente fundab, vecememiipnts

',-/ .,
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en su caso, cualquiera de las siguientes acciones: a) .. b} ...} Adjudicar el contrata ol aferente que,
cumpliendo los requisitos establecidos, presente la mejor oferta...”. “Articalo 139, Criterios para Ia
adjudicncion. Las licitaciones de obra pitblica o de suministros se adjudicardn dentro del plazo de
validez de las ofertas, mediante resolucion molivada dictada por el drgano competente...”, En oz
de o antes expussto y con fundamento en las disposiciones legales citadas, csta Direceién Nacional de
Consultoria, concluye y Opina que: 1, Para el trimite de firma del ACUBRDO DE AFOYO PARA EL
CUMPLIMIENTO DEL CONTRATO DE SUMINISTRO DE POTENCIA Y BNERGIA ENTRE LA
EMPRESA NACIONAL DE ENERGIA BLECTRICA Y LA EMPRESA INVERSIONES DE
GENERACION ELECTRICA S.A. DE C.V. ACUERDO DE APOYO PARA Bl CUMPLIMIENTO
DPEL CONTRATO No. 073-2010 DE SUMINISTRO DE POTENCIA Y SU ENERGIA ASOCIADA
GENERADA CON RECURSOS RENOVABLES ENTRE LA EMPRESA NACIONAL DE FNERGIA
FLECTRICA Y LA EMPRESA INVERSIONES DR GENERACION ELECTRICA S.A. DE C.V.. ¥
AVAL SOLIDARIO DREL ESTADO I)il HIONDURAS., que se présenta para suscripeion de-la Sefiora

Procuradora General de la Repiiblica eon sl Vendedor y con ¢l Aval Solidario det Bstado de Honduras

por parte de la Secretarfa de Estado en el Despacho de. Findnzas, sé cumplit con 1o que establecen las
disposiciones |egales aplicables, se presentaron tos documentos tequeridas, entre los cuales constan la
antorizacién  gubernamental del Poder Ejecutiva previa a la snscripeidn del mismo y el
pronuneiamiento favorable per estrito de Ia Direccitn General de Crédito Piblico y el Rotrador del
Acuerdo de Apoya relacionado corresponde al aprobado por el Congreso en el Contrato como Anexo
10 mediante el Decreto No. 212-2010 de fecha 26 de Octibre de 2010, 2. Siendo que a quien
corresponde en razén de la Ley, la evaluacion y calificacién de las ofertas, por medio de la Comision
de Bvaluacidn, es ol drgano gjeculor, en este easo a la Bmpresa Nacional de Bnergla Eléctrica (ENEE)
y gn aencidn a que el Gerente General de la ENEE en su Oficio No. GG-674-2012 de fecha 17 de
Agosto del 2012 manifiesta que la Sociedad Inveréiones de Cienoracidn Eléctrica, S.A. (INGELSA),
cumplié con todos y cada uno de los requisitos definidos por las bases-de dich licitacion, conforme
fue dictaminado por la Comisiéon Bvaluadora coordinada por el De. Dennis A. Rivera L., bajo fa
responsabilidad directn de las atitoridades de |z Bmpresa Nacional de Energia. Eléetrica (ENEE) del
efeetivo eumplimienta de los Tequisitos legales de fa adjudicacion y gjecucion del Contrato No. 073-
2016 de Suministro de Potencia y Su Bnergia Ascciada Generada eon Recursos Renovables, suscriio
entre la Emptess Nacional de Energia Eléetrica y la Empresa Iversiones de Generacién Eléctrica
Sociedad Andriima de Capital Variable (INGELSA), pues no carresponde a esta Procuraduriz General
de la Repiblica evaluar dicho proceso, proceds suseribir por parte de la Sefiora Proguratlora General de
la Repliblica el Acuerdo de Apoyo sdlicitado para garantizar ol cumplimiento de dicho contrato. En fe
de 1o cual s fiema la presente Opinion en Js Cludad de Tegucigalpa, Municipio del Distrito-Central, a
los Tres dias del mes de Septiembre del afio Dos Mil Doce. (Fy 8) JOSE ANTONIQ PINEDA RAMOS.
Clansuitor Juridico, MAURA JAQUELINE PORTILLO GONZALEZ, Consultora Juridica Principal.-
PROCURADURI GENERAL DE LA REPUBLICA - Tegucigalps, Municipio del Distrito Central, a le
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Tres dias de! mes de Septiembre del afto Dos Mil Doce. Tiénese por dévueltas fas presentes dilipencias
con procedencia de la Direccion Nacional de Consultorfa de ésta institucién y habiéndose emitido la
OPINION No: PGR-DNC-0#1-2012, dé focha Tres de Septienbre del afio Dos Mil Doce por parte del
Abogado JOSE ANTONIO PINEDA RAMOS, en su equdicién de Consubtor Juridice, can el Visto
Rueno de MAURA JAQUELINE PORTILLO G. en su condicion de Consultora Juridica Principal.
APRUERASE 1a mismia en todas y cada una de sus paries; Ordénese a la Secretaria General de la
Procutaduria General de la Repablica proceder al archive de la presentes diligencias, una vez suscrito ¥
remitido al lugar de su procedencia el correspondients Acverdo de Apoyo- Articulos 228 de Ia
Constitucitn de la Reptblica; 27 y 32 de la Ley Orgfnica de la Procuraduria General de a Repiiblica.-
CUMPLASE. (F 'y S) ETHEL SUYAPA DERAS ENAMORADC: Procuradora Géneral de la Repaiblica.
GUILLERMINA I AYALA. Secretaria General,

Y para remitir a In Empresa Nacional de Energia Bléetrica, firmo vy seéllo 11 presente Certiticadion, en
cuatro hojas de pape! membretado de’ la- Procuradurid General de la. Repiibliea, en la ciudad de
Tegucigatpa, Municipio del Distrito Central, a los siete dias del' mes de septiembre del afio dos mil

doce.

? Guillerming
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Anexo No.3
Contrato de Operacion parala Generacion, Transmisiony
Comercializacion de Potenciay Energia Eléctricaentre La
Secretaria de Recursos Naturales y Ambiente y la Sociedad
Inversiones de GeneracionEléctricas S.A.deC.V.
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Poder Legislativo

C DECRETO No. 343-2013 )

EL CONGRESO NACIONAL,

CONSIDERANDO: Que en fecha diez de Septiembre del
afio dos mil doce, la Secretaria de Estado en los Despachos de
Recursos Naturales y Ambiente y la Sociedad Inversiones de
Generacion Eléctrica, S.A. de C.V., (INGELSA), suscribieron
un Contrato de Operacidn para la Generacion de Energia Eléctrica,
el cual utilizard como fuente el recurso agua, para la Generacién

de Energia.

CONSIDERANDO: Que segun el Articulo 205, atribucion
19) de la Constitucion de la Republica, corresponde al Congreso
Nacional aprobar o improbar los contratos que hayan de producir
o prolongar sus efectos al siguiente periodo de Gobierno de la

Republica.

POR TANTO,

DECRETA:

ARTICULO 1.- Aprobar en todas y en cada una de sus
partes EL CONTRATO DE OPERACION PARA LA
GENERACION, TRANSMISION Y COMERCIALIZACION
DE POTENCIAY ENERGIA ELECTRICA, “PROYECTO
HIDROELECTRICO, JILAMITO”, ubicado en el Rio Jilamito
Cuenca Rio Lean, Aldea Jilamito, Municipio de Arizona,
Departamento de Atlantida, con una capacidad instalada de
catorce punto ochenta y cinco Megavatios (14.85 MW) de
potencia nominal y una generacion promedio anual estimada de
energia de sesenta y nueve punto veintiséis Gigavatios hora (69.26

Gwh), celebrado entre la Secretaria de Estado en los Despachos

de Recursos Naturales y Ambiente (SERNA) y la Sociedad de
Inversiones de Generacion Eléctrica, S.A. de C.V. (INGELSA).
suscrito en la ciudad de Tegucigalpa Municipio del Distrito Central
alos diez (10) dias del mesde Septiembre del afio 2012, entre
el Doctor Dario Roberto Cardona Valle, Subsecretario de Estadc
en los Despachos de Recursos Naturales y Energiay el Licenciadc
Rafael Ledn de Picciotto Cueva, interviniendo en nombre y
representacion de la Sociedad Inversiones de Generacion Eléctrica

S.A.de C.V.., (INGELSA), que literalmente dice:

“SECRETARIA DE ESTADO EN LOS DESPACHOS
DE RECURSOS NATURALES, AMBIENTE Y MINAS
CONTRATO DE OPERACION PARA LA
GENERACION, TRANSMISION Y COMERCIA-
LIZACION DE POTENCIAY ENERGIAELECTRICA
ENTRE LA SECRETARIADE RECURSOS NATURALES
Y AMBIENTE Y LA SOCIEDAD INVERSIONES DE
GENERACION ELECTRICA, S.A. DE C.V. Nosotros
DARIO ROBERTO CARDONA VALLE, mayor de edad,
casado, Doctor en Medicina, hondurefio, con tarjeta de identidac
No. 1401-1970-00160 y de este domicilio, actuando en caracter
de Subsecretario de Estado en los Despachos de Recursos
Naturales y Energia, segun acuerdo de nombramiento No. 201-
2010 de fecha 12 de abril del afio 2010y en adelante llamada l¢
“SECRETARIA” y RAFAEL LEON DEPICCIOTTO
CUEVA, mayor de edad, casado, Licenciado en Finanzas, de
nacionalidad hondurefia, con tarjeta de identidad No. 0801-1978-
06447, interviniendo en nombre y representacion de Inversiones
de Generacion Eléctrica, S.A. de C.V. (INGELSA) inscrita bajc
el nimero 89 del tomo 445 del Registro de Comerciantes Sociales
del Registro de la Propiedad Inmueble y Mercantil de San Pedrc
Sula, Departamento de Cortés, en calidad de Gerente
Administrativo y de Finanzas, y con Poder de Administracion

suficiente para celebrar este tipo de actos de conformidad con el
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poder especial de representacion debidamente inscrito bajo el
namero 36 del tomo 608 del Registro de Comerciantes Sociales
del Registro de la Propiedad Inmueble y Mercantil de San Pedro
Sula, Departamento de Cortés, y en lo sucesivo denominado la
“EMPRESA GENERADORA”, quienes en lo subsiguiente
podemos ser designados, conjuntamente, como “Partes” o,
individualmente, como “Parte”, hemos convenido en celebrar como
al efecto celebramos el presente Contrato de Operacion, en los
términos y condiciones siguientes: CLAUSULA PRIMERA:
ANTECEDENTES, DEFINICIONES, AUTORIZA-
CIONESYCONDICIONES: Seccion 1.1 ANTECEDENTES.
La “EMPRESA GENERADORA?”, atendiendo sus necesidades
y las de su Grupo Industrial de consumo de energia eléctricay
demanda de potencia, ha realizado los estudios para la
construccion de una planta hidroeléctrica con caracter de
exclusividad en el &rea cuyas coordenadas se describen en el
Anexo No. 1 que forma parte integral de este contrato, la cual,
unavez construida, tendré las condiciones para que a partir del
inicio de la operacion comercial pueda tener la capacidad para
generar hastaaproximadamente catorce punto ochentay cinco
megavatios (14.85 MW) de potencia nominal y producir
anualmente un promedio estimado de sesenta y nueve punto veinte
y seis gigavatios hora (69.26 GWh), con base en lo cual la
“EMPRESA GENERADORA” propuso a la “SECRETARIA”
el presente Contrato de Operacién por lo que en aplicacion de la
Ley Marco del Subsector Eléctrico se solicité dictamen de la
Comision Nacional de Energia que es el organismo asesor técnico,
quien emiti6 dictamen favorable. Las partes reconocen que es
obligacion del Estado de Honduras velar por el respeto y
proteccion de la propiedad privada, promover la seguridad publica
en la construccion y operacion de los sistemas de generacion de
electricidad y alentar e involucrar al sector privado para ampliar
la oferta de energia eléctrica en el Pais por lo que es necesario

quela“EMPRESA GENERADORA” opere laPlantade nombre

“Proyecto Hidroeléctrico Jilamito”, ubicado en el Municipic
de Arizona, Departamento de Atlantida y cuyas instalaciones se
describen en el Anexo No.1, Instalaciones del Proyecto, sujeta ¢
las disposiciones del marco legal y reglamentario vigente para e
subsector eléctrico, asi como a las condiciones que se establecer
en el presente Contrato, con calidad y de manera econémica
seguray confiable, a efecto de incrementar la eficiencia, utilizar e
potencial del recurso y satisfacer la creciente demanda de energie
eléctrica mediante la produccion de energia por fuentes
renovables.- Seccion 1.2 DEFINICIONES. Para los propositos
del presente Contrato los términos siguientes tendran el significadc
que a continuacion se define: 1) CESION DEL CONTRATO:
Significaré la transferencia de derechos y obligaciones asumidas
en este Contrato por cualquiera de las Partes a una tercera persone
quien asume la calidad de la persona que cede, subrogandola er
todo o en parte de sus derechos y obligaciones, toda vez que las
Partes de manera previa expresen su consentimiento por escritc
al efecto, salvo las excepciones contempladas en el presente
Contrato. Se denominara cedente al titular actual de los derechos
y obligaciones de este Contrato, y la persona que los asume se
denominara cesionaria. 2) COMISION NACIONAL DE
ENERGIA(CNE): Es el ente regulador, organismo asesor técnice
para la aplicacion de la Ley Marco del Subsector Eléctrico. 3]
CONTRATO: Significara este acuerdo para la operacion del
Proyecto Hidroeléctrico Jilamito contenido en este instrumento
sus enmiendas, modificaciones y ampliaciones, juntamente cor
todos sus anexos, apéndices y demas documentos referidos segur
el propio acuerdo aqui pactado. 4) DIA HABIL
ADMINISTRATIVO: Significara el periodo comprendido de
lunes a viernes de las 09:00 a las 17:00 horas, con excepcion de
los dias feriados nacionales. 5) EMERGENCIA DEL
SISTEMA: Significara una condicion o situacion del Sisteme
Interconectado Nacional o de la Planta, que ajuicio, basado er

Précticas Prudentes en el Servicio de Energia Eléctrica, del
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Operador del Sistema o de la Empresa Generadora pueda afectar
en forma relevante y adversa la capacidad del Sistema
Interconectado Nacional o de la Planta para mantener un servicio
eléctrico continuo, adecuado y en las condiciones de seguridad
preestablecidas o amenace lavidahumana. 6) EMPRESA: Se
refiere a la “EMPRESA GENERADORA”. 7) EMPRESA
NACIONAL DE ENERGIA ELECTRICA (ENEE): Esla
empresa Estatal creada por el Decreto nimero 48 del 20 de
febrero de 1957. 8) EMPRESA OPERADORA DEL
SISTEMA: El organismo responsable de la operacion del sistema
interconectado nacional. A la firma del presente Contrato, dicho
organismo es el Centro de Despacho de Carga de la Empresa
Nacional de Energia Eléctrica. 9) FECHA DE INICIO DE LA
CONSTRUCCION: Fecha en la cual la “EMPRESA
GENERADORA” ha obtenido todos los permisos y ha cumplido
con los requisitos establecidos en la legislacion aplicable y que
haya manifestado en formaescrita su disposicién de iniciar las
obras fisicas para las instalaciones del proyecto. 10) FUERZA
MAYOR O CASO FORTUITO: Son acontecimientos
impredecibles o que previstos no puedan evitarse y que
imposibiliten el cumplimiento parcial o total de las obligaciones
derivadas del presente Contrato. Se considerara FUERZA
MAYOR el proveniente de la accion del hombre y CASO
FORTUITO el proveniente de la naturaleza. Las causas de
FUERZA MAYOR incluiran, en forma enunciativa, mas no
limitativa, lo siguiente: a) Contaminacion quimica o explosion que
ocurra de manera natural; b) Accidentes aéreos, maritimos,
ferroviarios, etc.; ¢) Actos de guerra (ya sea declarada o no),
invasion, conflicto armado o un acto de enemigo extranjero,
bloqueo, embargo (incluyendo la falta o carencia de combustible
0 materiales), revolucidn, insurreccion, levantamiento, conmocion
civil, acto de terrorismo o0 sabotaje; d) cualquier cambio de leyes;
e) Expropiaciones; f) Retrasos en el transporte que resulten de

accidentes, tomas de carreteras, o cierre de las vias de transporte;

g) Cualquier evento o circunstancia de una naturaleza andloga ¢
cualquiera de las circunstancias anteriores. Las causas de CASC
FORTUITO incluyen a modo enunciativo, mas no limitativo, los
siguientes eventos: a) Reldmpagos, sequia, fuego, terremoto
erupcion volcanica, deslave, huracan, tormenta tropical, Huvia
tormentas excepcionalmente abundantes, ciclon, tifon, tornado, ¢
cualquier otro efecto proveniente de elementos naturales; b)
Epidemias, plagas, cuarentena o hambruna; c) cualquier otrc
previsto en el Codigo Civil de la Republica de Honduras; y, d) los
que se describan en el Contrato de Suministro de Energia y
Potencia Eléctrica a ser suscrito con la ENEE. 11
GENERACION: La produccion de electricidad mediante el
aprovechamiento y transformacion de fuentes energéticas y
recursos renovables. 12) GRAN CONSUMIDOR: Ser¢
definido periédicamente por la CNE. Inicialmente, es aquel que
sea servido como minimo a una tension de trece punto ochc
kilovoltios (13.8 kv) y cuya demanda méxima sea de por lo menos
setecientos cincuenta kilovatios (750 kW). 13) GRUPC
EMPRESARIAL.: Se entendera por Grupo Empresarial las
personas naturales o juridicas que mantengan entre si vinculos de
propiedad o gestion ejecutiva con la “EMPRESA
GENERADORA”. 14) INSTALACIONES: Las instalaciones
propiedad de la “EMPRESA GENERADORA?” que se utilizar
para la generaciony transmision de energia eléctrica hasta el puntc
de entrega incluyendo los bienes, edificios y construcciones, as
como los equipos de generacion, transformacion de tension
transmision de electricidad, otras facilidades y equipos asociados
incluyendo los de proteccidn, comunicacion y transmision de datos
y otros, que, como un solo conjunto funcional integrado, sor
necesarios y convenientes para permitirle a la “EMPRESA
GENERADORA?” producir y entregar, en normal operacion
potenciay energia eléctrica. El contenido descrito en el Anexc
No. 1 no es limitativo, pudiendo aumentarse, agregarse, sustituirse

mejorarse o modificarse, haciéndolo del conocimiento de la
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“SECRETARIA”. 15) INSTALACIONES DE
INTERCONEXION: Las instalaciones y equipos necesarios
para suministrar en el punto de entrega toda la energia producida
0 que pueda ser producida por la empresa. Las instalaciones de
interconexion incluiran, pero no se limitaran, al transformador para
convertir el voltaje generado al voltaje del punto de entrega, a las
instalaciones de comunicacion asociadas con su equipoyala
linea de transmision. 16) LEY MARCO DEL SUBSECTOR
ELECTRICO: Significara el Decreto No. 158-94, publicado
en el Diario Oficial La Gaceta el 26 de Noviembre de 1994 y su
Reglamento, Acuerdo No. 934-97, publicado en el Diario Oficial
La Gaceta el 12 de Abril de 1999, con las modificaciones y
enmiendas incorporadas a cualquiera de ellos vigentes a la firma
de este Contrato. 17) MES: significara un mes calendario,
comenzando a la hora 00:00 (hora oficial de la Republicade
Honduras) del dia 1° de cada mes y terminando a las 24:00 horas
(horaoficial de la Republica de Honduras) del tltimo dia del mismo
mes. 18) PARTES: “SECRETARIA” y la “EMPRESA
GENERADORA”. 19) PERTURBACION ELECTRICA:
Cualquier condicion eléctrica subita, inesperada, cambiante o
anormal que se origine en el Sistema Interconectado Nacional
(SIN) o enlasinstalaciones de la“EMPRESA GENERADORA”
y que afecte la operacion del uno o del otro o de ambos. 20)
PLANTA: Significara los terrenos, las areas en las cualesse
construyen obras temporales y permanentes, el area ocupada por
el azud, asi como todas las otras areas que se requieran para la
construccion y operacion de la Planta, el equipo de generacion y
todas las instalaciones conexas, incluyendo la casa de maquinas,
lineas de transmision e instalaciones de interconexion, sistemas
de comunicacion que pertenezcan y sean mantenidas y/o operadas
por la EMPRESA GENERADORA, que se requieran para
producir y transmitir la energia y potencia eléctrica del Proyecto
Hidroeléctrico Jilamito y cuya descripcion general esta incluido

enel Anexo No. 1. 21) PRACTICAS PRUDENTESEN EL

SERVICIO DE ENERGIAELECTRICA: Significara aquellas
précticas, métodos, técnicas y estandares, modificados de tantc
en tanto, para uso en la industria eléctrica internacional, tomandc
enconsideracion las condiciones existentes en laRepublicade
Honduras, que cominmente son usadas de forma seguray prudente
en las practicas de ingenieria y operaciones para disefiar, aplicar
la ingenieria, construir, probar, operar y mantener en forma segure
y eficiente el equipo que sea aplicable a instalaciones similares
las de la Planta y que generalmente se ajusten a los lineamientos.
instrucciones, operacion y mantenimiento y estandares de
seguridad del constructor de tales equipos. 22) PUNTO DE
ENTREGA: El o los puntos fisicos de la instalacion donde se
recibe laenergia eléctrica que es entregada por la“EMPRESA
GENERADORA”y donde esta instalado el equipo de medicion.
Este punto define el limite de responsabilidad que tiene la
“EMPRESA GENERADORA” para la construccion, operacior
y mantenimiento de las instalaciones. 23) SISTEMA
INTERCONECTADO NACIONAL (SIN): Es el compuesto
por las centrales generadoras, los sistemas de distribucion y el
subconjunto de elementos del sistema nacional de transmisién y
de subtransmision que los une fisicamente sin interrupcion. 24)
SECRETARIA: Es la Secretaria de Estado en los Despachos
de Recursos Naturales yAmbiente (SERNA). 25) VIOLACION
DELCONTRATO: Significa el incumplimiento de este contratc
que da derecho a una de las partes a optar por algin recurso.
Seccion 1.3. AUTORIZACION. Seccion 1.3.1. Por medio del
presente Contrato de Operacion para la generacién, transmision
y comercializacidn de potencia y energia eléctrica, el Estado de
Honduras, a través de esta “SECRETARIA”, otorga a favor de
la“EMPRESA GENERADORA” el derecho de prestar, por st
cuentay riesgo, con el alcance establecido en la Ley Marco del
Subsector Eléctrico, la actividad de generacion, transmision y
comercializacion de potenciay energiaeléctrica, atraves de la

Planta de Generacion Hidroeléctrica Jilamito, en concordancia
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con lo cual queda autorizado para operar las instalaciones de la
“EMPRESA GENERADORA” como definidasen el Anexo 1
de este Contrato. Seccion 1.3.2. La presente autorizacion cubre
la eventual modificacion del Anexo No. 1, para lo cual la
“EMPRESA GENERADORA” Unicamente debera notificar dicha
modificacion a la “SECRETARIA”. Seccion 1.3.3. Las
instalaciones de generacion deberan ser usadas prioritariamente
para satisfacer las necesidades de su Grupo Empresarial, las de
cualquier Gran Consumidor o Agente de Mercado autorizado
dentro de la Republica de Honduras. Los excedentes se destinaran
acubrir las necesidades nacionales. Unavez cubiertas éstas, la
“EMPRESA GENERADORA?” podra exportar susexcedentes
ajustandose para ello a lo que al respecto dispone el Decreto
No0.70-2007 publicado en el Diario Oficial La Gaceta el 2 de
Octubre del 2007 y demas leyes vigentes a la firma del presente
Contrato.- Seccion 1.4: CONDICIONES. Seccion 1.4.1.
CONDICIONES GENERALES. La autorizacion de operacion
otorgada a la EMPRESA GENERADORA mediante el presente
Contrato continuard manteniéndose vigente durante toda la vida
del presente Contrato siempre y cuando la “EMPRESA
GENERADORA” esté dando cumplimiento a las disposiciones
del marco legal y reglamentario vigente para el subsector eléctrico.
Seccion 1.4.2. CONDICIONES APLICABLES A LAS
INSTALACIONES: La“EMPRESAGENERADORA” se obliga
aconstruir y poner en servicio sus instalaciones en un plazo no
mayor de cuarenta (40) meses contados a partir de la FECHA
DE INICIO DE LA CONSTRUCCION. Las instalaciones de la
“EMPRESA GENERADORA” deberan satisfacer las normas
aplicables relativas a las especificaciones de los equipos a fin de
no perturbar la buena operacién del Sistema Interconectado
Nacional. Seccion 1.4.3. CONDICIONES DE OPERACION:

Seccion 1.4.3.1. La Empresa Generadora tendra el derecho
exclusivoy preferente de investigar, estudiar, desarrollar, construir,

poseer, operar y mantener las INSTALACIONES descritasen

el Anexo No. 1y sus futuras ampliaciones para generacion de
potenciay energia eléctrica; efectuar estudios de impacto ambiental
estudios de campo y toma de muestras; generar, vender,
comercializar y transmitir la energia generada, tener licencias y/c
permisos temporales 0 permanentes para el acceso y uso de areas
nacionales, tomar muestras; realizar actividades requeridas pare
la elaboracidn del proyecto; abrir canteras y extraer y/o depositar
roca, tierra, arena y materiales de construccion, usar aguas del
subsuelo y superficiales, utilizacion del aire ambiental, emision de
gases al ambiente; solicitar a laautoridad competente la imposicior
de servidumbres; construir lineas de transmisiony de comunicacion:
construir temporal 0 permanentemente caminos, derechos de paso.
mejorar caminos, construir puentes temporales y/o permanentes
segun sea necesario para el transporte de la maquinaria, equipo y
vehiculos pesados, otras actividades relacionadas con la
investigacion, estudio, desarrollo, construccion, propiedad,
operacion, administracion, monitoreo y mantenimiento de lg
PLANTA, transmitir energia hastael PUNTO DE ENTREGA.
exportar energia a través del SIN mediante pago de peaje, cobrar
peaje por el uso que hagan otros de sus facilidades de transmision.
pagar peaje por el uso de transmisién de terceros, contratar
agentes, compafiias, trabajadores o equipos de procedencia tantc
nacional como extranjera. Con el fin de que la “EMPRESA
GENERADORA?” pueda operar la PLANTAen forma sostenible.
eficiente y correcta, el Estado de Honduras consideraa laPLANTA
y sus obras como parte del plan de manejo de dichas areas, pot
lo que protegera las areas necesarias paratal fin, incluyendo las
zonas nucleos, zonas de amortiguamiento, cuencas y micro
cuencas, bosques, areas protegidas, asi como el area de influencic
de laPLANTA, reduciendo y controlando las précticas actuales
de los pobladores de las zonas relativas a la talade los arboles y
quemas; limitando de acuerdo a los estudios de factibilidad €
impacto ambiental, la instalacién y operacion de compafiias cor

actividades mineras, agricolas, industriales, construccidn, irrigacion,
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deforestacion, ganadera, generacion de electricidad y todas
aquellas que afecten, impidan o disminuyan la capacidad de la
“EMPRESA GENERADORA” en laejecucion del proyecto o
su operacidn o su expansion. Por lo tanto y considerando que la
“SECRETARIA” mediante este contrato otorga a la“EMPRESA
GENERADORA” la concesion del area correspondiente donde
se encuentra el recurso natural renovable y el desarrollo del
proyecto conforme las coordenadas detalladas en el ANEXO
No. 1, aquellas futuras concesiones solicitadas por terceros a
cualquier dependencia o Secretaria de Estado que se encuentren
en las cercanias de las zonas de influencia y del area de desarrollo
del proyecto de la “EMPRESA GENERADORA”, deberan
concertar y/o armonizar con la EMPRESA GENERADORA sus
trabajos de explotacién de los recursos a ser concesionados
garantizando siempre a la“EMPRESA GENERADORA” el libre
y seguro aprovechamiento del area y de los recursos renovables
destinados parala generacion de energia eléctricay adicionalmente
deberadicho futuro concesionario demostrar lafactibilidad de
conducir sus operaciones de forma armonizada sin interferencia
al proyecto. Ademas, el Estado podra ejecutar programas de
manejo de cuencas para evitar la erosion, conservar el agua del
subsuelo, mejorar el clima, rehabilitar el area, y purificar la
atmosfera. La “EMPRESA GENERADORA” podra firmar
convenios para la protecciénde lacuencay el desarrollo de las
comunidades vecinas con el Estado o el Municipio. El Estado
podra asistir a la“EMPRESA GENERADORA”, sus agentes y
Contratistas en la obtencion de las autorizaciones gubernamentales
y locales necesarias para la operacion de las INSTALACIONES.
Todo lo anterior sin perjuicio de las disposiciones legales que
regulen cualesquiera de las actividades mencionadas.- Seccion
1.4.3.2. La EMPRESA GENERADORA podra contratar los
servicios de personas naturales y juridicas nacionales e
internacionales para la correcta operacion, administracion,

mantenimientoy monitoreo de laPLANT Ay su zonade influencia.

Seccion 1.4.3.3. LaEMPRESA GENERADORA sera el Gnicc
responsable por los dafios o perjuicios que se produzcan o lleguer
a producirse por o como consecuencia de los derechos
establecidos en la presente clausula.- Seccion 1.4.3.4. Le
“EMPRESA GENERADORA” podra desarrollar la actividad de
generacion de potencia y energia eléctrica poniendo toda le
capacidad disponible no comprometida para auto consumo y er
contratos fisicos privados permitidos por la ley, a las 6rdenes de
Operador del Sistema en forma confiable y eficiente.
administrando, operando, monitoreando y manteniendc
correctamente las instalaciones y bienes afectos a dicha actividad
observando a tal efecto, “Buenas Practicas de Operacion”.
entendiendo por ello: métodos, estdndares, equipos,
especificaciones y préacticas de seguridad y desempefic
comUnmente usados a nivel nacional e internacional. Seccion
1.4.3.5. La “EMPRESA GENERADORA” podré realizar todas
las actividades necesarias y convenientes para asegurar que lé
prestacion de la actividad de generacion de electricidad sez
conforme a las disposiciones contenidas en la Ley Marco del
Subsector Eléctrico, la Ley General del Ambiente, contenida er
el Decreto No. 104-93, publicado en el Diario Oficial La Gacete
el 30 de Junio de 1993 y su Reglamento publicado en el Diaric
Oficial La Gaceta el 5 de Febrero de 1994, y otras normas
concordantes. Seccion 1.4.3.6. Cumplir las disposiciones
emanadas por la SECRETARIA, en virtud de sus atribuciones
legales y cumplir con todas las leyes y regulaciones que pot
cualquier concepto le sean aplicables. Seccién 1.4.3.7. Tomal
las medidas pertinentes para no ocasionar dafios y perjuicios ¢
personas, bienes e inmuebles en la zona de influencia de las
instalaciones. Seccion 1.4.3.8. La “EMPRESA
GENERADORA?” estara obligada a participar en las tareas de
regulacion de frecuencia, suministro o absorcion de potencice

reactiva, operacion en situaciones de emergencia

restablecimiento de la actividad de generacion, en su caso
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acatando las instrucciones que a tales efectos le gire el Operador
del Sistema. Cualquier capacidad y energia que laEMPRESA
GENERADORA desee destinar a la exportacion, debera
proponerlaen primer lugar al Operador del Sistema.- Seccion
1.4.3.9. Informar a la “SECRETARIA” la fecha de inicio de
operacion comercial de la planta con por lo menos quince (15)
dias de anticipacion.- Seccion 1.4.4. CONDICIONES
RELATIVASALA SUPERVISION. Seccion 1.4.4.1. Colaborar
con la“SECRETARIA” en larealizacion de inspecciones que se
realicen durante horas habiles y con un preaviso de setenta y dos

(72) horas, para verificar el cumplimiento de las obligaciones
contenidas en el presente Contrato. Seccion 1.4.4.2. La
“SECRETARIA” definira los indices de gestion que le permitan
evaluar trimestralmente el desempefio de la “EMPRESA
GENERADORA”, através de informes de operacion presentados
por éste cubriendo ese periodo. A este efecto la SECRETARIA
suministrard en tiempo oportuno los formularios que, para
informacidn técnica y estadistica, seran completados por la
EMPRESA GENERADORA de conformidad con las actividades
derivadas de la prestacion de actividad de generacion de energia
eléctrica. Seccion 1.4.4.3. La“EMPRESA GENERADORA”
proveera cualquier otra informacion técnica que la
“SECRETARIA” estime razonablemente conveniente. Seccion

1.4.5. ACCESO AL SISTEMA DE TRANSMISION Y/O
DISTRIBUCION. Sujeto a las disposiciones técnicas que
aseguren la seguridad de operacion del sistema de transmision y
distribucion, asi como la seguridad de las personas, sean estos
usuarios o no del sistema de suministro de energia eléctrica, la
Empresa Generadora tiene el derecho de construir sus propias
facilidades para conectarse al Sistema Interconectado Nacional
y/o utilizar en la forma prevista por las Leyes, las facilidades de
transmision y/o distribucion de terceros que le permitan vender,
de conformidad con las Leyes, cualquier porcion de la potenciay

energiaeléctricaproducidapor la“EMPRESA GENERADORA”

a Grandes Consumidores, empresas de distribucion y/o agentes
autorizados. En caso de utilizar facilidades (incluyendo el Sistem
Interconectado Nacional, SIN) de terceros, la “EMPRESA
GENERADORA?” les pagara un total de un centavo de Dolal
por cada Kilovatio-hora (US$ 0.01/KWh) que venda a Grandes
Consumidores, empresas de distribucion y/o agentes autorizados
o un valor menor en caso de que la CNE asi lo dictamine. Er
caso de utilizar las facilidades de transmision o distribucion de
una o mas operadores o propietarios de redes, para efectuar diche
transferencia de energia, el peaje antes mencionado seré
compartido equitativamente entre los mismos. Las pérdidas
eléctricas, técnicas 0 no técnicas, que resulten de la transferencie
de energia (kWh) por las ventas a terceros mencionadas en este
seccion, seran asumidas por la“EMPRESA GENERADORA’
y/o Gran Consumidor, y en cualquier caso, el valor maximo que
la “EMPRESA GENERADORA” compensara por las pérdidas
asociadas a la transferencia de energia sera el uno por cientc
(1%) del total de la energia (kwWh) vendida al tercero por le
“EMPRESA GENERADORA” o un valor menor si asi Ic
dictamina la CNE. El resto de las pérdidas serd asumido por e
propietario de la red de transmision y distribucion eléctrica, pol
haber sido éstas compensadas a través del peaje aqui
preestablecido para dichas transferencias. De igual forma, l¢
“EMPRESA GENERADORA” tendréa el deber de permitir e
acceso remunerado de terceros a sus facilidades de transmisior
en la forma establecida por las Leyes y siempre que dicho accesc
no pongaen riesgo la operacion de la Planta, el SIN, asi como le
seguridad de las personas, sean estos usuarios o no del sisteme
de suministro de energia eléctrica. La “EMPRESA
GENERADORA” podra vender su produccion de energic
eléctricay potencia a agentes del mercado regional o compradore:
fuera del territorio nacional y el Operador del Sistema deberé
facilitar tal operacion, debiendo la“EMPRESA GENERADORA’

pagar por los correspondientes cargos por transmision o peajesy
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reconocer las pérdidas eléctricas tal como lo definido previamente
en este Contrato. Seccion 1.4.6. BENEFICIOS ASOCIADOS
ALAAUTORIZACION: La “SECRETARIA”, en virtud de las
disposiciones legales vigentes, establece que la“EMPRESA
GENERADORA? es sujeta de todos los incentivos y beneficios
generales que se establecen en el Decreto No. 85-98, reformado
por el Decreto No. 267-98, y del Decreto No.70-2007, asi
como de otras Leyes que promueven la utilizacion de los recursos
naturales renovables en forma sustentable para la generacion de
energia eléctrica.- CLAUSULA SEGUNDA: VIGENCIA,
DURACIONY PRORROGA.: El presente Contrato entrara
en vigencia una vez aprobado por el Congreso Nacional y a partir
de su publicacion en el Diario Oficial La Gaceta y terminara
cincuenta afios (50) después, contados a partir de la fecha de
dicha publicacién, a menos que sea prorrogado o resuelto de
acuerdo a los términos de este Contrato. Este Contrato de
Operacion debera ser renovado antes de su vencimiento si asi lo
solicitard la “EMPRESA GENERADORA?”, pudiendo la
“SECRETARIA”, 0 autoridad competente responsable en dicho
momento, de mutuo acuerdo con la “EMPRESA
GENERADORA”, incluir los cambios operativos en el Subsector
Eléctrico vigentes al momento de la renovacion. Las renovaciones
seran aprobadas por la “SECRETARIA” o autoridad competente
responsable en dicho momento, por Io menos ciento ochenta (180)
dias antes del vencimiento del Contrato.- CLAUSULA
TERCERA: CAUSAS DE INTERVENCION DEL

ESTADO. En caso de que la“EMPRESA GENERADORA”
no pueda operar cumpliendo con las condiciones establecidas en
el presente Contrato, la “SECRETARIA”, previo dictamen de la
CNE, notificara la naturaleza del incumplimiento a la“EMPRESA
GENERADORA” quien deberd subsanar el incumplimiento en
un plazo maximo de seis (6) meses. Si en este periodo de tiempo
no se subsanan los incumplimientos por causas imputables a la

“EMPRESA GENERADORA”, el ESTADO podra intervenirla

y operar sus instalaciones temporalmente por un tiempao
establecido de comun acuerdo de conformidad con las
disposiciones del marco legal vigente del subsector eléctrico. Si
dentro de seis (6) meses contados a partir de la fecha de diche
intervencion la“EMPRESA GENERADORA” no puede reanudat
la operacion por sus propios medios, se procedera a la terminacior
anticipada del presente Contrato y cesara la intervencion. En los
casos en que la“EMPRESA GENERADORA” incumpliere cor
lo pactado en este Contrato por situaciones no imputablesaella,
tales como moraen el pago por parte las empresas distribuidoras
o0 de la Empresa Nacional de Energia Eléctrica o cualquier agente
de mercado y otros casos de Fuerza Mayor o Caso Fortuito, nc
aplicarén las intervenciones establecidas en los Articulos 69 literal
c) y el Articulo 73 segundo y tercer parrafo del Decreto No.
158-94 contentivo de la Ley Marco del Subsector Eléctrico. Esto.
sin perjuicio de los derechos que le corresponden a la“EMPRESA
GENERADORA” de seguir los reclamos administrativos y
judiciales del caso.- CLAUSULA CUARTA:
TERMINACION ANTICIPADA: La SECRETARIA tendré
el derecho de cancelar de forma unilateral este Contrato de
Operacion, luego de la probada ocurrencia de alguna de las
siguientes condiciones: Seccion 4.1. Cuando debido a un sucesc
de FUERZAMAYOR 0 CASO FORTUITO conforme se detalle
en laCLAUSULA OCTAVA Seccion 8.1.1 de este Contrato, s¢
haya producido una interrupcion en la operacién de la central y I
“EMPRESA GENERADORA” sea incapaz de reanudar la
prestacion de la actividad de generacion en el plazo establecidc
por la“SECRETARIA”, siendo este plazo igual y congruente cor
la notificacion que hiciese la“EMPRESA GENERADORA” a le
“SECRETARIA” conforme se detalla en la CLAUSULA
OCTAVASeccidn 8.1.2.- Seccion 4.2. La suspension definitive
o temporal de la operacion por mas de treinta (30) dias calendario

continuos sin causa justificada segun el programa de generacion
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que elaboraré la “EMPRESA GENERADORA” periodicamente
0 abandono de las INSTALACIONES sin previo consentimiento
escrito del Estado de Honduras. Para los efectos de este Contrato,
abandono de las INSTALACIONES significara ausenciaen la
PLANTA de empleados de la“EMPRESA GENERADORA”,
trabajadores de construccién, operacion y mantenimiento,
contratistas, subcontratistas, afiliados, subsidiarios o representantes
por un periodo continuado de por lo menos treinta (30) dias
calendario. Seccion 4.3. EI mutuo acuerdo de las Partes.- Seccion

4.4. Las demaés causales que se establecen en el Articulo 72 de la
Ley Marco del Subsector Eléctrico. Para todos los casos
mencionados en esta clausula, se establece que el acto
administrativo que declare la rescision del contrato o la terminacion
unilateral anticipada deberé basarse en un dictamen preparado
por la CNE notificandose personalmente al Representante Legal
de la“EMPRESA GENERADORA”. Contra el acto procederan
los recursos previstos en la Ley de Procedimiento Administrativo.
CLAUSULA QUINTA: OBLIGACIONES DE LAS
PARTES EN CASO DE TERMINACION DEL
CONTRATO: Si a laterminacién del Contrato de Operacion, la
“EMPRESA GENERADORA” decide no renovarlo conforme a
lo que establece el Articulo 71 de la Ley Marco del Subsector
Eléctrico o en caso de terminacién anticipada del Contrato de
Operacion por cualquier causal de incumplimiento debidamente
justificada y significativa, establecido en este Contrato de
Operacion o en el Articulo 72 de la Ley Marco del Subsector
Eléctrico y ademas se considera a juicio del Estado que la
instalacion es necesaria para la operacion del Sistema
Interconectado Nacional, el Estado de mutuo acuerdo con la
“EMPRESA GENERADORA?”, podra adquirir los bienes
sefialados en el Contrato de Operacion a traves de la Institucion
correspondiente y mediante el reconocimiento y pago a la
“EMPRESA GENERADORA” del valor de mercado de las

instalaciones y equipos. El valor de mercado sera determinado

de comun acuerdo, y en caso de no lograr este acuerdo dentrc
de los tres (3) meses posteriores a la terminacion del Contrato de
Operacion, las partes se someteran al procedimiento de Arbitraje
segun lo establecido en la Ley de Conciliacion yArbitraje, contenide
en el Decreto N0.161-2000 de fecha 17 de octubre de 2000 y
publicado en el Diario Oficial La Gaceta el 14 de Febrero del
2001.- CLAUSULA SEXTA: FONDO DE RESERVA.
Seccion 6.1. MONTO: El monto del fondo de reserva que la
empresa debera constituir o de las pélizas de seguro que deberé
contratar a efectos de cumplir con lo establecido en el Articulo 44
de la Ley Marco del Subsector Eléctrico serade VEINTE MIL
CIENTO CINCUENTAY CUATRO DOLARES DE LOS
ESTADOS UNIDOS DE AMERICA CON SESENTA Y
SEIS CENTAVOS (US$ 20,154.66) y un Fondo de Garantie
de Sostenimiento del Contrato de ONCE MIL
OCHOCIENTOS OCHENTA DOLARES DE LOS
ESTADOS UNIDOS DE AMERICA (US$ 11,880.00). En
caso de ampliaciones de capacidad, el monto del fondo de reserva
se aumentara con respecto al valor indicado proporcionalmente
al incremento de la produccion anual promedio de energia.-
Seccion 6.2. COMPROBACION: Quince (15) dias antes del
inicio de la operacién comercial, y en cualquier momento posteriol
en que la SECRETARIA lo solicite, la “EMPRESA
GENERADORA” debera demostrar que tiene constituido el fondc
de Reserva o contratadas las pélizas de seguro por el montc
indicado. La falta de la misma se considerara como una violacior
al presente Contrato.- Seccion 6.3. MODALIDADES: El Fondc
de Reserva podra tomar de una péliza de seguro, garantia bancaria
una linea de crédito, una fianza, 0 un dep06sito en cuenta bancaric
destinado Unicamente al pago directo o indirecto de las
indemnizaciones a que se refiere el Articulo 44 de la Ley Marcc
del Subsector Eléctrico. CLAUSULA SEPTIMA.
SANCIONES POR INCUMPLIMIENTO. En caso que la
“EMPRESA GENERADORA” incumpla sus obligaciones
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establecidas en el presente Contrato de Operacion, estara sujeto
a la imposicion de sanciones por la SECRETARIA, en
concordancia con la Ley Marco del Subsector Eléctricoy la Ley
General del Ambiente, reglamentos y disposiciones conexas de
dichas leyes aplicables, sin perjuicio de otras medidas que, en
razon de este Contrato de Operacion, laSECRETARIAestime
necesario adoptar. CLAUSULAOCTAVA: DISPOSICIONES
VARIAS: Secciéon 8.1. FUERZA MAYOR Y CASO
FORTUITO. Seccion 8.1.1. La“EMPRESA GENERADORA”
no tendré responsabilidad por el cumplimiento total o parcial de
las obligaciones estipuladas en este Contrato de Operacionen la
medida que dicho incumplimiento sea consecuencia de un evento
de FUERZA MAYOR 0 CASO FORTUITO. Sin embargo, la
“EMPRESA GENERADORA” realizara todos los esfuerzos
razonables para atenuar los efectos de un evento de FUERZA
MAYOR 0 CASO FORTUITO.-Seccién 8.1. La“EMPRESA
GENERADORA” notificara a la SECRETARIA del evento de
FUERZAMAYOR 0 CASO FORTUITO dentro de las setenta
y dos (72) horas siguientes de conocer del suceso. Una segunda
notificacion se enviaraa la SECRETARIA dentro de los siguientes
diez (10) dias de la notificacion inicial, en la que la“EMPRESA
GENERADORA” describiré el evento con toda clase de pruebas
y dara una estimacién del tiempo en superar el incidente. Una
tercera notificacion se remitira ala SECRETARIA informando
del cese del evento de FUERZAMAYOR 0 CASO FORTUITO
dentro de los siete (7) dias de terminado el mismo.- Seccién 8.2.
EMERGENCIAS Y SEGURIDAD: La “EMPRESA
GENERADORA” deberd acatar las 6rdenes e instrucciones de
carécter temporal, por el tiempo estrictamente necesario, que por
circunstancias de interés general, emergencia nacional, emergencia
del sistema interconectado nacional o por seguridad de las
personas imparta la “SECRETARIA” y/o el Centro de Despacho
de Carga de la ENEE. Tan pronto como tales circunstancias

desaparezcan, la relacion debe nuevamente regirse por las clausulas

contractuales descritas en este Contrato de Operacion. Si durante
la temporalidad se le hubiese causado a la “EMPRESA
GENERADORA” un perjuicio econdémico, el Estado debe
resarcirlo. En caso de discrepancia en cuanto al calculo del
resarcimiento, debera solicitarse dictamen de la Comision Nacional
de Energia, y de no llegarse a un acuerdo aun con este dictamen,
laPARTE afectada podrarecurrir al arbitraje dentro de los noventa
(90) dias desde que la condicion temporal dejase de existir
sometiéndose al procedimiento definido en la Ley de Conciliacior
y Arbitraje contenida en el Decreto Legislativo No. 161-2000 de
fecha 17 de Octubre del 2000 y publicada el 14 de Febrero del
2001. Seccion 8.3. ENMIENDAS: Este Contrato de
Operacion para generacion de Potencia y Energia Eléctrica podré
ser ampliado, enmendado o modificado por el acuerdo de las
voluntades de las partes y de conformidad con lalegislacion
aplicable. Para el caso especifico del Anexo No.1, bastara simple
notificacion por parte de la “EMPRESA GENERADORA” a l¢
“SECRETARIA”. Seccion 8.4. CENTRO DE DESPACHC
DE CARGA: Se entiende que, el Centro de Despacho de Carge
(CDC) tendré las obligaciones siguientes: a) Coordinar, supervisar
controlar y analizar la operacion del SIN, incluyendo las
interconexiones internacionales; b) Coordinar la programacion del
mantenimiento preventivo de las instalaciones del SIN; ¢) Obtenel
y procesar la informacion necesaria para cumplir con sus funciones
asi como para producir informes mensuales a ser presentados ¢
las empresas del sector y a la CNE, respecto a la operacién habide
y proyectada del SIN; y, d) Mantener la operacién del SIN dentrc
de los limites operacionales de préacticas prudentes de Ingenieria
La“EMPRESA GENERADORA” cuando se vea afectado por
las decisiones del Centro de Despacho de Carga, podré
impugnarlas ante las autoridades del CENTRO DE DESPACHC
DE CARGA quienes oiran el dictamen de la CNE. La resolucior
de las autoridades del CDC podréa ser objeto de los recursos de

Ley asi como de los procedimientos pactados entre las partes.
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La “EMPRESA GENERADORA” debera de suministrar
oportunamente toda la informacion técnica que le sea solicitada
por el CDC para la adecuada operacion del SIN. Seccion 8.5.
RIESGO DE PERDIDA DE LA “EMPRESA
GENERADORA”.La“EMPRESA GENERADORA”, sera
responsable y correrd con el riesgo de cualquier pérdida o dafio a
la Planta, a las instalaciones de Interconexion del propietario de
laPLANTASsi el mismo no lo fuera o cualquier otra propiedad
localizada del lado de “LA EMPRESA GENERADORA? visto
desde el punto de entrega (Incluyendo el transformador y el equipo
medidor).- Seccion 8.6. CESION O GRAVAMEN. La
“EMPRESA GENERADORA” podra ceder, previa autorizacion
de la “SECRETARIA”, en todo o en parte los derechos y
obligaciones estipuladas en este Contrato a cualquier sociedad
mercantil con capacidad técnica y financiera, exceptuando a
Gobiernos o Corporaciones oficiales extranjeras, quien debera
reunir todos los requisitos de la “EMPRESA GENERADORA”
cedente y que quedara subrogada en todos los derechos y
obligaciones que correspondan al cedente. La “EMPRESA
GENERADORA” tiene el derecho de ceder, sin consentimiento
previo de la “SECRETARIA”, los beneficios y derechos
concedidos por la“SECRETARIA” y que fueron establecidos en
este Contrato a cualquier financista o financistas que no sean un
ente publico, como garantia por cualquier préstamo o prestamos
que la“EMPRESA GENERADORA” desear obtener. Seccion
8.7. INCORPORACIONES. Al presente Contrato podran
incorporarse los beneficios que se otorguen conforme a nuevas
leyes, interpretaciones o reformas y futuros contratos, con la
simple solicitud de la “EMPRESA GENERADORA” a la

“SECRETARIA” quien emitira su respectivo dictamen.-

Seccion 8.8. ANEXO. El Anexo No. 1 Instalaciones del
Proyecto, se declara parte integral del presente Contrato. Seccion
8.9. LEYAPLICABLE. Los derechosy las obligaciones de las
partes bajo o de conformidad con este Contrato de Operacion
estaran gobernados por las Leyes de Honduras y las partes se
obligan aacatar, cumpliry someterse a dichas leyes, especialmente
pero sin limitarse, al ordenamiento juridico en materia
administrativa, electricidad y ambiente. Ninguna de las Clausulas
del Contrato de Operacion debera entenderse en forma que
contradiga los principios y estipulaciones especificas contenidas
en las normas que regulan el Subsector Eléctricoy la Ley General
del Ambiente y sus Reglamentos, las que prevaleceran en casc
de ambigiiedad u oscuridad de cualquier clausula del Contrato de
Operacion y seran de aplicacion para regular todas las situaciones
no previstas en el mismo.- CLAUSULA NOVENA: VENTAS
A O POR INTERMEDIO DE LA EMPRESA NACIONAL
DE ENERGIA ELECTRICA. En los casos en los que la
“EMPRESA GENERADORA” venda toda o parte de su
generacion a la Empresa Nacional de Energia Eléctrica, la vente
de energia y servicios auxiliares sera regulada conforme a lo que
se establezca en el Contrato de Suministro de Potenciay Energic
Eléctrica que suscriban las partes, en el cual se determinara la
cantidad de capacidad a comprar, especificaciones de calidad,
precios y sus férmulas de indexacion y ajuste automatico,
programas de entrega y mecanismos de despacho, coordinacior
de actividades de operacion y mantenimiento, designacion de ur
Comité Operativo con representacion de ambas partes, definicior
de los puntos de entrega, forma de pago e intereses por mora,
definicion de las garantias que otorgara el Estado o la ENEE pare

garantizar sus pagosala “EMPRESA GENERADORA”y las
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garantias de cumplimiento de Contrato emitidas por la Empresa
Generadora. CLAUSULA DECIMA: DISPUTAS. Las Partes
Ilevaran a cabo sus deberes y obligaciones contenidas en este
acuerdo con un espiritu de cooperacion mutua y buena fe y haran
sus mayores esfuerzos pararesolver diligentemente cualquier
diferencia, disputa o controversia relacionada con este Contrato.
Si cualquier diferencia, disputa o controversia no puede ser
resuelta por las Partes dentro de un plazo de treinta (30) Dias
Habiles Administrativos contados a partir de la fecha en que tal
diferencia, disputa o controversia le fue sometidaa la otra Parte,
entonces, tal diferencia, disputa o controversia sera resuelta
mediante el sometimiento de las Partes a un arbitraje vinculante e
inapelable tal como es establecido en el Decreto No. 161-2000
de fecha 17 de Octubre del 2000 y publicado en el Diario Oficial
La Gaceta el 14 de Febrero del 2001 contentivo de la Ley de
Conciliacion y Arbitraje o en los recursos establecidos en las
Leyes. CLAUSULA DECIMA
NOTIFICACIONES. Todas las notificaciones que se girena

PRIMERA:

partir de este Contrato de Operacion deberan ser por escrito y
estar dirigidas a la atencion de la persona que se indica a
continuacion y ser entregadas directamente o enviadas por correo
certificado, correo electronico debidamente firmado y sellado,
escaneado y enviado en formato PDF, o por fax. Las
notificaciones remitidas por fax precisan de confirmacién por
escrito y entregadas como lo indicado al inicio; si a la
SECRETARIA: Secretaria de Recursos Naturales y Ambiente
100 metros al sur del Estadio Nacional, frente al campo Birichiche,
Tegucigalpa, M.D.C. Atencion Secretaria de Estado, teléfonos
(504) 2232-1386 Fax: (504) 2232-6250 e-mail:
sdespacho@serna.gob.hn y LA “EMPRESA GENERADORA”:

Lic. Rafael L. De Picciotto Cueva, Inversiones de Generacion
Eléctrica, S.A. de C.V., Km. 13 carretera a Puerto Cortés,
Choloma, Cortés. Atencién INGELSA, teléfonos 2565-2820,

Fax 2565-2835, e-mail: ingelsa@iesa.hn. Los cambios en

personas Yy direcciones deberan ser notificados en forma similar.-
En fe de lo cual las partes firmamos el presente Contrato por
triplicado en la ciudad de Tegucigalpa, municipio del Distritc
Central, Republica de Honduras, a los diez dias del mes de
Septiembre del afio dos mil doce. (F Y S) DR. DARIO
ROBERTO CARDONAVALLE, Subsecretario de Estado er
los Despachos de Recursos Naturales y Energia. (FY S) LIC.
RAFAEL LEON DE PICCIOTTO CUEVA, Gerente
Administrativo y de Finanzas Inversiones de Generacion Eléctrica,

S.A. DE C.V. (INGELSA)”.

ANEXONo.1

INSTALACIONES DEL PROYECTO
CENTRAL HIDROELECTRICAJILAMITO

LOCALIZACION

Departamento: Atléantida

Municipio: Arizona

Aldea: Jilamito

Rioy Cuenca: RioJilamito, cuencaRio
Leén

Coordenadas del sitio de Presa: Latitud 1717429.71N,
Longitud 467820.16 E

Cota 986.00 m.s.n.m.
Coordenadas del sitio de
Tanque de Carga: Latitud1717799.61N,
Longitud 467366.66 E,
Cota 980.00 m.s.n.m.
Latitud: 1719130.19N,
Longitud 466516.86 E

Cota 385.00 m.s.n.m.

Coordenadas de Casa de Maquinas:

Ubicacion del sitio de presa y casa de maquinas del proyecto

A
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Coordenadas de Zona de Influencia:

Area de Influencia de la C.H. Jilamito

Pto. X Y
1 464397.81|1721222.26
2 465000.00 | 1719400.00
3 465840.00| 1717600.00
4 467300.00 | 1716400.00
5 467700.00|1716200.00
6 467500.00| 1715500.00
7 467000.00| 1715000.00
8 466700.00| 1714240.00
9 467200.00 | 1713500.00
10 467210.00| 1712680.00
(K 467300.00|1711200.00
12 467180.00|1710000.00
13 467500.00 | 1709100.00
14 468200.00 | 1708820.00
15 468100.00| 1709500.00
16 468720.00| 1710670.00
17 468800.00|1711340.00
18 469000.00 | 1712000.00
19 469500.00 | 1712500.00
‘ 20 469500.00 | 1714500.00
o /E\I/ i‘r‘; - 21 |470000.00] 1716000.00
Datur: W/GS84 22 469780.00| 1717440.00
23 469230.00 | 1718270.00
24 469100.00 | 1718900.00
25 467500.00 | 1720000.00
26 466288.78 | 1721203.63

Hoja Cartografica: Esc: 1:50,000 IGN2762 111y IGN2762 | V.

AT
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DATOS NOMINALES

Area de captacion de la cuenca:
Caudal de disefio:

Caudal promedio anual:

Salto Bruto:

Salto Neto:

Precipitacion mediaen lacuenca:

Caudal de disefio de avenida:

Periodo de Frecuencia de avenida:

CAPACIDAD INSTALADA

PotenciaNominal:

Generacion PromedioAnual:
Factor de Planta:

Tensién de Interconexiénal SIN:

Longitud Lineade Interconexion:

OBRAS CIVILES

Presa

17.72 Km?
3.0m¥s
2.7md/s
600.00 m
575.00m
3,010 mm
220.00 m¥/s
Cada 100 afios

14.85 MW
69.26 Gwh
53%

138 kV
19.5 KM

Tipo: Gravedad, de concreto cicldpeo a filo de agua.

Alturade presa:
Ancho de presa:
Largo de presa:

Vertedero

Tipo: Aliviadero, con disipacion de energia por medio de gradas.

Toma
Tipo:

Elevaciénde toma:

Desarenador y Aliviadero de Control

5.25m
10.00m
22.00m

Rejainclinada

autolimpiable

986.00m

Tipo: Biichi, con una pendiente longitudinal aproximada de 3%.

\Volumen:

Dimensiones:

320 m?

Ancho: 4.0m
Largo: 32.00 m;
Profundidad:

2.50 m

Conduccion

Tipo:

Pendiente:

Longitud:

Diametro:

Ubicacion:

Tanque de Presion

Tipo:

Dimensiones:

Volumende agua:

Medidor de nivel de agua:

Vertedero:

Tuberia de Presion

Tipo:

Longitud:
Diametro:

Espesor:

Repartidor Hidraulico:

Tuberiametalica expuestaen régimena

presion.

0.41%
490 m
1.3m

Margen Izquierdadel rio

Cémara de Carga
Estructura de hormigon armado
Cuadrada de 7.5 m por lado x 8 m de
alto

450 m3

1 Limnimetro

El nivel sera regulado en el
Desarenador posterior a la obra

de toma.

Tuberia de acero al carbon
expuesta en su mayor recorrido.
1,875m

1.000m

17-23mm

En el punto final de la tuberiade
presion se instalaré el repartidor
hidraulico, cuya funcién principal
seré la de distribuir y encauzar
lasaguas derivadas por la tuberia
forzadaa cadaunade lasturbinas

atravésde lasvalvulasde guarda.

AN
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Casa de Maquinas

Edificio:

Altura:
Longitud:

Ancho:

Sala de Maquinas:

Sala de Control:

Cuarto Eléctrico:

Canal de Restitucién:

Subestacion

Rectangular, cimentacion de hormigén,
columnas de concreto, paredes de blogue
con un tejado a dos aguas de chapa
metélica, ventanas en las cuatro paredes
y una bahia de acceso.

18 m

24.00m

16.00m

Albergara las dos unidades turbina-

generador con sus sistemas de puesta
tierra y excitacion, las dos valvulas de
guardia, los dos grupos hidraulicos,
canales de cables y una grda puentede

50 toneladasaproximadamente.

Albergara los paneles de control, medi-

cion, proteccion y supervision.

Albergaralos paneles de interruptores de
media y baja tension, banco y cargador

de baterias.

Estructura tipo canal, de concreto
armado, para entregar las aguas turbi-

nadas al rio.

Estara localizada contiguo al edificio de

casa de maquinas, en un area engrabi-

nada. Para confinar el &rea, el perimetro

estara cercado con malla ciclén y un

porton deacceso.

EQUIPOS PARA GENERACION DE ENERGIA

Turbinas
Tipo:

Inyectores:

Caudal de disefio por turbina:

Numero de Unidades:

Eficienciaal caudal de disefio:

Velocidad de rotacion:

Potencia decadaturbina:

Valvulas de admision:

Unidades de control:

Regulador:

Separacion de Unidades:

Generadores

Pelton

Dos porTurbina
1.5m?3/s

Dos

86.60%

720 RPM

7.45 MW

Esférica

Oleohidraulica

Gobernador de Veloci-

dad-Frecuencia y Po-

tenciaActiva.

6.6m

AT
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Produccion méximaanual estimada:
Factor de Planta:

Tipo:

Ventilacion:

Rotor:

Excitacion:

Clase de aislamiento:
Capacidad nominal:
Capacidad en Placa:
Factor de Potencia:
Voltajenominal:
Frecuencia:
Eficienciaal 100%:
Sobrecarga:

Regulador:

Momento de Inercia GD?:
EquiposAuxiliares

Paneles Eléctricos:

100.00 Gwh

64%
Sincronicostrifasicos
Agua/Aire

Rotor de polos salientes
con bobinas de amor-
tiguamiento.
Autoexcitado enestado

sélido.

FIF

7.45 MW

8.2 MVA

0.9 atrasado

13.8 kV

60 Hz

96.91%

110% durante 1 hora
AVR yPotencia
Reactiva.

7tm?

Paneles de Control Automéatico Local-

Remoto para cada unidad generadora.

Panel comun de Proteccion, Medicion y

anunciador de alarmas y disparos.

Paneles de barras e interruptores de
Media Tensién de Generadores y Trans-

formador Elevador.

Panel de barras e interruptores del Ser-

vicio Propio.

Panel de barras e interruptores del
Transformador de Servicio Propio 'y Ge-

nerador deEmergencia.

Sistema de Supervision

y Control:

Sistema SCADA (Supervisory Control
and Data Acquisition lo que traducido al
idiomaespariol significa: Control Super-
visor y Adquisicion de Datos) para

larecoleccion digital de datos de estado
y operaciény para el control remoto de
las unidades generadoras. Limnimetroen

el tanque de carga.

AT
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Transformador de Servio Propio: Capacidad de 150 KA, 208/

120V

Sistemade Luz y Fuerza: lluminaciény tomacorrientesen
Casa de Maquinas, Subesta-
cion, Tanque de Carga y Presa.

Generador de Emergencia: 1 Generador de emergencia de

75 KW accionado por motor a

combustible Diesel, de arranque
y paro automatico, con interru-

ptor detransferencia.

Gria : Gruatipo puente viajero, ubicada
en sala de maquinas, con despla-
zamiento sobre 2 rieles fijos
uno en cada extremo y sobre
los que corren las 4 ruedas del
puente. La gria de posiciona so-
bre las unidadesgeneradoras y
valvulas deguardia.

Capacidad: 50 Ton.

Accionamiento: Control de mano con cableal
piso.
Lineade Interconexion: La interconexion con el SIN se

hariatravésde unalineaeléctrica
aéreatrifasicaen 138 kV 60 Hz,
con una capacidad de transporte
suficiente para transmitir ininte-
rrumpidamente la totalidad de

la potencia generada por la

planta'y 19.5 Km. de longitud
desde la Planta hasta la zong
cercana al puente sobre el Ric

Leén.

ARTICULO 2.- El presente Decreto entrara en vigencia e
partir del dia de su publicacion en el Diario Oficial “LA
GACETA”.

Dado en la ciudad de Tegucigalpa, municipio del Distrito Central,
en el Salon de Sesiones del Congreso Nacional, a los diecisiete

dias del mes enero del dos mil catorce.

MAURICIO OLIVA HERRERA
PRESIDENTE, POR LA LEY

JARIET WALDINA PAZ
SECRETARIA

ANGEL DARIO BANEGAS LEIVA
SECRETARIO

Librese al Poder Ejecutivo en fecha 02 de mayo de 2014

Por Tanto: Ejecutese.
Tegucigalpa, M.D.C., 14 de mayo de 2014.
JUAN ORLANDO HERNANDEZ ALVARADO

PRESIDENTE DE LA REPUBLICA

ELSECRETARIO DE ESTADO EN LOS DESPACHOS
DE RECURSOS NATURALES,AMBIENTE Y MINAS.
JOSE GALDAMEZ
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Contrata de Aprovechamiento de Aguas Nacionales para
Generacionde EnergiaEléctricadel Proyecto Hidroeléctrico
Jilamito



£

Repitblica

de Honduras

RNA

SECAETARIA OF RECURSO3

CONTRATA DE APROVECHAMIENTO DE AGUAS NACTIONALES PARA GENERACION DE
ENERGIA ELECTRICA DEL PROYECTO "HIDROELECTRICO JILAMITO".

Nosotros, DARIO ROBERTO CARDONA VALLE, mayor de edad, casado hondurefio, Dactar y de
este domicilio y, RAFAEL LEON DE PICCIOTTO CUEVA, mayor de edad, casado, Licenciado en
Finanzas, de nacionalidad hondurefia, con tarjeta de identidad No.0801-1975-06447, actlla el
primerc en su condicidn de Sub-Secretario de Retursos Naturales y Energia, segin Acuerdo de
nombramiento No. 201-2010 de fecha 12 de abrit del afio dos mil diez v ¢l segundo comparece en
su condicién de Gerente Administrativo v de Finanzas, de la Sociedad INVERSIONES DE
GENERACION ELECTRICA, S.A. DE C.V. (INGELSA), Inscrita bajo el nimero 89 del tomo 445
del Registro de Comerciantes Sociales del Registro de la Propiedad Inmueble y Mercantil de San
Pedro Sula, Departamento de Cortés, con Poder de Administracidn suficlente para celebrar este tipo
de actos de conformidad con el poder especial de representacion debidamente inscrito bajo el
namero 36 del tomo 608 del Registro de Comerciantes Sociales del Registro de la Propiedad
Inmueble v Mercantll de San Pedro Sula, Departamento de Cortés, guienes encontrandose en el
goce de sus derechos civiles, en el uso de sus atribuciones y por asf haberio convenido, celebran la
presente CONTRATA DE APROVECHAMIENTO DE AGUAS NACIONALES PARA
GENERACION DE ENERGIA ELECTRICA MEDIANTE EL PROYECTO HIDROELECTRICO
JILAMITO, que se regira por las condiciones y cldusulas siguientes: PRIMERA: Las partes de
esta Contrata se denominaran, la Secretarfa de Estado en los Despachos de Recursos Naturales
Ambiente como “LA SECRETARIA” vy la Sociedad INVERSIONES DE GENERACION
ELECTRICA, S.A, DE C.V. (INGELSA) como el “CONTRATISTA".-SEGUNDA: Declara LA
SECRETARIA, que mediante Resélucién No, 1423-2011 de fecha veintitrés de mayo del afic dos
mi! once, se declard CON LUGAR Iz solicitud de Contrata de Aprovechamiento de Aguas
Naclonales para la Generacion de Energla Eléctrica dei Provecto Hidroeléctrico Jitamito, ubicado en
el Municipio de Arizona, Departamenio de Atldntida.~TERCERA; “LA SECRETARIA” concede al
"CONTRATISTA" el derecho de explotacidn de las aguas que discurren por el cauce natural del
Rio Jilamito, Municipio de Asizona, Departamento. de Atlantida. EI proyecto tendrd una capacidad
para producir aproximadamente catorce mil ochocientos cincuenta kilovatios (14,850 Kw) de
potencia, con ura produccion anual maxima. estimada de cien gigavatios hora afto (100 Gwhyafio)
con la condicidn de que este respete el caudal ecolégico del mismo.-CUARTA: Continla

sy qu}njfestando “LA SECRETARIA" que éste Proyecto Hidroeléctrico Jlamito se ha considerado para
D %"a'i? bbﬁ_érado a filo de agua y no altera  significativamente las condiciones ambientales actuales en

el &rea de influencia del  proyecto, ni genera dafios ni reduce las cortientes de agua superficiales
naturales de dominio plblico o privado y que actualmente no se visualizan conflictos futuros p :

aprovecharﬁiento del recurso hidrico, pero en caso de existir éstos, deberan dirimirse po
sefialado en la Ley General de Aguas.-QUINTA: La Secretaria de Recursos Naturales y Ambie
a través de la Direccidon General de Recursps Hidricos, serd la  responsable del monitored’y
seguimiento del proyecto para que se cumplan todas las clausulas de la presente Contrata, para lo
cual se reserva &l derecho de realizar su control y seguimiento en la forma periddica que considere
pertinente, hasta que entre en funcionamiento la Autoridad del Agua.-SEXTA: El "CONTRATISTA”
pagard en la Municipalidad de Arizona, en el Departamento de Atlantida, en concepta de Canon
anual per el aprovechamiento de las aguas que discurren por el cauce natural dei Rio Jilamito para

HATURALES Y AMRIENTE




la generacidn de energia, en el mes de enero de cada afio comenzando a partir de la entrada en
operacion comercial de la planta la cantidad de UN MIL CUATROCIENTOS OCHENTA Y CINCO
DOLARES EXACTOS DE LOS ESTADOS UNIDOS DE AMERICA (US$ 1,485.00) por los
primeros quince (15) afios y, de DOS MIL NOVECIENTOS SETENTA DOLARES EXACTOS DE
LOS ESTADOS UNIDOS DE AMERICA (US$. 2,970.00) a partir del afio dieciséis (16) en
adelante para cada afic subsiguiente, montes convertidos a lempiras seg(in &l cambio oficial al
momento del pago.-SEPTIMA: El “CONTRATISTA” podra ceder los derechos de la presente
Contrata de Aprovechamiento de Aguas Nacionales, a cualquier sociedad mercantit que demuestre
tener capacidad técnica y financiera suficiente para continuar las operaciones, de lo cual se
notificara a la “SECRETARIA".-OCTAVA: LA VIGENCIA de la presente Contrata sera conforme al
Contrato de Operacién del proyecto para la Generacion de Energia Eléctrica del proyecto
hidroeléctrico Jilamito, contados a partir de la fecha de su publicacién en el Diario Oficial "La
Gaceta”.-NOVENA: El "CONTRATISTA”, serd responsable de los dafios y perjuicios que ocasionen
sus trabajos al plblico, comunidades y propiedades a terceros.-DECIMA: La presente Contrata
caducara por las siguientes causas: A) Por la contaminacion de las aguas que se hara constar
mediante dictamenes del Centro de Estudios y Control de Contaminantes (CESCCO), de la Direccion
General de Evaluacién y Control Ambiental (DECA) y [a Direccion General de Recursos Higdricos
(DGRH). B) Por utilizar las aguas para otres fines diferentes a lo autorizado. C) For la faita de pago
del canon respectivo establecido por parte del "CONTRATISTA” a la Municipalidad de Arlzona.-
DECIMA PRIMERA: El “CONTRATISTA” queda obligado a proporcionar todas las facilidades
necesatias a la Direcclon General de Recursos Hidrices, a fin de verificar el cumplimiento de la
presente contrata.-DECIMA SEGUNDA: En lo no previsto en la presente Contrata, se regird por
las disposiciones de la Ley de Aguas vigente, la Ley de Promocion a la Generacidn de Energia
Eléctrica con Recursos Renovables contenida en €l Decreto No. 70-2007, y demas aplicables y af
Cédigo Civil en su caso.-DECIMA TERCERA: E otorgamiento de la Contrata de Aprovechamiento
de Aguas Nacionales para el desarrollo del proyects, en ningdn momento exime al CONTRATISTA
de obtener los permisos requeridos para la ejecucidn del proyecto.- DECIMA CUARTA: Declara ei
Contratista que siendo cierto todo lo anteriormente expuesto, acepta obligdndose al cumplimiento
de la Contrata, en la ciudad de Tegucigalpa Municipio del Distrito Central, a los 0% dias del mes

-
&8

i o

_ NGELSA

GERENTE ADMINISTRATIVO INVERSIONES
DE GENERACION ELECTRICA, S:A. de C.V
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Anexo No.5
Mapa Ubicacion del Proyecto
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Anexo No.6
Mapa Tipo de Suelo



460000 481000 462000 483000 464000 465000 466000 467000 468000 489000 470000 471000 472000 473000
N Jilamito Nu Piedras de Afilar
1724000~ e Al gvo El Arrogante ~1724000
Jilamito Viejo A
El Tecuan A
A
1723000~ ~1723000
1722000~ AAgua Caliente ~1722000
1721000 1721000
San Rafael
A
1720000~ ~1720000
1719000 ~1719000
1718000~ ~1718000
o
1717000 ~1717000
1716000~ ~1716000
1715000 ~1715000
1714000~ 1714000
1:50,000
1713000 ~1713000
Qi o0a 2
O Km
1 1 1 1 | 1 | 1 1 1 1 | ) 1
460000 461000 462000 463000 464000 465000 466000 467000 468000 469000 470000 471000 472000 473000

LEYENDA

PROYECTO
HIDROELECTRICO JILAMITO

Presa
® Casade Maquinas
@ Tanque de Presidn
A Aldeas y caserios
== Linea de Conduccion

== Vias Principales

Tipo de Suelo

' ' Suelo Tomalé (Ta)




DAC “Hidroeléctrico Jilamito” AMBITEC,S.A.

Anexo No.7
Mapa Uso Actual del Suelo
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Anexo No.8
Mapa Rios Cercanos al Proyecto
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Anexo No.9
Constancia de Realizacion de Estudios de Hidrologia



ING. JOSE MAX AYALA ROJAS

COL. VILLAS DE RIO, BLOQUE B CASA No. 1804
TEGUCIGALPA, HONDURAS

TEL: 2221-8170, 99316148

TEGUCIGALPA, M.D.C., 06 DE NOVIEMBRE, 2012.
CONSTANCIA

Yo José Max Ayala Rojas, ingeniero civil especialista en hidrologia hago constar

que la empresa INVERSIONES DE GENERACION ELECTRICA, S.A. DE C.V. (INGELSA)
ha realizado a través de mi persona mediciones mensuales de caudal, lluvia,
temperatura y humedad relativa en la cuenca del rio Jilamito con la finalidad de
contar con una base de datos que permita la correcta descripcién de las aptitudes
hidricas de la cuenca.

La presente se extiende a peticion del interesado a los seis dias del mes de
~ noviembre del 2012 en la ciudad de Tegucigalpa M.D.C.
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Mapa Areas Protegidas Cercanas al Proyecto
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Anexo No.11
Constancia AFE COHDEFOR



3’;‘_ }éﬁ;’; A dministracién Forestal del Estado, Corporacion
7 Hondureiia de Desarrollo Forestal

DICTAMEN TECNICO.
DAPVS-0113-2006

El Departamento de Areas Protegidas de La AFE-COHDEFOR, después de haber visto y

? analizado la solicitud No, 459 de La Sociedad Elécirica Mescamericana, S.A. de C.V.
(SEMSA) enviada al Ing. Ramén Alvarez Lazoroni en el cual solicitan pronunciacion por
parte del Departamento de Areas Protegidas sobre la categoria de mancjo del RVS Texiguat y
ubicaci6n, determina lo siguiente: :

1. De acuerdo al Decreto 87-87 en el articulo 2 Declara como Refugio de Vida Silvestre
a perpetuidad el bosque nublado de Texiguat ubicado en los depaitamentos de
Atlantida y Yero.

2. En base al dictamen emitido por el Centro de Informacién y Estadisticas Forestales
(CIEF) de fecha 21 de septiembre de 2006 y al mapa adjunto, se determina que las
Obras de Toma de los proyectos Hidroeléciricos sobre. los rios Mezapa y Jilamito
estin dentro de la zona de amortiguamiento de La RVS Texignat y Las Casas de
Maquinas de los mismos proyectos se encuentran fuera de los limites de 1a RVS
Texiguat, pero dentro de las microcuencas declaradas de los rios Mezapa y
Jilamito.

Dado en Ia ciudad de Comayagiiela, municipio del Distrito Central, a los veinte y uno dias del
mes de septiombre de dos mil seis.

Ce: Archivoe DAPVS

Apartado Postal No, 1378- Teléfonos: 223-77-03, 223-8417, 223-B367- Fox: 223-2653, 223-2614, 2234792, 223-6430
Tegucigalpa. M.D.C., Hondurss, C.A



475000

IEEECENON

485000

. 1722000 1715000 1700000
R ﬁ
‘ i w b3
2w g% k)
=1 %& ok
¥ 151
2 0= E§
Oga Bo
@ :
L
S F 50
: B E
e e s
& 8 2
o1 b

_ 480000
| UBICACION DE CASA DE MAQUINAS Y OBRAS DE TOMA

-’

EN LOS RIOS MEZAPA Y JLAMITO
REFUGIO DE VIDA SILVESTRE TEXIGUAT

265000

455000

2
3 |
st
R
B o i
232 E
B8 1=
5 = §°
g 3 3
AR i%
%’] B Ryl
i
.o. - . §
RIRIEIRRRAALAK SIS
SRS S A
A KBS SN H SR ICHA K KA
LRI KA BCIDIIKCIC IS NH I X
%&‘Qﬁt&*‘.‘}&@@g’q}* AV T ?&uﬁ“@,‘%@@@%fﬁ@@@Qﬁ
R R S S B
SRS K SCXOCK AR R I AR GRS _

O Ry Ot A0 B IR S R s

SISO K XIOK Xy 1o

00 e s IS R0 bk Y B OB O _

PP IRECSCOR KA S RO NS 4e
RRSEI s 8
q‘?'" : ?*ﬁgﬁagdp ] s _

F LB ¢¢ )

I e

‘ P e A

- L i, ’b‘,“?“’&’

' I w:géb
o : L °
o | ) =
M B <t
- 2
ERESSE 2
': : L. 3 i

C o ; i PO SRR 2 o & :
0000ZL1 00DSTLL 0Q00TLT 000s0.L1 00000LT

i




DAC “Hidroeléctrico Jilamito” AMBITEC, S.A.

Anexo No.12
Cronograma de Actividades
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Anexo No.13
Mapa Caminos de Acceso
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Anexo No.14
Plano Obrade Toma
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Anexo No.15
Plano perfil Tuberia Presion — Conduccion
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Anexo No.16
Plano Tanque Carga Esquema General — Planta



PLANTA

{150

TUBERIA DE PRESION @ 1,00

TUBERIA DE CONDUCCION & 1.30

3.25

——r e ————

SECCION B-B
(1.50)

987

3253

750

985

e]:3:3

284

283

TUBERIA OF FRESION 2 1.00

3

981

980

2748

[3H:]

SILLETA DE SOPORTE

A
- q—cuaienm ‘
50 8,50 ) 50
-

MNIVEL MAXIMO DE CPERAGION ~ 985.00

.00

TUBERIA DE CONDUCCION

SECCION A-A

11:60)

CUBIERTA
‘ u? 2.50

987

985

485

584

983

281

!
-

a7g

g

TUSERIA DE PRESICN

NGTA:

- DISTANCIAR ¥ COTAS EXPRESADAS EN METROE
EXCERTO DONDE BE INDIQUE LO CONTRARIO

- ESQUEMA GENERAL - PLANTA

TUBERIA DE CONDUCCION & 1.30

LEYENDA;

CONCRETO ARMAGO

CONCGRETO 8iN REFUERZG

ESCALA GRAFICA ; 500

0.00 0 2.00 3.00 m

REVISO Y APRORO:

§| PROYECTO:  HIDROELECTRICA JILAMITO

LAMINA N

ING. ADONY RAUDALES
CICH 4952

PLANQ BE:

TANQUE CARGA ESQUEMA GENERAL - PLANTA

A-08




DAC “Hidroeléctrico Jilamito” AMBITEC,S.A.

Anexo No.17
Plano Casa de Maquinas
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Anexo No0.18
Planos Linea de Transmision
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Anexo No.19
Copia Escritura Constitucion de Sociedad, Escriturade Poder
Especial de Representaciony Copia de Contrato Promesade
Venta de TerrenosAutenticadas
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PAPEL SELLADO OFIGIAL

CINCO LEMPIRAS
2004 - 2007

No 1823484

2
ABOGATD 2N\
Y o
 NOTARIO

“INSTRUMENTO NUMERO 1iRElNTA Y DOS (32).- En la ciudad de San Pedro

¥
Sula, Departamento de Cortés, a fos nueve dias del mes de Febrero del afio Dos Mil

Seis (2006).- Ante mi, MIGUEL FERNANDO RUIZ FIGUEROA, Notario Publico de

este domicilio, inscrito en el Colegio de Abogados de Honduras, bajo el niimero Un Mil

Ochocientos Cincuenta y Siete (1,857), comparece personalmente los sefiores

CARLOS RENE AVILA GARCIA, Perito Mercantil y Contador Publico y EMIN JORGE

ABUFELE MARCOS, Empresario: ambos son Hondurefios, mayor de edad, casados y

de este domicilio; quicnes asegurandome hallarse en el pleno goce y ejercicio de sus

derechos civiles, libre y espontaneamente dice: Que han convenido en constituir como

al efecto por éste acto constituyen una. SOCIEDAD ANCNIMA DE CAPITAL

VARIABLE, la cual se regira por las leyes de la Republica de Honduras, por el

presente Pacto' Constitutivo y por los Estatutos Sociales que se establecen a

continuacion: PACTO.  CONSTITUTIVO.- CLAUSULA PRIMERA.~ DE LA

DENOMINACION SOCIAL.- La'Socicdad girara bajo la denominacion social de

INVERSIONES DE GENERACION ELECTRICAS, SOCIEDAD ANONIMA DE

CAPITAL VARIABLE, que podrd usar la abreviatura de INGELSA- CLAUSULA

SEGUNDA.~ DEL DOMICILIO SOCIAL.- La Sociedad tendra por domicilio la ciudad

de Choloma, Departamento de Cortés, pudiendo establecer sucursales y agencias en

cualquier otro lugar de la Replblica de Honduras y del exterior.- CLAUSULA

TERCERA: FINALIDAD.- Esta sociedad tiene por finalidad * fa generacion,

transformacion, distribucién y venta de energia eléctrica, realizar importaciones y

exportaciones directas e indirectas asi como la compraventa e importacion de

implementos y equipo; consultoria y asesoria en general, asi como cualesquiera otra

actividad de licito comercio permitida por la Ley.” CLAUSULA CUARTA.- Se declara
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expresamente.: que»la sociedad i.queda jiconstituidd ipanritierpo:. Indetexminados

CLAUSULA, QUINTA.-DEL,CAPITAL-SQQIAL:EL capitalisociakautorivadd! déda! *

TREINTA 3, MILy AEMPIRAS - (P8, . 3Q/000.00): komoxtminlmase y: CIEN:- ML

LEMPIRAS, (LPS. 100,000.00), comaimaximo;:~iElcapitaliéocial minima autorizadas”

estard,fepresentado.por, UN:-MILACGIONES canivaler namiialide GIEN LEMPIRAS. -

CADA UNA (LPS:00,00), las:acciones serdninominativas . transferiblesipor wnidoso-

e inseripcidn en el Libro -dey Registro: de sAccionesi;ptéVig'rautorzaolon'tdel Orgaho

Administrative,debiendo . praviamente;para- tal-efecto ofrecenianventaprefarenciiloy

proparrignalmente  a,; los « demas:. accionistas::notificandosxa+travési:debinOrgamo™

Administrativo,acerca, de Jas| anciones en, ventay parmitiando ubhplazoide:treihbairdins . .,

para. que éstos presenten;sus ofertas; eh'casoxde-aceptacion ‘sexprocederd:a:laventai:

deJasmisma ¢nalas-proporclonesiyquencorrespondaty. £t case:de! que wndtdeliosV

accionistas no.desee comprar podra ceder:su derecho ados acclonistasiinteresadost+ Env)

caso.de. no. haber ofertas; el Qrgann Administrativol’ autorizard ~ia véiita ‘altetasos

Las accionas no.podraniser convertidas:al iportador:y seran-firhadasyoriel Praliddtibe:i

del (Congrin. dexAdministraciénza : Administrador: Unide fyil etiBecrietanloy: 14 afifd 1gan X

extenderan, al.sér. totalniente \pagadas.- GLAUSULA: SEXT A/~ BUSERIPCION: DE

ACCIONES. Los comparecientes han suscrito- el:éapltalminifvid dé TREINTA/MIL:

LEMPIBAS: (LPS:. 30;000.00) en la siguiente propofcidnt: Elsefish-CARLOSRENE:

AVILA,. GARCIA;.suscribe . NOVEGIENTAS A NOVENTAGY! INUEVE.FACCIONES'

equivalentesa; NOVENTA~Y: NUEVE MIL NOVECIENTOS LEMPIRAS: o/t EMING ¢

JORGE; ABUEELE, MARCOS suscribe UNA-ACCION equivalente a' CIEN LEMPIRAS /"

De las..hsus.cr,ipdohes .anteriormente apuntadas,:los suseriptores Hartipdfado ‘ENLTA -

porycienta de, las aceiones-pon.ellos suscritas, fas quessuman-un:valoride TREINTA ® -

MIL.LEMPIRAS. (Lps: 30,000.00), cantidad; qué seencuentrandepositada’ eringls:
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BANGG» GRURO-ELIAHORRO H NDUREﬁO,"!SlA;J‘-('BGA), segtin) constancia -de -

depasito: ada; vista Foenseuentanimeroi- 2011267419, queyo ¢l notatio doy fe:de -

tenemb lmvista:: CLAUSULAYSEPTIMA~ Para ebaumentosde-los-limites «de Capitai~ «

minimes iyvels méximo.;_autorizadm-se.nestarénaa'lasi-previsiones-'-'que @ -continuacion.-se--

exprbdail/a). Los TREINTA MIL LEMPIRAS(Lps. :30,000:00):comprendidos entre =

el scapital;xminimos:ycael 1autorizadorsestablecidd;l éstaran srepresentadas pors MILe .

ACLIONES, rlas) quesestaran emitidas»y. seran guardadas por la:Sociedad, hasta que *

sean puestas:an cinatilacion;»b): EI--érgano\Adminisu'aﬂvo-queda facultado para-poner: -

enseirculacian dichasyAcgiones «de Tesoraria; en todoso en parte- cuando o ‘estime: -~

convénighta y.ellnegadiollo requierayse) Pava: la susaripciémdes dichas acciones-tendran-~-

preferencia. los) acclanistas.en.proporcidnia. sus- scciones -y« de-.conformidad con lo~ -

establegidp.ien-el, Codigo de Comercioj»d):Todo aumento-o-disminucién del’capital -~

sogial -debera «de inscribirse en el iLibrotEspecialide:registro.de Capitak gueillevard-larn

Sociedad;ire) Nmpodra-acordarse la disminucién del Gapital-Social, cuando-tenga como

consacusncia. reducirla,aimenos del minimo del capital socialy. fEn -nihgdn-caso-podré..s,

anyaciageeial; papital, sméximos - autorizado, sin “@nundiarzelcapitali minimo; :g)s-Los:

aumentagio disminisianes,del Capital Social -que se:hagan dentroidel monto minimorys.-

el autorizado; noimplicandeformaalguna, del contrato sodial-o. estatutos;. ni necesitan- -

publicidad.t GLAUSULA: OCFAVA.~ Cuandoweljaumento -del capital social. sobrepase. .-

detlimite;del rapitabauterizado, se haw mediante resolucion de una-Asamblea.General- -

Extracrinariaugueoprocederan de. conformidad conson queadispone els Codigorde

Comercio: Ak mspesitsrs GLAMSULA NOVENA.«-DE.LA, ADMINISTRACION.DE.LA..

SORIEDAD st lavdireccion y.Administracion,de.os negocios sociales, -estard a cargo-de --

un Administradoriiinicoso de-un Cpnsejo-de Administracion formadon por icuatro{(4) ~

mismbrosiun Rresidente;wun Secretarip y:dos:aonsejeros:Sus-miembros: serdn-electos. -




10

11

12

13

14

16

17

18

19

20

21

22

23

24

por la Asamblea General de Acclonistas én-Rsamblaa4Ordinaria; durardn en‘sus cargos:

un;afiopugiendoser eelectos. Fl Qrpdrigddministrativoitandristedas s fadultadis pys

podéray para; réalizantodosilos-actos conglugentes d°l4- realizadidn e log:fines dedns:

Sogirdad.quelaley y lps Estatgtes Socialessnoptribuyenacotraidrgana deila Baciedadsin

El tConsejor de Administracidnh, dctuara bpehd ediss detin, Rradideittes: CLAUSHLA:»

DECIMA- ; DE; LAS)ASAMBLEAS, DEJACCIONISTAS:- LacAsambleal Ganeralside (2

Actlonstas; sé&+ reunira -ordinariamente; 2porile . menosiuna. vez :alafio; deritro HAGEA

cuatroimeses sigulentes-al dierrerde las opéraciones:docialesiyetrapidinariampnte ano:

cualguier “tiempo,” @i 'tlos iiasos’ rqueh determinénnop astatikess: ob cuandorsean>

debidamenteconvacads; CLAUSYLA DEGIMA BRIMERA: DE 5 UTILIDADES:;

Las) utidadesi netasinbtenidas;podsény distribpirserianualmenta yentreslos! soalogianic

proporcién;al nimerorde susiaccionss de corffarmidad con-16s Bstatitos:CLAUSULA.

DECIMA'SEGUNDA Delas: utilidades: rietast, de - la:. Gormipeiiia ¥e wseparahine:

anuaimefte poillp thenos el cindaspor tiento hastadlegar:atimporte de:farqintayavteo.

del"capital: socifl,lj:fir!, dé. wanstitulryla: resarvii: de;-capitalnqiestandadakepso:

CLAUSULA DECGIMASTERCERASDE LA, VEGILANCIA DEILALSOCTERAR e

vigildiidazde Ja ‘Sodlddadiestars, o cargo de uii Caniisard que pudriser declonistas -«

persdhip: extraiia a la Sociédud, isgra e elgcta:por i Asamblesride: Atzionistaisbus i

funciokins v atribuicionles seran-1asrdie la: Iey-‘,y_nloémtatéfdé ‘dsthblezeahdy’ darapditn

afipign™ Bl djercicios de sus furicivhiess: GRAUSULAD DECTMA FOMARTAI-DEIEA:

DISQLUGION* DE- LA SOGIERAD . L stiindibdy satdisolvers porwuerdibisvioy

socids Fobtib ok 14y orid ue depfdserta tres ks 4ia fhes delrtapitalsbcialiyratn.

los:" defia icasnk ~qualestalace:. el Cadigo 'de “Gpriaidio,nCLAUSILA /DECIMAY?

QUINTA; Lay asamiblea; dé. Acéidtistas. régutara la forma.de. liquidaciamsnmadiantet

prapuests el Qradnn: Admihistmative ‘PracticAndgse * tal-liquidakiéh ipar. .unas ORRTEY G
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liquidadores;que seran designados por la-propia Asamblea Y a quien ‘se-otorgaran los

respectivos - poderes -y;:ello fuera Ae las-demas atribuciones: y derechos que: la’ ley

prescribe.s-El-activo-liquido que m:‘ultc a favor.de lawsociedad, se: distribuira entrelos= -

I ;
socios g protrata ideisus accionas.y Todos los comparecientes declaran: Que. bajo- los..

términos,.y condicjones..y,: demas.. estipulaciones expresadas-en Jas. cldusulas que

anteceden,queda-constituida- la INVERSIONES DE GENERACION ELECTRICAS,

SOCIEDAD ANONIMA: DE GAPITAL VARIABLE, :obligandose a-su-cumplimiento.-

Agreganioos: comparecientes: Que la. Sociedad - se regira por *los siguientes -

ESTATUTQS.~.DE. LAS. AGCIONES.- ARTICULO PRIMERO.- :Las .acciones seran

nominativas.y negogiables mediante:endosoierinscripcion:en el Libro-de Accionistas de

la,Sociedad:.-Dj;ha transaccién se har - previa.autorizacion del Organo Administrativo.

Las- acclones,.seran firmadas por el Presidente del Consejo de Administracién o el

Administrador: Upico y: el.-Secretario.- Cada titulo o Certificado ‘puede representar una o

mds;accionesir; Logsocios. tendran derecho-a un voto por cada accion que posean.- Los

saciositendran derecho preferencial «en.adquirir las acciones que*desean vender otros

socios.de la: empresa. bajo los lineamientos establecidos.en. Ia .clausula: Quinta-de la

escritura:de. constitucién sacial.- DE _LOS ACCIONISTAS.- ARTICULO SEGUNDO.-

La-sociedad -conslderara como socio al insctito como tal en el Registro de Accionistas,

previa-autorizacidn-del Organo. Administrativo. Cuando haya varios propietarios de una

mismar-accion, ;s deberan «nombrar .un ‘representante comun; los accionistas podran

“hacerse.representar. por.otros socios o personas extraiias a la sociedad, representacion

que- deberd . conferirse , por; escrito.- ARTECULO  TERCERO.~ En los aumentos de

Capital..los. . accionistas. tendrén . derecho +preferente. para suscribir un ndmero de

" acclones proporcional a las. que poseen a la fecha en que se decrete el aumento.- El

Organo-Administrativo -al efectuar aumentos: de Capital entre el minimo y el maximo,
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decretara, \as. qondiciongs.-em-que‘dpbgrév sugcgibirsery. pagarse,cen .igual proporaién,

deberd; cancelarse [as-acciones encaso.da disminucién de. capital soclal:- finicaso. de:

reposicion,en la.forma,que establece, eliCodigo, de. Comercio.- BRTICULOCUART O/«

péedide, exiravia 0. destructign: de titulos e accionesy el vinbenesado solicibard s v |

Los acciopjstas tendrén, deracho preferente pars adquirlr las:acciones puestas.en: venta: -

por,, los. qtros. acgionistas debisndg;en.su:caso ‘el Psgano’ Wdministrativo. resplven: ¥

aprobar..preyfamente., éstas -transacciones. ARTICULOA QUINTOR: L4 Bsamblea:’.

General de Accionistas. es; et organo,supremo derla-Socledid yjexpresa: lasvoluntad: -

colectiva..en, fas ymaterias, de. siv.corpetencia.- Las: Avambloaside! Acaionistas iasraim!

ordinagias suando,se. convoguen PR3 tratar-desgualguier;asunto:quesnaisea-des laa 1 |-

enumarades en el atticulo, giento sesenta,y. nueve.del -Cédige.de. Cometcinay:sanin. -

extraordinariag cuando se retinan paradratar.o resojver. de los:negocips. previstes enrelr.

articulo. ciento .sesenta .y -nueve; antes citado,-Lasasambleas;ordinarias! se retiniram;:

cuando menps;una; yez al:afio dentrp:de) los;cuatrosmeses: siguientes: alidlenrsydal.

gjercicio. .social -, d@asvAsambleas , sxtraordinarias ;8- rauniran - cada svez rquesrseans:

convocadas).pon el  Qrgano.. Administrative.io: el Comisarioir (Lowaccionistas:, ques:

representan por;Ia.menos el vajnticino por clént dabcdpltalsocial:podién solicitan pors

escritoen- qualguier tiempo,al Qrgano. ;Administrativo o-Comisarie:la:'convocatoriaider. .

una Asamblea de:Accionistas para tratanide asuntos: queiindiquenen suipaticlbf v Siielvis

Organo-Admiistrativo .o, el-Camisarigerehusare hacer:{a:conyacatoria: debidatcsnetass

hiciere, dentro; detlos .quince;, dias:siguientas ;& -aquellar ensque shayan recibido “ac|

Soligituchpodri hagerlo, el g’ de ) etrasidelo Civili competentadesdsta: Sectionsyi:

Cuando.ng.se hava eelebrade ninguna, Asamblea, durante. dos periodos cansezutiviosios.

cuando, las ‘Asambleas, celebradas ;durante; ste tempo.:no:se: hayani ocupadonde foss «

Asuntos. que, indica ‘ef.articulp, ciento-sesenta, y.ocha:del:Cddiga:de Gomercio; efititular:

1
i
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de: uinamecion podrd

citado;, Codigo.- 1-Para wquerunia_Asafmbled: Ordinaria » de <Accionistas 'se ~ considere "

|
legalmentenreunida cen:iprimera-«convocatoria; «deberti ‘estar’ representada’ mas dé'ta~

mitad: dellas. Acciones y:las resoluciones seran’validas-cuando setomeri por la mayoria

dey losvvotos :presentes:-: Lash AsambleasExtidordinarias: se “reputaran -legalmente "

reunidasicuandotestén:representadas en:primera ‘corivodatoria, ‘tres cuartas: pattes-de**

lassacciones y! las: resoluciones “se- tomaran-vélidamente : par_el“voto" de ‘las que

represente-el kincuenta y 0o por-ciento' del capital social:- ARTICULO SEXTO.« Las"~

convosatorias para Asamblens Ondinatias y'Extraordinarias se hardnmediante un‘aviso -

dirigidora los: accionistas) comunicandoles i fecha, ‘hora, -lugar y'la orden-del dia; aviso *

17
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quevtambién: ses publicardsen- el periédico: Oficial-La‘Gacats y.en otro'de“circulacién -

genenal -enzel Depdrtarfienty e Cottés, ‘cofi 'dtince! dias~de anticipacibh''al' d& la°

celebracidon:de la“i\samblc_ary«-sin ‘contar el dis‘que salga €l aviso, ni-el de la telabraciérn !

de da Asamblea.rkos:requisitos de publicidad:podrdn-omitirsesi-en'la Asaniblearests -~

represcntada la-totalidad ~deniss acciones: Las-reuniones -en-primera“y- sequnda '

convocateriayse podrén anunciar-simultineamenté,-las” féchas -de ‘reunion- estaran -

separadas cuando menos,por-uniapso de vainticuatro-horas.> Si-Ja Asambled-General +*

se-ureuniere: jen-. sesion :ordinaria - o-extraordinaria “por : sequndd _convodatoria -'se

considerarasvalidamente constituida+ coni-cualquier-niriero desocios presentes paro:-

susctasolucionesisendn.validas si-se:torian por: simplemayoria‘ de Votos-en-el primer:*:

caso; ensel sagunde caso.pot los Votos -que-representen-at menos el cincuentary no-

poricientoidel capital social» ARTIGULO SEPTIMO: La desintegracion del quérum de -

presencia nacserd obstaculo paraqueda: Asamblea contintie y'pueda adoptar acuerdos;

si son votados por lazmayorfa-requerida ordinaria‘y extraordinariamente, ‘en caso’ de '

quesuna vez-abierta:td sesiénla.directiva se ausentare: parcial o totalmente, los soclos ™
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B ISR o STTRNLIRON, Sl

1 _pres elegiran «sus:sustitutos : 4 2. ARTICULON OGFAVO vl o+ A bleasst
2 | Ordinariagno- ~Extracrdinariagy sgr&mgpruldvdasmpnk ks Administrador . Sniceo: oot
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6 | reptesentados:yidesios vregnesdntgntes.dee.los%aecionisthston-lndicaciéhsde}sumombmy!n.
7 | &N.5U; caso, da, eantidad de-acdlones:representadas por‘cadaznond adistys sevexhibiré:s!

8 | Dara-Su, exameh -antes; dé la\primera votacion-y. la'ﬁnmmnfelaﬁmﬂhmpd Becratatioyn

9 | &l :Comisarioylosudemas ,coneﬂrm‘ntmrmmicm:@mawm‘" kag cresolutionesod

10 egalmcntexggg_gtadas por Jas;
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1Y ASAMBLEAS +/DE Ascmmsmsuawmﬂaum;
13 DECIMO.‘!s'Soﬁ satribuciones: des Jds: Asambleds: de-Acalonistast: a)’rGOnohemd&Mw
14 | asuntos: {heluidds renyah: ‘ordetindetidia;/b): .Djscutim—.abrobhnuimprobar,nniddmcarﬁ‘ebh
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16 | y Estados de Resultados.dé Ja Soéigdaidivﬂiscutfrlos}’aprbbados.oimw#icarlosiﬁéspuéeoi A
17 | de':oidosie} informe, del® Comisakioy!id) iRéformiar. Jaciescritura., :social-iyulos estAtutogs:

13 | mediante:; el ivoto.. déyla mayoria -que requierans: éstosistatutosy: e)isDisponersilasa
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24 | € ":Céd[gqc’dgf;eqmemio;"dh}-'-hbs' acyerdos.ide lay Asamblea Garterali Ordinariaico. e

o5 | EXtraordinaria‘sa-haén -constap ensactasique mp:adasrénuuml.lbrokﬁspedaly sendpr;
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firmadas. por el-Presidente, el Spcretario y-el Comisario si asiste; i) Los-acuerdos que

tomen.:la. Asambjea de ;.~Acclor£stas -serdn ejecutivos. y - obligatorios - para -todos. los -

accionistas :sin. necesidad de .qué recaiga- aprobacion del Acta €n una junta posterior.~

ARTICULO DECIMO. PRIMERO:- En las Asambleas Extraordinarias o podré tratarse

delotros-asuntos que los sefialados en la convocatoria Y los que en relacién inmediata

con:éstos surjan-incidentalmente del debate.- ARTICULO DECIMO SEGUNDO.- La

eleccién del Administrador Unico o el Conséjo'de Administracion y Comisario se hara en

la primera Asamblea ordinaria.del afio fiscal que celebre la Sociedad.- DEL CONSEJO

DE.. - ADMINISTRACION;: O ADMINISTRADOR -UNICO- Y DE SUS

ATRIBUCIONES.~ ARTICULO DECIMO TERCERO.~ La sociedad sera administrada,

regulada y .representada .con amplias facultades, ‘salvo Jos que. compete a las

Asambleas de:Accionistas com-arreglo a-éstos Estatitos, por un Administradot Unico 0

un .Consejo' de-Adminlstracién compuesto por cuatro miembros - propletarios;. podré&

realizar, todos los.actos de-riguroso dominio y aquellos conducentes a ejercitar los fines

de la-Sociedad, de- conformidad: con lo que prescribe en los presentes estatutos y

ademas - las . facultades y . atribuciones siguientes; que se mencionan como

ejemplificativas y no_como- limitativa: a) Cumplir-con los acuerdos de las Asambleas

Generales; b).Dirigir los negocios de Ia empresa, tomando aquellas providencias que

estimen convenientes a.fin de obtener los mejores resultados; ¢) Ejercer ampliamente

la.administracion.de los bienes .y los negocios sociales; d) Reunirse por lo menos una

vez al mesiy tomar los acuerdos que sean. necesarios para la buena marcha de los

negocios:sociales; ) Convocar las Asambleas Generales Ordinarias ¥ Extraordinarias; f)

Adquirir asl como. enajenar, gravar y contratar sobre toda clase de bienes muebles e

inmuebles con cualesquiera persona o entidades, mediante los pactos y condiciones

que:estimen convenientes, g) Obtener éréditos y otorgar las ‘garantias'que estime del
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caso; .h) - Emitir. bonos, . cédulas  hipotecarias..y .toda clase ide :obligacionesasimilames i

previg-acuerda:de. Ia, Asamblea .Generl: Qudinasiaidd Acclonistas yidémas’ requisitos -

qug -(aley. exige;- )-Acordar.glvestablecimiento-ide oficinas)iagenciagvoiisutirsales; ©

dentro; o fuera.. del; paisy; i) Nombras Gerente .y ‘SubsGeinfités) yirbroveriosrdaidtiss

carges i+ fuere pecesario;, k) \Conpeer. del :Baldnce: lai:situacidnsanualjrel ‘Estado: de::

Resyltados -y, del informe .que'afilaimente deba-pressritarss & lAsambled Ganertl >

Ordjnaria de Acclopistas.-: Este informe’relacionargtodas Jasl actividades'y  febolutionas =

delafit‘de.operaciones de'la,empresa; aconipaiiar’ élBalanudi GerierabiiderCieiie !

Estadg. de Pérdidas,y; Ganancigs,: dori -axplicaciones: e todas; ldsireseivasitechasj:

okligaciones:que. deben cumplirse,.pravisibhes de) dcliardo’aon los usoscorisrcialesch’s

consideranda Ja situacion. de. los bienes y: negacios:de latSociedad.+ )t Antorizar-aiias:« | -

personas - quevdeben,:firman:ilosi/chaguesy demassidacumentoszim) Nombrdvdos .

Gerentes y, Subgerentes .y-otorgarles sus: respectivos poderes; Iny‘Represéntarijudicial!«.

o extrajudicialments, asi;como:en .cuaicsquieraeob!os;asuntos:cy:owhtmtos!d laternpragyyii

por. mqﬁio,’_d,e,;sp;ﬁrmidgnte‘,.en,el-,caso‘de.gexistiruneconsejd; oY Aprobir ¢-modifitar e

presupuestos idleja Sociedag; p) Emiticiel reglamento.interiofndés la} empresa gy

Observar y- hacer, -observarclos;Estatutas, reglamentbs’wérwsludohw quetial-propio:

Organo ; Administrativo~ dicte; 1) En: casoide que Ios:inegociosilo requlerahatasr i -

nombrag;-un, ;comité,;ejecutivo 'y ,establecer: uncreglamento operativo; sy i*Aprobiat:

imprpbar, o modificar. las..resoludionies -tomadas:-portel Gomite ‘Ejecutivo;:t)»Convder! | .-

resolver,yiaprobar la.yenta.de; acciones:presentadas: potilos  accionistas: ‘ARTICULO

DECIMO CUARTQ.- Los: miembros. del. Qrgano Administrativo: yeComisaribs: antegides

tomar,; pgsesion;ide..sus ..cargos,: rendiran-.da. -flanzaque. s determinisis ehHORganbY:

Administrativo,..la.qual-.puede. iser hipotecaria;: depositaria;: plgnorahcia, rpdgare lgst

quegdan.- ARTICULO ;DECIMO. QUINTO. - Los Conseférosmosson- restfons'abfes‘sin‘a"
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nl‘,-solidaﬂa‘:nm\rnfacidn:-anios;wcorixpromisoél de aquellas:» ARTICULO "DECIMO:

SEXTQ:l2e existinum:Consejonde Administracion, constara 'de cuatro-miembros vy -se:**

reunirdicuando menos. unasvezial mes y los'acuerdos-y fesoluciones se tomarén -por-la

mayotia de. votoserDavtoda \sesidn: del Organo- Administrativo -se” asentars el -agta -

correspohdientel enel Libro-respactivo yicuanto @std ne’ fuérd’5dsible s& protocolizara-

ante iNotario. Pdblico:sREL «FITULAR “DEL:I ORGANO: ADMI NISTRATIVO Y'SUS"

ATRIBUCIONES 31 ARTICULO- DECIMOn SEPTIMO.~Son atribuciones- dek -

AdministradorUnico-o, del-Rresiderte del Consejo-de Administracion;.-a): Convocar-y-

presidinilasisesionas de Vlas -Asambleas: devAccionistas; w-ilas. sesiones «delOrgans - |’

[ Administrativo, b) Firthar.con el-Secretariolas acciones de-a Sociedad; c)-Firmar con'el

Secretatio: y.el Comisario’ siiasistieraylds Actasa'delif)rgdno SAdiinistrative; 'd) ‘Firmar

con | el Gomisario cy::el (Secretario las-actas: de-las “Asambleas -Generales”-e) Hacer--

funcioneside: Gerentasralino haber nombrado;:f) De:no haber sub-gerente-nembrado; -

sustituirio senasus-ausenaias temporales: debidas:a.enfermedades;.imposibifidad ‘o por-~

permisa, concedido spor. el Organo:. Adrinistrative; -g)- Vigilar: el“cumplimiento: de:los °

Estatutos,| reglamentos.y: resoluciones -que- dicte eliOrgario Administrativo;- h) Firmar -

por la: Sociedad. enxaquellos-negocios aprobadostipor lel Organo: Adthinistrativoten’og -

términos.establecidosien:estos Estatutos; [) Representar-a la-Sociedad-en toda‘clase de:"

negooiosy i contratos; spréstamos, thipotecarios, ﬂdu(ﬂarios;-:-prendaﬁos 0-d€ cualquier--

otra indoleen asuntos administrativosmunicipales; 'labora!és'ybafincs"otorgando los:-

poderes;:ascrituras:y. documentds que se requieran en el ejarcicio de -éstas facultades.-

DEL:SECRETARIO;~-ARTICULO DECIMO OCTAVO:- El-Secretario-es-&l-érdano de

comunicacion de.la: Sociedad.y-son sus atribuciones: a)i Llevar-unlibro de ‘actas de-la »

Asamblea: General- de : Accionistas -yl de las sesiones: del-Organo *Administrativo;--b) -
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Assithbleds Gendialéd; e Aceidnistas. ydel OrganeiAdministrativopc)dlevariel: Librosein

Registro1dg: Aesionistas; :d) iFirbar; coris ab Riesidehte:ayehtAdministeador alnicthilasie

Acciones-de Ja Sociedad;:e) Certificar el registro. de las accionesi\querssantraspasadagys

pudiendo: delegar-ésta: funcidh;i f).{Cartificat las: acths yndemas “dogumentos devlarm

Sociedadivi~DEL GERENTE-1Y:1 8US.A ATRIBUGIONES:-<:ARTICULO. DECIMO2)

NOVENQ.&:1 5V ddhiinistraclon! aotvadiidaiieipresasstind. onfiadadan una Geranta:s

ndrmibrado;por. eli@rgano Admitlistédtive . quisivdebers-otdrghtia Barantig gaerestabieve s

el'mismo Organoi- ARTICULO VIGESIMQ;+. Lids, atribuisionedrdel:Gerahbtarot GenentedsA

y.Subgerentés seran conferidas, expresamenbe:medidnte ‘podetas'de . administratioiles

cualesi: podrah!’ seris generblés - wquiiespecialesty {DEL-«COMISARIO WY ;2 SUS12

;VIGESIMO PRIMERO+ L vigilanoia dera: soaigdad

estardia_¢argotdesun:Comisatioque podrd: serisceioib: perdonaiéxtyafia,a {aisociedad yor

|serd ed-rombrariento ) deyidal Asanfibiea 'Gerleral . desl iAGctonistasyino s podrampssr

_comisarios ies-inhabilitados: devconformidadicorn.el-Articutedostientosstreintay dos ek

urandn_entel ejercicivndéssusreargosyiviaiionly padranesers

reelectos-Devengard: el sueldo qué: lesi asigne -Jaitiismanasamblea, <lARTICULC::

| VIGESIMO::SEGUNDO; ;. 36n'“facultades;iy- ‘obligaciones«!delos1:Comisarississa)ss: | i

Certiorarse: e lav Gonstitucion-y iexistencia idé. garantiag. de los ‘adminiatradones;para s’

|_corrediizcualduierdnéquiaridady by Exigic. ades.admintstradores:un balance mensual idesr:

comprébarcifm;'-:c)','anp.ec.cimar.’p’ob lonmenpsiuna-vez allimgs.tes libfos;y: papelesrde s

Sociedad; sl cump la; existancia: en caje;:d) revisan el Balance: Generaliy cendiml:

informe de:laiAsamblea-Geniefal-de Abdioriistad ¥ log ériings ‘deler estatiiete b 1ag.£)<:

Someteriidl:OrganoiAdministrativo -y hacerique se. Insertenterizel-orden idehsdia+los::

punitosii:que “/cred:pertineritesf fyeiConvacar - a™ las:Asambleas = Extraardinanias sde
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Accionistas en caso de disminucién de los administradores o en cualquier otro caso que

lo juzgue conveniente; g) Asistir don voz pero sin voto a las Asambleas de‘Accionistas y

a sesiones del Organo Administrativo; h) Vigilar flimitadamente y en cualquier tiempo

las operaciones de la Sociedad.- DEL EJERCICIO SOCIAL.- ARTICULO VIGESIMO

TERCERO.~ El ejercicio Social. comenzara el primero de enero y terminara el treinta y

uno de diciembre de cada afio, fecha en que la Sociedad cerrara sus libros y preparara

un Balance General de Clerre y un Estado de Ganancias y Pérdidas, documentos que

juntamentc con el informe del Organo Administrativo y del Comisario se presentaran a

fa Asamblea -General Ordinaria de Accionistas, a reunirse en los primeros cuatro meses

del afio para su aprobacion o modificacion; al hacerse la convocatoria respectiva tanto

los libros como los dacumentos mencionados quedaran a la orden o disposicion de los

accionistas que deseen examinarlos.- Por excepcion el primer ejercicio social empezara

al estarilnscrita fa- presente Escritura y terminara el treinta y uno de diciembre.- DE

LAS PERDIDAS Y GANANCIAS.- ARTICULO VIGESIMO CUARTO.- El saldo que

resultesen fa cuenta de las ;pérdidas y ganancias después de scpararse la reserva y-

obligaciones que legalmente deban hacerse con aceptacion de dicha cuenta, asf como

el ImpuestorSobre Ja Renta.y en su caso las reservas de castigo que el Organo

Administrativo acuerde con:los. usos comerciales y ‘considerando la situacion de los

bienes y negocios de fa empresa se distribuira como dividendos entre los accionistas en

proporcion -al nimero-de sus acciones pagadas.- No se distribuira dividendo alguno

sino después del balance que efectivamente arroje utilidades.- Las pérdidas que en su

€aso seran; soportadas. por fos accionistas en proporcion al ndmero de sus acciones y

hasta el niimero nominal de Jas mismas,- DE 1A DISOLUCION'Y LIQUIDACION.-

ARTICULO VIGESIMO QUINTU= L3 Sociedad 56 disoivers por acuerdo de 108 $0¢i0s

adoptado por-los votos que representen por 1o menos el Setenta por Ciento del Capita
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Social y en los'demas casos que establece el Cédigo de Comercio.- Disuelta la sociedad -~

Ee pondréd en liquidacion deblendo designar- en Ja Asamblea. por simple- mayoria.de ::;

votos uno o més liquidadores propietarios y varios suplentes.- ‘Durante la liquidacion se «

reunira la Asamblea en los términos que establace ééta eséritura, desempefiando-los.-

liquidadores, respacto a ella, las funciones que:en la vida normal, ‘corresponden! al:

Organo Administrativo.- EI Comisario desempefiara durante Ja quuidécién respecto al .

liquidador, la misma funcién. que en la Socledad le corresponde.-' El liquidador o

liquidadores practicaran Ia liquidacion con . arregioa- fas ‘normas’que establezcal la

Asamblea de Accionistas v en lo que noesté determinado por‘véstxs reglas-conforme a (.1

las' siguientes bases:-a) Concluira los negocios pendientes de la-manera que‘juzgue s-

conveniente para: la. Sociedad, cobrando Jos créditos, pagando Jas deudas; acuyo .

efecto podra enajenar los bienes de la- Socledad que para-ese fin deben ser.vendidos; - .

b) Firmara el Balance Final de la liquidacién y lo depositara en-el-Registro Pablico de '

Comercio, sin necesidad de publicacion alguna;c) Aprobado el: Bafance‘ﬁria'rfde fa

liquidacion se distribuira entre los ‘accionistas el efectivo-que:resclte ‘en proporciorital

numero de su$ “acciones.- -DISPOSICIONES TRANSITORIAS.~ .-a) .Se r.elige:.

IST OR UNICO de conformidad con los estatutds al sefior-EMIN JORGE >

ABUFELE MARCOS y SECRETARIQ a. la Sefiora-EVA' DE>MEDINA .- Se: nombré

como COMISARIO al sefior CARLOS RENE -AVILA GARCIA- Los nombrados se

encargaran de organizar, instalar y dejar en pleno funclonamiento ésta Sociedad .~ Asiv.

fo dicen y otorgan los comparecientes ante e Infrascrito Notario-que da ‘fc:- Y -

enterados todos del derecho que tienen para leer por-si esta escritura, por su acuerdo

le di lectura integra, cuyo contenido ratifican los atorgantes, firmando y estampando .

su huella digital. De todo To cual del conocimiento, estado edad, profesion U oficlo, -

capacidad y'vecindad del compareciente, doy fe, asi como de haber tenido a la vista

SH e

Sz
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 Otorgada fpon 1) gertor BMUTAJORGE ABUFELE NARGOS en su condi-
cién de Administrador Unico de la sooiedad mercentil INGELSA, '

H favorde _E1 seior RAFABL LEON I PICGIOLTO CULVA,

=l .
AUTORIZADA POREL NOTARIO U8
GERARDO ENRIGUE GOMBZ COBOG.

Treinta y Uno' pg Eaero DE 2,013,

Honduras, C .A.




PAPEL ESPECIAL
NOTARIAL

N 0859835

CORTE SUPREMA D JUSTICIA
REPUBLICA DE HONDURAS, CA.

coreGionr 8 coiccion: B8 conrcion: [
ABOGADOS ABOGADES
NP RAS

INSTRUMENTO NUMERO VEINTISIETE (27)- En la ciudad de San Pedro
Sula, Departamentos de Cortés, a los Treinta y Un dias del mes de Enero del afio
Dos Mil Trece, siendo lag Cinco y Treinta de la tarde del dia jueves.- Aate mi,
GERARDO ENRIQUE GOMEZ COBQS, Notario Pablico del domicilio de San
Pedrn Sula, departamento de Cottés, con despacho nbicado al Piblico en el
BUFETE GOMEZ & ASOCIADOS, gn el Barrio éuamilito 4-§ calle 3 Avenida,
Edificio Diek Quinto Pisoi'l_'ocal E28; con carne dsl Colegio de Abogados de
Hondur.astl'xmem Seiz Mil Ciento ‘C'uaventafy Dos (6,142) inscrito. en la
. :)Honorable Corte Suprema de ‘Justicia en el Registm de Notarios bajo &l Namero
/ Un Mil Quintientos Cincuenta y Cuatto ‘(1,'554); corﬁgarece personalmente el sefior
EMIN JORGE ABUFELE MARCOS, Mayor de Edad, Casado, Hondurefio,
Ingeniero Industrial; guien actba en su condicion de Administrador Unico de la
gociedad  Mercantil  denominada INVERSIONES DE  GENERACION
ELECTRICAS, SOCIEDAD ANONIMA DE CAPITAL VARIABLE “INGELSA”,
constituida en fecha Mueve de Febrero del Dos Mil Seis ante los oficios del
Abogado y Notario Miguel Fernando Ruiz Figueroa que sz encueatra inscrita bajo
el Numero 89 del Tomo 445 det Libro de Registeo de Comerciantes Sociales de
esta ciudad, gquien asegurandome hallarse en el pleno goce y sjercicio de sus
derechos civiles, libre y espontdneamente manifiesta: Que por éste medio confiere
PODER ESPECIAL DE REPBESENTACION al sefior RAFAEL LEON DE
PICCIOTTO CUEVA, mayor de edad, casado, Licenciado ¢n Banca y Finanzas,
Houdureflo, con tarjeta de identidad numero 0801-1978-06447, para que =n
nomhre v representacion de la sociedad referida puada compamcef ante la

Secretaria de Recursos Naturales ¢ Ambiente de Hondures “SERNA”, para



realizar tramites y gestiones relacionados con la Suscripcion de la Licencia
Ambiental del Proyecto Hidroeléctrico Jilamito y cualquier tramite que mi
presencia sea necesaria velacionada con el mismo.- Asi lo dice y otorga, ante el
‘Suscritq Notario gque da fe, y enterado del deracho gue la: c‘ouf_iere la Ley para
leer por si este instrumento, por su acuerdo le di lectura integra, de cuye
contenido se ratifica él atorgante en la condicién en que actia, firma y estampa -
su huella digital para cogsﬁancia.- De todo lo cu‘al,vdel conocimiento, estado civil,’
edad, profesion u oficio, nacionalidad y vecindad del otorgaate, con Tarjeta de.
Ideatidad Nﬂmg__m 05@1—19?0—09074 y RIN Nt_x;_nétfiim'_057()_“1‘1;9:’1009_()_;24/5 yﬁfl‘arjeta‘-
de Idvexvxtida'd N'of08{11-19?§708447 y RIN N_u‘m,ér,:tco 980119780644?0._& RTN
Numérico de la»ys.ocief‘i‘ad;met;can’til INGELSA 05_0,190,092609907-DOY,_FE.— Firma
y Huella Digital EMIN JORGE ABUFELE MARCOS.- Fitma y Huella Digital
RAFAEL LEON DE PICCIOTTO CUEVA.- Firma y Sello Notarial GERARDO
| ENBIQUE GOMEZ COROS.- Y a re_querimienté ‘de‘l gefior EMIN JORGE
ABUFELE MARCOS, Libra »Sello y Firmo esta PRIMERA COPIA, en el papel
sellado correspondiente con los timbres de Ley debidamente ganqelgd_os! para ser
sntregado al/sgﬁor RAFAEL LEON DE I_’IC-CIOT’[O CUEVA, Quedando su
otiginal bajo el numern preinserto de mi protocolo en donde anote este

: lle'nterDOY

libramiento para que sea inscrito en el Regis

FE.-
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MCAMARA DE REPUBL]CA DE HONDURAS
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CONTRATO PRIVADO DE PROMESA DE VENTA DE UN INMUEBLE EN ALDEA
JILAMITO VIEJO

En la aldea de Jilamito Viejo, Municipio de Arizona, a los veinticuatro dias del mes de
enero del afio dos mil diez, Arnulfo Del Cid Valladares, ciudadano hondurefio, mayor de
edad, con cedula de identidad numero 0502-1930-00022, que en lo sucesivo se
denominara como EL PROMITENTE VENDEDOR por una parte y Emin Jorge Abufele
Marcos, hondurefio, actuando en representacion de la sociedad denominada Inversiones
de Generacion Eléctrica S.A. (INGELSA), quien en lo sucesivo y para los efectos de este
contrato se denominara EL PROMITENTE COMPRADOR, por el presente documento se
comprometen a celebrar en este acto un CONTRATO PRIVADO DE PROMESA DE
VENTA DE UN BIEN INMUEBLE Y SUS MEJORAS, el cual se regira por las condiciones
que se estipulan a continuacion: PRIMERO: EL PROMITENTE VENDEDOR manifiesta
que ha convenido con el PROMITENTE COMPRADOR la firma de este contrato de
promesa de venta futura de un inmueble y sus mejoras, bajo las siguientes condiciones:
a) EL PROMITENTE VENDEDOR se obliga a dar en venta futura las manzanas de
terreno que EL PROMITENTE COMPRADOR requiera, asi como sus mejoras vy
transferirselo al PROMITENTE COMPRADOR libre de gravamen, con todas sus
anexidades, servidumbres y demas derechos reales hasta que obtenga el Titulo Definitivo
de Propiedad del inmueble en mencion. b) Los gastos del contrato se pagaran asi: los
honorarios profesionales de este contrato asi como los honorarios del futuro contrato; el
impuesto de tradicién y gastos de registro del futuro instrumento de compra venta los
pagara el PROMITENTE COMPRADOR. c) Manifiestan que estan enterados y conocen
los planos, y el criterio de medicion del drea del inmueble, cuya promesa de venta se
otorga por el presente acto, los cuales aceptan de conformidad. SEGUNDO: Precio de
venta: el precio de venta por manzana es de cincuenta mil lempiras exactos (L.50,
000.00). TERCERO: Ambas partes acuerdan que el contrato de promesa de venta queda
sujeto a las condiciones que se han quedado expresadas en las clausulas anteriores. En
fe de lo cual se firma el presente documento por duplicado, en la aldea Jilamito Viejo,
Municipio de Arizona, a los veinticuatro dias del mes de enero del afio dos mil diez.

sl fo Sl v QY Ao

EL PROMITENTE VENDEDOR ELPROMITENTE COMPRADOR
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Fundado el 24 de Enero de 1990
Tel.-2431-1280 Telefux:2431-1299

A

CONSTANCIA AMBIENTAL

El Suscrito - director de la Unidad ""A_nibié,ﬁt'a'l'.-_’-_d__e este termino
Municipal | "
“Hace Con_star':“

Que el proyécto “Hidroeléctrico Jilamito” no  ha iniciado
operaciones comerciales, Actualmente se encuentra en estudio de
pre factibilidad para Licenciamiento Ambiental por parte de la
Secretaria de Recursos Naturales y Amb:ente SERNA La fragilidad
del Ambiente donde se. pretende constrmr el “Proyecto

Hidroeléctrico .Illamlto” lo determmara la DECA a través de un
Estudio de Impacto Ambtental |

Y para fmes que el mteresado estime convemente se Ie extiende la
presente a los 14 dias del mes de Noviembre del afio 2012.

T OE ST

Agro AngelEmm Lo :
Coord. UM.A
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74 de aceite-

< +filtro equivalente

L QUARRR
- CASTROL

Giesel -,

s, 1:250

Gasolina

Lps. 7605 -
Lps.885
ifo

. 4150 DE RESATE
a mfrascnta ecretaria ded luzgado
‘de Letras Civil def departaments
ds Francisce Morazdn, ab plblice
e gensral HACE SABER: (we en
audiencia de remate sefislada
para ¢l dfa MIERCOLES SEI3 (6) DE
MARZC DEL ANG DOS MIL TRECE A
LAS DIEZ DE LA MANANA, (1060 A,
M}, se subastard &l bign mmuebie
que s describe a continuacidn:

Una fraccidn de terrenc comunal
ubicado e ¢l hary

cutyas medidas
y colindanicias sen |25 siguients:
AL NORTE: doce varas colinda
can herederos da Victor Rodriguer
mediande — calleign AL SUR:
Diecisite varas colinda con Antonia
Garmendia mediando _ travesia
AL £STE: Treinta y cinco varas
con Gerardo Rodriguez mediande
travesla y fianzs AL OESTE: Traintay
cinco varas y colinda con Alsjandro

~Carias mediando travesta teniendo

un Area superficial de Quimientos
Noventa y Cinco varas cuadradas
(595.00 " wvrs2) solar que se
encuantra dantre del Titilo territorial
denominade San Diego Carias y
Rodrigiez jurisdiceidn de Talanga

La Intrascrita Secreiaria del Juzgacru Primerd de Letras Secc!onal dg
Juticalpa, Qlancho, 2 plblice an.general.y para electos de ley, HACE
SABER: Que en fecha doce de diciembre del afio dos mil doce, se
presentd 2 esfe despacho [a abogada KENIA REGINA MENCIAS AHVAREZ,
en representacitn de fa sefiora DORIS HERNANDEZ BUBDN, solicitanda
TITIFLO DE PROPIEDAR DE UN BIEN IRMUEBLE POR PRESCRIPGION
ADGUISITIVA, de un Lote de ferrano situade en £ Barrig | Ceibita d esta
tiudad de Juticaipa, Olancha, gue tisns como Ares total de Doscientos
doce punto cincuenta varas cuadradas (212.50.vrs23, con bos limites ¥

. colindancias siguientes: AL KORTE: mide oche punte cincuenta varas

18.50 wrs), con calle de por medio con iz propiedad dal sefior Laorel de’

1gstis CArcamo; AL SUR: mide ocho punta ciricuents varas (8.

50 vrs), con

la propiadad del sefiar José Manuel Munguia; AL ESTE: mids veinticinco
varas (25,00 wrs), con ta prapledad de | sefiera Josefina Dubdn; y AL
OFSTE: mide veinticinco varas (25.00 vrs) con propisdad del ssfior
Israel Mena, tnmueble que Jo ha obtenido en posesitn quista, pacifica
¥ np ininterrumpida, por mas de doce (20) aifos.- Se ofrece infarmacin
testifical de  FRANCISGA SARMIENTO, JOSE MAHUEL ROSALES

PACHECG y SANTOS EMILIO HERRERA,
Juticalpa, 31 de enero del afio 2013.
AZUCENA PERDOMO MEIIA
SECRETARIA

AVISO

Y0, ANA LOURDES MARTINEZ,
condicion de Apoderado Legat-

en mi
de fa

Empresa Inversiones de Generacion de
Etéctricas, S.A. de C.V. en cumplimiento de

la ley ya para efectos de la misma,

HAGO

DE-PUBLICO CONOCIMIENTO: que en plazo
maxime de cinco dias a partir de.la fecha

presentare ante la Secretaria de

Estado

en los Despachos de Recursos Naturales

y Ambiente, solicitud de

LICENCIA

AMBIENTAL para viabilizar ambientaimente
el proyecto denominado “Hidroeléctrico
JILAMITO™ ubicado en el Municipio de
Arizona, Departamento de Atlantida.

Tegucigalpa M.D.C. L8 de Febrero del 2013

" Yz Infrascia Seoretoria Gl izgads

de Letras de 1a Seccidn Judicial de la
cludad de Gatacamas, depsrtamente
da Olancho, 2t plbfico en general y para
los efectos de iay, HACE SABER: Cue
en fecha veintiung (21) de septismbre

el afic dos mit doce, el Abogado

CARLGS ROBERTG CALL URTECHO, en

i condicion de Apoderado Lagal del -

sefior AREINTONG ALFREDQ ZELAYA
LOPEZ, mayer de edad, softero,
comercisnte, nendurefio, con tarjets de
idantidad niimero 1503-1688-01063,
¥ vecino del municipio-de Gualaco, en

el Barro ef Colegio, frente al calegio

vigig, con teléfona fijo nimam 2788-
2332 y celular 9759-2527, presentt
ante este Juzgado GEMANDE BE
IMPUGHACION DE PAYERNIDAD POR
LA ViA DEL PROCESD ABREVIADD
HO DISPESITI¥, contra fos sefiores
JUAN IDSE ZELAYA HARQUIN, SELVIA
VENERANDA LOPEZ  MARTINEZ
¥ ANDRES BALTAZAR CORNEID
BARRMONA, y slende que el sefor
JUAR JOSE. ZELAYA JAROUEN, mayor
de edad, honduredo, na se le ha
encontrads habiéndose agotado ofros
medias para lograr su entplazamiento
procede’  ofectuar  Ja  presente
comunicacién & fid de hacer da su
congcimiento la demanda incoada

‘en su confra y gue se refaciona

anteriormente, para los efactos que

inscrito &l datminia a sy favar bajo
el nikmero diez (10) del tamo cine
mil doe {5612} y su Hipoleca
bajo ef ndmero 89 el Tome 5067
y si anbarga baje el admess de
Matricula 720072, asienta nimero
3 todos inscrites en gl Institute de fe
Propiedad, Hipotecas y Anatacionss
Preventivas  del *Departamento
de  Francisco  Morazan.- Dicho
inmuebie fus vaiorado .de comin
acuerdo ds CIENTO OCHENTA Y
SIETE MIL SEISCIENTOS LEMPIRAS
(LP3,187,60000) ¥ se rematard
para con su producto hacsr afectiva
|z cantidad de CIENTQ QCHO MIL
DOSCIENTCS CINCUENTA Y SEIS

LEMPIRAS CON NUEVE CENTAVDS .

(LPS.108;256.09), més interases
y costss del presente juicio
gjecutive.- Todo en vidud de Ja
Demanda Ejecutiva de Page ridmera
0801-2010-07101. -CE, promovida
por el Abogada 10SE ANTONID
FLORES TORRES, en su condicibn de
Anoderaco Legal de la FUNDAGION
PARA EL DESARROLLO DE LA
VIVIENDR SOCIAL URBANA Y
RURAL (FUNDEV]) contra of Sefioy
SERGIO CARIAS ROMERQ, como
prestatario, en donde se reciama
la cantidad de GIENTO OCHD MIL
DOSCIENTOS CINCUENTA ¥ SEIS
LEMPIRAS CON NUEVE CENTAVOS

{LP5.108, 256.09}, mds intereses .

y vostas del presante Juiclo so fiace
la advertencia que no se admitiran
posturas que no cubran las dos
terceras partes del avalio total del
inmueble por tratarse de primera
audiencia; hatidndoss también la
ag {a-de que no se admitirén

en derecho - Exp. 093-
CPC-2012.

Gatacamas, Olancho 18 de enero del
2003.

RHA SUYAPA ROMERD PEREZ
SECRETARIA

! !rascmla !amaEE del !umﬂn 3

Lefras Sstcional de la chuad de Yoscardn,
departement &g El Parafso: Al plblico en
genera] § pada [os electas de Ley HACE SABER:
{lna aste Juzgada de Letros Secclonal, con fegha
veintives (23} de enero el affe dos mil frace,
dicta sentenci definitiva, madiants la cual fug
daclerada Herederd Ah lntesialo of salen, RENE
YOYAWNIE ALEMAN VALLEGILLO, ds todus los
bienes, deegchos, accionas y ebligacionss defades
par su difuede padra ol sefior AHGEL ALEMAN,
sif: phrluitio de olros heredaros con igeal o mejor
Hevecho,
Yuscardn, E1 Paralso 24, e febearo o 2013,

M. EMILIA ARACELY COLINDRES

SECRETARIAPORLEY

anuncios que po hayan sido
inpresos con latra clara y de 1écil
lactura;

Te?lt:nlgglpa M.0.C. 7de Fehrem

LIC. ELSA AVILA
Secrataria Adiunta

- WWIS0-DE AUDIENTIA DE RERATE,
La infrascrite Secretaria  Adjunta
del Juzgade dz letrag Civii del

Departaments de Francisco Morazén.
af plblicc en gensial ¥ parz dos
efectos de Ley HACE SAHER: Quae sn
hudiencia senaiada para ol dia MARTES
VEINTISEIS {26) DE, FEBRERO DEL AKO
DUS Il TREGE (2013) A 1AS DIEZ DE

MAMANA (10:00.A ) y en 2l Tocal
qua ocupa 8sty Juzgado, se Temataré
en publnca subasta &l bien inmusbls

escrbe u- tontiruacidn: -

2
‘LUTE NUMERU TRES (3] DEL BLOGUE
VEINTE (20), ubicade en “RESIDENCIAL
CAMPO YERDE” whicaria en Amarataca,

-Municipio ttel Distrite Gentral, con un

drea de ciento sefsnta v cinco punto
cem cere mefros cuadrdos (175.00,
Mts.2), savivalentes o dascientas
tincuenta ¥ Lina punto Sero cera varas
tuadrades (251.00 VrsZ), tiere fas
medidag v colindancias siguientes: AL
NORESTE: Diecisiste punt cincuenta
metros {17.56 Mts.) colinda con el fote
atmere cuatre (4) del mismo blogue
nimere veinte (20% AL SURESTE: Diez
punty cero cero metros (10.00 Mis)
calindg con el Iole ndmsro teinta v
otho. {38} del misme blogue nfimsrg
vainte (20); -8 SURDESTE: Diecisiete
Punte cincuenta meiret {17.50 Mis)
cafinda con ef {ote ndmera tos (2) def
misme bioque nUmery veime {20k
AL NOROESTE: Biez punte cero tere
métro {10.60 Mis.} colinda con ef
Iute numera Lamtlfr e $23) ded Blequs
nimers veintiung £71) séptima avanida
de por medio, Oue en dicho inmugble
56 12 construida los servicies basicns
¥ ung viviende que confiene: Lina sala
muitifungional {5al3, cocira. comedor),
dos dormitories ¥ un bafie. “Dishe
inmugble s¢ encugniza inscrity a favor
de fos safigres EDWARD ALEXANDER
RODRICUEZ RODRIGUEZ y FATIMA
MERARY PASTRANA GUEVARA bajo of
agignte namera 5, matrfcula 442445 en
2i Registra dg in Prapizdad Hipotecas y
Anotaciones Preventivas de Francisco
Morazan.- Valorada de comiin atusrdo
poi las partes, por la cantided de
DGSC[;N!DSTREIN‘AMILDUSCIENTOS
NOVENTA LEMPIRAS (Lps.230,220.00},
para con su producio hacer efectivo gf
pagn ce 12 canifdad de DOSCIENTOS
VEINTISIETE MIL SEISCIENTOS OMCE
LEMPIRAS  CON OCHENIA ¥ UN
CENTAVOS  {IPS.227.81181), més
intereses y costas del prasemts juicis:
en la Demanda Fecutiva de Pago
identificada con e} nimero 8801-2003-
04347-CE, promovida por e Abogade
Ramén Enriqua Sargvie Rivera, en
su condicidn de Apoderado Legel da
la Sociedad Mercanti denominada
Banco de ios Trabajadores, conra los

sefiares Edward Alexander Rodriguez

Rodriguez y Fétima Marary Pasivana
Guevara, en su condicion de Deudores
Pnnupales- Advirtiéndose_qua por
tratarse de primera |icitagifn no se
admitirdn posturas que o cubran
las dos terceras partes da la tasacitn
del referido  inmueble,
(s prasuntos pusmras dopositar

previamante en al Juzgado i valor |

o afective de la postura o pegsantar
chenue certificado a nombre de este
Inzgads, sin cuyos requisttes o serdn
admititos como tafes.- Asimisma no
se admitirdn publicaciones qug n¢
s63n impresas en letra clara v de féci
fectura-

Tegucigaipa, MDC., 23 de enerc de
2013

ABOG. SARA HELENA LUGO SIERRA
Secretaria Adjunta

AUISO BE HERENCIA

4 AMIND €8 Francisa
on generaty Nr‘a Ius lfsﬂnﬁ 1] HMIE Sf.EF.ﬁ Qus sn 51 Expedlane da Ifunﬂcla Ab—hkslalo uue
se tagistra dajo ef Nimeso 0801-2012- DAQ0L-G ast Juzgadn de Lairas dicté Sentencls an Tocha
diaciocho de engn ¢l afio dos mil braca, qua n su parte dispesitiva dice: FALLA: 1) Dectarer Heredsro
Ab-Tntestato 3 JASE LUIS MENCIA AGYILAR, de los bienes, derechos, Retiones ¥ obligacimes dejados
por 34 dtfunta madre, iy seiora HILDA ROSARID ARLTLAR TORRES (&, D.D,3).- 2) Concarder la posasin

efuctiva de fa Herencla JOSE EUI5 MERCIA AGUILAR, sin parjuicio de olros herederes Ab-intestate o
testamentarins de igual o mejur detacho.-3) Hacer fas publicaciones g Ley e ol Oarke Ofivial La Ganeta
L] cualqu\ern‘:ariodsmayuroimumibm on a5te Departamento, 0 por carteles que sa Fiardn en bres d¢
Ins parajes ms fiecuantados del lugar, dusants quince dias.-4) Transcumido ¢l téming anfes seialsde
st extienda al interesado certificeciin Inkgra del presanle fallo para que Se hagan las angtacionas,

¥ Ios trémites

Tapveigalna, M D.L., veintigineo (25} do enetg del 2013,
AHR VIRGINIA SAHCHEZ ALMERDAREZ
SECRETARY:

debigkdo

-AY1S0 DE REMATE " .

L Ipfrascrita  Secretaria - def ra

Juzgade ¢ letras Civil  del
Departaments  de  Francisco
Morazdn, al piblico en General &
y para los efecios de Ley: HAGE
SABER:  Qus en  audioncia &
sefiaiada, para ef dia MERCOLES &
TREGE. DE MHAR70 DEL MO E
005 MIL TRECE, A LAS DIEZ
BE LA MANANA -EN PUNTO, 5%
rematara en pUblica subasta ol [
bien inmuable que se describe a 5
continuaciin: Ua inmueble gue se &
enctentra ubicado en el Wunicipio =2
de Tolanga, . Bepartamente de & g
Francisco Mmazaﬂ en el lugar &
de Agua Blanca dentro del terreno 2
comunal de Carfas ¥ Roanguezﬁ
que tiere fas dimensiones ym
cofindancies siguientes. -NORTE: &
Ciento cuarenta y tres varas, 3
rofinga con prepiedad de LAZARO s
AYILA SOLEND y NOE VALEREAND, €
calle de por medio; OESTE: S
Cients Noventa varas, colinde =
con propiedad de DAVID DERAS ¥
WMANUEL ALMENDAREZ, calie 48
por medio; 3UR: Clerto selenta v
siate varas, colinda con propiedad
de PORFIRIO GUTERREZ, callejin
de por medio; ESTE: Doscientos
achenta y nuave varas colinda con
propisdad de RARID PALACIOS,
callgifn de par medio; NORTE:
Ciento veinte varas, cofinda_con
propiedad de CMETERID ZUNIGA

¥ MIGUEL EIVIR, travesfa de por
medio; ESTE. Sesenta v tres varas,
cofinda con propiedad de MIGUEL
EAVIR, travesia de por madio
hatierde un area de GINGUENTA

Y MNUEVE MIL SEISCIENTAS
VEINTE VARAS CURDRADAS {
59,620.00V2). Irmusble que o
fubo por eesiér de dominic pleno
qug le otorga & Municipalida
de Talanga Dgpartamento de
Francisco Morazén, encontrdndose
inscrie el dominic a favor dt sefior
HECTOR WAIRENR FERRERA,
bajo niimero 68 tome 2788 en el
Registro de{a Propiadad, Hipotecas'

y Anctaciones Praventivas de ests
Depariamento, y se rermatard para
con su producto hacer efectiva la
cantidad de GIENTO CUARENTA
Y. GUATRO MIL OCHOCIENTOS
OCHENTA ¥ CURTRO LEMPIRAS
CON CINGUERTA Y DOS
CENTAVOS {L.PS.144,884.52) més
intereses y costas del presente
juicio Ejecutivo nfmere 6801-
2007-09931-CE, promovida por
la Abogada NOKEMY ELIZABETH
GIRON GONZALEZ, en su condicién
de apuderada del BANCO GRUPG
EL AHORRD HONDURENO SA.
(BGA), contra ef sefior HECTOR
DAVID  MAIRENA FERRERA.-
Dicho inmusbla fue valorado por ai
Perite nombrado por este Juzgado
en la cantidad de D0S MIELONES
SETECIENTOS ~ TREINIA ¥
HUEYE  MIL  TRECIENTOS
TREINTA ¥ GUATRO LEMPIRAS
{LPS.2,739,334.00), S8 hace la
advertencia que por fratarse de
primera licitacién, no se admitiran
posturas que no cubran. ias dos
terceras partes del avalud def
inmughla a rematar, ¥ que no se
admitirdn avisos que no vengan
impresos con letra de fcil lectura,
;engij;igalpa, M.D.C.; 12 de febrera

SAGRA CACERES CANG
SECRETARIA ADIUNZA
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INVERSIONES DE GENERACION ELECTRICA, S.A. DE CV.

Febrero 13, 2013
#051

Sefiores

Secretaria de Recursos Naturales y Amblente

Tegucigalpa, M.D.C.

Estimados Sefiores:

Por este medio hago constar ante la Secretaria de Recursos Naturales y Ambiente (SERNA)
que el monto total de Inversion para el desarrollo del proyecto denominado Jilamito es de
setecientos treinta y seis millones un mil seiscientos setenta lempiras Lps. 736,001.670.

Adjunto presupuesto. debidamente firmado, timbrado y sellado.

Para lo cual firmo la presente en la ciudad de San Pedro Sula, Cortes a los 13 dias del mes
de Febrero, Iel dos mi! trece.

A INVERSIONES OF eENERACKON
) \C L T
Rafael Ledn De Bictiotto Cueva
Represent It egal

TELEFONO P8X: (504] 25652820 / FAX: (304) 2565-2833
E-MAIL: INGELSAGIESA.HN / WER SITE: WWW.IESA.HN
WAA 1 2O H BV ADND A SUEBDRTO COITES. CHOLOAMA. CORTES. HONDURAS C.A.



PRESUPUESTO

PROYECTO HIDROELECTRICO JILAMITO

TOTAL

OBRA CIVIL Cantidad | Unidad Costo (Lps)
Obras temporales/instalaciones provisionales 1 global 9930,000
Construccién de caminos de acceso 5500 m 49153,500
Teleférico 1 global 19860,000
Obra de toma 1 global 29790,000
Desarenador 1 global 27804,000
Camara de carga 1 global 3972,000
Casa de maquinas 1 global 39720,000
SISTEMA DE TUBERIA Cantidad | Unidad Costo
Tuberia de conduccién (acero @ = 1300mm}) 430 m 19462,800
Tuberia de presion { acero @ = 1000mm) 1875 m 130331,250
EQUIPOS HIDROMECANICOS Cantidad | Unidad Costo
Turbinas, generadores, eguipos eléctricos) 2 unidades 207139,800
TRANSMISION DE ENERGIA Cantidad | Unidad Costo
Subestacidn 1 global 49650,000
Extensién de linea 19500 m 36780,720
SUBTOTAL 623594,070
IMPREVISTOS 93540,600
INGENIERIA Y SUPERVISION 18867,000
736001,670

San Pedro Sula, noviembre 2012

Ing. Adony Jetzeel Raudales Raudales CICH-4952




