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GENERAL NOTES:
1. Water flow rates are based on the specified process conditions and ambient
conditions for the plant configuration shown on Sheet 1 and -are provided in m3/hr.
Water flows for this case may or may not represent the appropriate design flow for any
particular flow stream . Therefore, it is not appropriate to reference this water balance
alone as a basis for establishing system, equipment, or line sizing design flows.
2. Design based on a one 4x4x1 configuration combined cycle power plant, all
combustion turbines at 100% load fired.
3. Normally no flow.
DHIQAR WATER BALANCE STREAM FLOW RATE TABLE 4 Intermitted flow
WATER BALANCE CASE DESCRIPTION Case1 | Case1 | Case2 | Case2 | Case3 | Case3 | Case5 | Case5 | Case6 | Case6 | Case7 | Case7 | Case9 | Case9 | Case 10 | Case 10 | Case 11 | Case 11 5. Ultrafiltration efluent is estimated as 90% of influent flow.
Fuel LDO LDO LDO LDO LDO LDO 6. 1st Pass RO Recovery is based on vendor's proposal, 70% of influent flow.
Loading 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% ) ) .
Ambient Temperature, °C 15,0 15,0 ) ) 55,0 55,0 15,0 15,0 5,0 5,0 55,0 55,0 15,0 15,0 5,0 5,0 55,0 55,0 7. 2nd Pass RO Recovery is based on vendor's proposal, 85% of influent flow.
Ambient Relatively Humidity , % 60,0 60,0 60,0 60,0 35,0 35,0 60,0 60,0 60,0 60,0 35,0 35,0 60,0 60,0 60,0 60,0 35,0 35,0 8. EDI Recovery is estimated as 90% of influent flow.
Barometric Pressure, bar 1013 1013 1.013 1.013 1.013 1.013 1.013 1013 1013 1013 1013 1013 1.013 1.013 1.013 1.013 1013 1013
Type of Cycle Combined| Simple | Combined | Simple | Combined | Simple | Combined | Simple | Combined | Simple | Combined | Simple | Combined | Simple | Combined | Simple | Combined | Simple 9. Bach ACC Wash will require water for once a year cleaning during day shift only,
STREAM Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow Flow considered as normally no fiow.
NO.  |STREAM DESCRIPTION Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate Rate NOTES 10. Critical duration of max. rainfall intensity is 15 minutes.
m?3/hr m3/hr m?3/hr ms3/hr m3/hr m3/hr m3/hr m3/hr m3/hr m3/hr m3/hr mé3/hr mé3/hr m?3/hr m3/hr m3/hr m3/hr m3/hr 11. Water Treatment Plant will be designed 3x50% train. Each train capacity 80 ma/h.
1 Raw Water Supply from Water Intake 344,29 | 20471 | 344,29 | 34429 | 20471 | 204,71 | 34429 | 34429 | 34429 | 34429 | 341,29 | 20471 | 344,29 | 34429 | 34429 | 34429 | 344,29 | 204,71
2 Quench Water to Collection Basin 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 50,00 12. Sampling and miscellaneous losses is a conservative figure.
3 to Clarifier 294,29 | 15471 | 294,29 | 29429 | 15471 | 154,71 | 29429 | 294,29 | 294,29 | 294,29 | 291,29 | 154,71 | 294,29 | 29429 | 29429 | 294,29 | 294,29 | 154,71
4 Clarifier Effluent to raw w ater tank 28829 | 151,71 | 28829 | 28829 | 151,71 15171 | 28829 | 288,29 | 28829 | 28829 | 28829 | 15171 | 28829 | 28829 | 28829 | 28829 | 28829 | 151,71
5 Service Water 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 11,00 note4
6 Service Water for Plant Users 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00 1,00
7 HRSGIBD Quench Water 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00 10,00
Fire Water Pump Unit 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 note 3
8 Uttrafiltration Unit Influent 27729 | 14071 | 27729 | 27729 | 140,71 140,71 | 27729 | 277,29 | 27729 | 277,29 | 277,29 | 14071 | 27729 | 27729 | 27729 | 27729 | 277,29 | 140,71 note 5
9 Uttrafiltration Unit Reject ine 31,70 16,13 31,70 31,70 16,13 16,13 31,70 31,70 31,70 31,70 31,70 16,13 31,70 31,70 31,70 31,70 31,70 16,13
10 UF Permeate Water Tank 24559 | 12458 | 24559 | 24559 | 12458 | 12458 | 24559 | 24559 | 24559 | 24559 | 24550 | 12458 | 24559 | 24559 | 24559 | 24559 | 24559 | 124,58
1 First Pass RO Unit Influent 276,96 | 14027 | 27696 | 27696 | 14027 | 14027 | 27696 | 276,96 | 276,96 | 276,96 | 276,96 | 14027 | 27696 | 27696 | 27696 | 276,96 | 276,96 | 14027 note 6
12 First Pass RO Unit Reject 83,09 42,08 83,09 83,09 42,08 42,08 83,09 83,09 83,09 83,09 83,09 42,08 83,09 83,09 83,09 83,09 83,09 42,08
13 |to 1st Pass RO Permeate Tank 193,87 98,19 19387 | 193,87 98,19 98,19 19387 | 193,87 | 193,87 | 19387 | 193587 98,19 19387 | 193,87 | 19387 | 19387 | 193,87 98,19
14 |to Fire Water Tank 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 note 3
15 Potable Water Treatment System Influent 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50
16 |Second Pass RO Unit Influent 209,15 | 10458 | 209,15 | 209,15 | 10458 | 104,58 | 209,15 | 209,15 | 209,15 | 209,15 | 209,15 | 10458 | 209,15 | 209,15 | 209,15 | 209,15 | 209,15 | 104,58 note 7
17 |Second Pass RO Unit Reject 31,37 15,69 31,37 31,37 15,69 15,69 31,37 31,37 31,37 31,37 31,37 15,69 31,37 31,37 31,37 31,37 31,37 15,69
18 |Second Pass RO Unit Effluent 177,78 88,89 177,78 | 177,78 88,89 88,89 177,78 | 177,78 | 177,78 | 177,78 | 177,78 88,89 177,78 | 177,78 | 177,78 | 177,78 | 177,78 88,89
19 EDI Unit Influent 177,78 88,89 177,78 | 177,78 88,89 88,89 177,78 | 177,78 | 177,78 | 177,78 | 177,78 88,89 177,78 | 177,78 | 177,78 | 177,78 | 177,78 88,89 note 8
20 EDI Reject 17,78 8,89 17,78 17,78 8,89 8,89 17,78 17,78 17,78 17,78 17,78 8,89 17,78 17,78 17,78 17,78 17,78 8,89
21 EDI CIP Outlet 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 note 3
22 Demineralized Water to Storage Tank 160,00 80,00 160,00 | 160,00 80,00 80,00 160,00 | 160,00 | 160,00 | 160,00 | 160,00 80,00 160,00 | 160,00 | 160,00 | 160,00 | 160,00 80,00 note 11
Total Demineralized Water from Storage Tank 100,61 79,21 115,07 92,81 59,73 40,41 137,29 | 11521 | 156,18 | 133,21 84,32 64,41 133,91 | 11421 | 14878 | 12821 88,73 70,21
23 [Total GT NOx Injection Water 77,20 77,20 90,80 90,80 30,40 30,40 103,20 | 103,20 | 121,20 | 121,20 44,40 44,40 113,20 | 11320 | 127,20 | 127,20 61,20 61,20
24 |COTreatment Plant 0,00 0,00 0,00 0,00 0,00 0,00 10,00 10,00 10,00 10,00 10,00 10,00 0,00 0,00 0,00 0,00 0,00 0,00
25  |AUX Boiler 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 1,00 1,00 1,00 1,00 1,00 1,00
26 Fin fan Coler 0,00 0,00 0,00 0,00 8,00 8,00 0,00 0,00 0,00 0,00 8,00 8,00 0,00 0,00 0,00 0,00 8,00 8,00
27  |Water Washing Skid 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01 0,01
28 |ACC Wash Water 0,40 NA 0,40 NA 0,40 NA 0,40 NA 0,40 N/A 0,40 NA 0,40 NA 0,40 NA 0,40 NA note 9
29 |Chemical Injection Skid 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00 0,01 0,00
30 HRSG/Steam Cycle 20,98 NA 21,84 NA 18,90 NA 21,66 NA 2255 N/A 19,49 NA 19,28 NA 20,15 NA 18,10 NA Revision Fistory
31 HRSG/ Steam Cycle Drains to Vent Stacks 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 N/A 0,00 NA 0,00 NA 0,00 NA 0,00 NA
32 |Vent Stacks Vent Losses 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 N/A 0,00 NA 0,00 NA 0,00 NA 0,00 NA
33 |Vent Stacks Blow dow n Flow 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 NA 0,00 NA = e o e e = e
34 |Sampiing & Miscellaneous Losses 12,58 NA 13,10 NA 11,33 NA 12,98 NA 13,52 N/A 11,68 NA 11,56 NA 12,08 NA 10,85 NA note 12 PO . - P s per—
35 |ACC Make Up Water 0,01 NA 0,01 NA 0,01 NA 0,01 NA 0,01 N/A 0,01 NA 0,01 NA 0,01 NA 0,01 NA Doserton Curront Verson
36 |Total Continuous Blow dow n Flow 8,40 NA 8,75 NA 7,57 NA 8,67 NA 9,03 N/A 7,80 NA 772 NA 8,07 NA 7,25 NA
37 |Blowdow n SystemVent Losses 2,94 NA 3,06 NA 265 NA 3,04 NA 3.16 N/A 273 NA 2,70 NA 2,82 NA 2,54 NA PRt DHI QAR COMBINED CYCLE
38 Blow dow n System Drain Flow 15,46 NA 15,69 NA 14,92 NA 15,64 NA 15,87 N/A 15,07 NA 15,02 NA 15,24 NA 14,71 NA
39 Potable Water Total Users Flow 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 POWER PLANT PROJECT
40 Emergency Show ers & Eyew ash 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 NASIRIYAH, IRAQ
41 Emergency Show ers & Eyew ash Effluent 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 —
42 Potable Water to Sanitary Water Users 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00
43 |Sanitary Waste to Sanitary Lift Station 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 Republic O'HRAQ.
44 |Sanitary Waste to Sanitary Waste Treatment 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 i Mn.lsl:l:y of Elecl:naty
45  |Treated Sanitary Waste 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 2,00 e
46 |Sanitary Sludge to Off-Site Disposal 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 ConTRAGTOR NOMINATED SUS CONTRAGTOR
47 |Sludge from Clarifier to Thickener 6,00 3,00 6,00 6,00 3,00 3,00 6,00 6,00 6,00 6,00 3,00 3,00 6,00 6,00 6,00 6,00 6,00 3,00
48 |Sludge Dew atering 6,00 3,00 6,00 6,00 3,00 3,00 6,00 6,00 6,00 6,00 3,00 3,00 6,00 6,00 6,00 6,00 6,00 3,00
49 [Sludge Dew atering Drains 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 0,50 E" m
50  |Sludge Cake to off site disposal 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00
51 Ne utralization Pit Outlet Flow 114,79 58,21 114,79 | 114,79 58,21 58,21 114,79 | 114,79 | 114,79 | 11479 | 114,79 58,21 114,79 | 114,79 | 11479 | 11479 | 114,79 58,21
52 |fromoily w ater netw ork 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 note 4 HOF Conractumber )
53 |Oily Water Separator Unit Sludge to Off-site Disposal 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 0,00 CONTRACT NO: 1
54 |Oily Water Separator Unit Effluent 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 2,50 Cross Cheoked
55 Storm Water Discharge 972,00 | 972,00 | 97200 | 972,00 | 972,00 | 97200 | 972,00 | 972,00 | 972,00 | 972,00 | 972,00 | 97200 | 972,00 | 972,00 | 97200 | 972,00 | 972,00 | 972,00 note 4,10 Department [ N [ o [ Sonatrs
56  |CO Treatment Plant Effluent Water 0,00 0,00 0,00 0,00 0,00 0,00 8,50 8,50 8,50 8,50 8,50 8,50 0,00 0,00 0,00 0,00 0,00 0,00 ‘
. - o Recromae Dont ooty FrorDocmen Co
57 Plant Effluent Water Dis charge to the River 1120,32 | 103571 | 1121,07 | 1092,29 | 1061,96 | 1035,71 | 1129,41 | 1100,79 | 1130,18 | 1100,79 | 1127,54 | 1044,21 | 1118,86 | 1092,29 | 1119,61 | 1092,29 | 1117,85 | 1035,71 oL CALCULATION DQRI00/K/003B-——008/CAGO1
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